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ATTN: Document Control Desk
Washington, D. C. 20555-0001

Joseph M. Farley Nuclear Plant
Inservice Inspection Summary Report

Ladies and Gentlemen:

Southern Nuclear Operating Company (SNC) submits herewith the Farley Nuclear Plant
Unit 1, Interval 3, Period 2, Outage 2 Inservice Inspection Summary Report (Enclosure).
This report describes and summarizes the inservice inspection activities performed during
the Unit 1 Spring 2003 maintenance/refueling outage. Paragraph IWA-6230 of the
American Society of Mechanical Engineers (ASME) Boiler and Pressure Vessel Code,
Section XI, 1989 Edition requires submittal of the enclosed report.

The supporting inservice inspection documentation, e.g., examination plans and
schedules, examination results and reports, examination methods and procedures,
evaluation results, and corrective action and repairs, is available for review upon request
at Farley Nuclear Plant.

The Unit I steam generator tube inspector report (Technical Specifications 5.6.10.b) is
not being submitted for this outage period. The inspection was not required to be
performed during this outage period, based on NRC approval of an amended inspection
period (Accession Number: ML022340746).

This letter contains no NRC commitments. If you have any questions, please advise.

Sincerely,

JBB/JLS/sdl

Enclosure: FNP Interval 3, Period 2, Outage 2 Inservice Inspection Report Tabs A, B,
C, and D
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FORM NIS-1 OWNER'S REPORT FOR INSERVICE INSPECTIONS
As required by the Provisions of the ASME Code Rules

Southern Nuclear Operating Co. 40 Inverness Center Parkway,
Owner Birmingham. Al 35242 (as agent for Alabama Power Co.)

(Name and Address of Owner)

2. Plant

3. PlantUnit I

I M. Farlev Nurlear Plant- HuTv 95 1.nuth- Cndurrhia Al. 363 19
(Name and Address of Plant)

4. Owner Certificate of Authorization (if required)_ NIA

5. Commercial Service 12/01/77 6. National Board Number for Unit See Listed N. B.
for each component

7. Components Inspected

Manufacturer
Component or Manufacturer or Installer State or National
Appurtenance or Installer Serial No. Province No. Board No.

Reactor Vessel Westinghouse ALA-RCRHJI N/A N/A
Internals Pensacola

Reactor Coolant Southwest N/A N/AN/A
Piping Fabricating

Pressurizer Westinghouse 1431 N/A 68-103
Tampa

Reactor Coolant Westinghouse RCPCP1-3 NIAN/A
Pumps C F__D

Class 1 Piping Daniel N/AN/A N/A
Construction

Class 2 Piping Daniel N/A N/A N/A
Construction II

I i

Note: Supplemental sheets in the fobm of lists, sketches, or drawings may be used, provided (I) size is 8 1/2 in. x II in., (2)
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is

recorded at the top of this form.
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FORM NIS-1

8. Examination Dates 11/17/01 to 04/29/03

9. Inspection Period Identification: Second Period 04/01/01 to 08101104

10. Inspection Interval Identification: Third Interval 12/01197 to 12/01/07

11. Applicable Edition of Section Xl 1989 Addenda None
Subsections IWE and IWL 1992 Addenda 1992

12. Date/Revision of Inspection Plan: FNP-I-M-097: 05/06/02: Revision 3

13. Abstract of Examinations and Tests. Include a list of examinations and tests and a statement
concerning status of work required for the Inspection Plan. See Tabs B and C

14. Abstract of Results of Examinations and Tests. See Tab B

15. Abstract of Corrective Measures. See Tab B

We certify that a) the statements made in this report are correct, b) the examinations and tests meet the
Inspection Plan as required by the ASME Code, Section XI, and c) corrective measures taken conform to
the rules of the ASME Code, Section XM.

Certificate of Authorization No. (if applicable) N/A Expiration Date N/A

Date_2/4,9s 20 ,3_Signed Southern Nuclear Onerating Co. B _ _ _ _ _ _ _ _ _

(Owner)

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel
Inspectors and the State or Province of4 gce4Z6 and employed by HSB-CT of Hartford. Connecticut have
inspected the components described in this Owners Report during the period Z //& 7 to L2Z/e&2
,and state that to the best of my knowledge and belief, the Owner has performed examinations and tests and taken
corrective measures described in this Owners Report in accordance with the Inspection Plan and as required by the
ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied,
concerning the examinations, tests, and corrective measures described in this Owner's Report. Furthermore, neither
the Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of
any lknd arising from or connected with this inspection.

VOOAO09 < Commissions F~AD 3 SZ8 TAIA
Inspectoek~igdature National Board, State, Province, and Endorsements

Date 7Z/Zo
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OWNER'S REPORT
FOR

INSERVICE INSPECTION

07/18/03DATE:

OWNER NAME AND ADDRESS:

NAME AND ADDRESS OF
NUCLEAR GENERATING PLANT:

NAME ASSIGNED TO NUCLEAR
POWER UNIT:

OWNER CERTIFICATE OF
AUTHORIZATION:

COMMERCIAL SERVICE DATE:

Southern Nuclear Operating Co.
40 Inverness Parkway
Birmingham, Al 35242
(as agent for Alabama Power Co.)

Joseph M. Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Joseph M. Farley Nuclear Plant
Unit 1

N/A

December 1, 1977

NATIONAL BOARD NUMBER:

NAME OF COMPONENTS OR PARTS OF
COMPONENTS INVOLVED:

See listed NB's for each component

Representative samples of the following components
and systems were examined using nondestructive
examination techniques.

CLASS 1

COMPONENT OR SYSTEM SYSTEM ALA SKETCH
DESIGNATION

Reactor Vessel Upper Internals B12 1-1200
Reactor Coolant System B13 1-4200, 1-4205
Reactor Coolant Pump B41 1-5100B, 1-5300
Pressurizer B31 1-2100, -2100A
Safety Injection System E21 1-4202, 1-4203, 1-4204, 1-4208, 14209
Chemical and Volume Control E21 1-4207
System

I
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CLASS 2

COMPONENT OR SYSTEM SYSTEM ALA SKETCH
DESIGNATION

Main Steam System Nil 2-4200,2-4201,2-4500
RHR System Eli 2-4501, 2-4502, 2-4504, 2-4506, 2-4514,

2-4515, 2-4517, 24518
Feedwater System N21 2-4150,2-4250,2-4350
Chemical and Volume Control E21 2-4513, 2-4602, 2-4603, 2-4604, 2-4605
System
Safety Injection System E21 2-4524, 2-4526, 2-4527, 2-4532, 2-4609,

2-4610, 24612, 2-4616, 2-4617, 2-4625,
2-4632, 2-4635

HYDROSTATIC TESTING: SEE TAB B

NAME AND ADDRESS OF MANUFACTURER OR INSTALLER OF COMPONENTS:

REACTOR VESSEL INTERALS REACTOR COOLANT PIPING
Westinghouse Electric Corporation Southwest Fabricating and Welding Co., Inc.
Pensacola Division Houston, Texas
Pensacola, Florida
PRESSURIZER REACTOR COOLANT PUMP C
Westinghouse Electric Corporation Westinghouse Electric Corporation
Tampa Division Electro Mechanical Division
Tampa, Florida Cheswick, Pennsylvania
CLASS I & 2 PIPING
Daniel Construction Co.
Greenville, South Carolina

INSERVICE INSPECTION DATES: 11/17/01 TO 04/29/03

NAME OF AUTHORIZED NUCLEAR INSPECTOR: Charles G. Ward

NAME AND MAILING ADDRESS
OF INSPECTOR'S EMPLOYER: Hartford Steam Boiler Inspection and

Insurance Company of Connecticut
One State Street
Hartford, CT. 06103

ABSTRACT: SEE TABS B AND C
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J. M. FARLEY NUCLEAR PLANT UNIT NO 1
INTERVAL 3 PERIOD 2 OUTAGE 2

BALANCE OF PLANT/REACTOR VESSEL EXAMINATION SUMMARY

INTRODUCTION

An Inservice examination of Class I and 2 components and piping systems was conducted at Farley Nuclear
Plant Unit 1 during March and April 2003. The examinations were performed in accordance with an
approved Examination Program Plan located under Tab C of this report. The primary areas of examination
included the Reactor Vessel upper internals, RCS Piping, RHRICVCS Piping and supports and Main
Steam/Main Feedwater Piping and supports.

The program utilized ultrasonic, surface and visual nondestructive testing methods in accordance with the
requirements of ASME Section XI 1989 Edition and Technical Specifications 5.5.7, 5.5.8 and 5.5.16.

Also included is a summary of the results of Containment examinations performed in accordance with
ASME Section XI 1992 Edition with the 1992 Addenda of Subsections IWE and IWL.

Selected examinations and related activities were witnessed by representatives of Southern Nuclear
Operating Company and its Authorized Inspection Agency. All examinations were performed to the extent
practical within geometric and physical limitations.

RESULTS

Examinations resulted in recordable indication areas being noted on the basis of procedure recording
criteria, which generally are more conservative than specified in the ASME Section XI Acceptance
Standards. Indications were evaluated and dispositioned by Indication Evaluation Reports (IER's). A
listing of IER's is attached and the data sheets are available at FNP for review. The results are summarized
below.

SUMMARY OF INDICATIONS

CLASS 1

(A) VOLUMETRIC EXAMINATIONS

* There were five (5) Class 1 Volumetric indications. All of the indications were dispositioned
as root geometry and found acceptable.

(B) SURFACE EXAMINATIONS

* There was one (1) Class 1 Surface indication. The indication was dispositioned as being
within the applicable Code limits and therefore acceptable.

(C) VISUAL EXAMINATIONS

* There were twelve (12) valves and two (2) flow orifices noted with various degrees of boron
accumulation, mainly on the bolted connection. In each case the boron was removed and
either an evaluation or a re-examination found each one acceptable.

* Five (5) visual indications associated with piping supports, four (4) for loose bolting and one
(1) for a spring can setting were also noted. The loose bolting in each case was tightened and
the spring can setting was evaluated as acceptable.



CLASS 2

(A) VOLUMETRIC EXAMINATIONS

* There were fourteen (14) Class 2 Volumetric indications. All of the indications were
dispositioned as root geometry and found acceptable.

(B) SURFACE EXAMINATIONS

* There were three (3) Class 2 Surface indications. Each was removed by surface prepping
(buffing). A re-examination of each item was acceptable.

(C) VISUAL EXAMINATIONS

* There were no Class 2 Visual indications.

IWE/IWL EXAMINATIONS

* A visual examination of the Unit I pre-stressing system was performed during August, 2002.
The tendon sample consisted of three (3) hoop, three (3) dome and three (3) vertical tendons.
The sheathing filler material for each tendon was sampled and showed no signs of free water.
Also the chemical analysis revealed there was no water in excess of 10% by weight in any
sample. For two (2) hoop tendons, H13CA and H41AB, the absolute difference between the
amount of filler removed and that replaced exceeded 10% of the net duct volume by a small
amount (4 gallons and 1 gallon respectively). There was no evidence of excessive leakage and
no signs of abnormal corrosion for these tendons. Visual inspection of the containment
concrete revealed no evidence of any abnormal structural degradation. The attached table is
an excerpt from the tendon inspection report listing the findings for the concrete examinations.
The complete inspection report is available at FNP for review.

AUGMENTED EXAMINATIONS

* Augmented surface examinations were performed on the C Reactor Coolant Pump Flywheel.
No indications were identified.

* Augmented volumetric examinations were performed on fifty-eight (58) welds on the B loop
main steam line. Seven (7) indications were identified during the examinations. Four (4)
were dispositioned as root geometry and found acceptable. Three (3) of the indications were
dispositioned as being within the applicable Code limits and therefore acceptable.

* An augmented surface examination was performed on one (1) main steam line weld. No
indications were identified.

2



ADDITIONAL EXAMINATIONS

Results from additional examinations which were performed during this outage are as follows:

* Class I System Leakage Test

In accordance with ASME Section XI 1989 Edition IWB-5210(a)(1), leak testing of the Class I
Reactor Coolant System Pressure Boundary was performed prior to startup following the 18th
refueling outage. The testing was completed by plant personnel on 04/29/03. A copy of the
completed test procedure FNP-1-SOP-1.4 is retained by the Farley Nuclear Plant Document
Control.

In addition, to meet the 1989 Section XI IWA-5242(a) requirement for removal of insulation from
bolted connections in "systems borated for the purpose of controlling reactivity" the alternative
exam requirements of Relief Request RR-27 were used. This Relief Request allowed the
insulation to be removed and the bolted connection to be examined for evidence of leakage at
static conditions. If evidence of leakage affecting the bolting was apparent the bolting was
removed and examined per IWA-5250(2).

* Class 1 and 2 Hydrotesting

No hydrostatic testing was performed during the 18th refueling outage to meet requirements of the
current inspection interval.

* Class 2 Functional/Inservice Testing

Class 2 functional testing performed during the 18th refueling outage included portions of the
RHR, Containment Spray, Safety Injection and Charging systems. Data sheets are contained in
procedure FNP-1-STP-156.1 and are filed in FNP Document Control.

* Class MC Examinations

Following replacement of the fuel transfer tube blind flange new gaskets were installed and
examined per WO 689738. An acceptable final local leak rate test (LLRT) was also performed on
the flange. These actions were performed in accordance with the requirements of Relief Request
RR-3 1.

STATUS OF EXAMINATIONS REQUIRED FOR CURRENT INTERVAL

This refueling was the 2nd outage, 2nd period of the current interval and the examinations completed to
date represent 100 % of the required examinations of the Class I and 2 scope for the current period except
for ASME Categories C-A and C-B. A sufficient number of examinations required by these categories will
be performed during the next (RF 19) outage and credited for the second ISI period to filly satisfy the
ASME requirements. Approximately 62% of the total examinations required for the current interval have
been completed.

3



EXAMINATION SUMARY
UNIT 1 RF 18

DRAWING IDENTIFICATION VOLUMETRIC SURFACE VISUAL IER
ALAI-1200 Upper Internals T NI
ALA1-2100 3 NI1

7 NI _ _ _ _ _ _

14 NI NRI _

14IR NIl
ALA1 -4200 3 RI NRI 040

4R RI NRI 041
SR RI NRI _____R__I042

15BC NRI NI
ALA14202 1 NRI NRI

2 NRI NRI __ _ _ _ _ _ _ _ _ _ _ _

3 NRI NRI
4 NRI NRI _

____________5 N R I N R I__ _ _ _ __ _ _ _ _ _ _

___ _ SI-R158 _ RI 034
ALA1-4203 12 NI

_______ __ 13 NRI
14 NRI
15 NRI

SI-A14 RI 029
SI-R80 _ NI
SI-R215 NI

ALAI-4204 I NRI NRI = _

2 NRI NRI __ _ _ _ _ _ _ _ _ _ _ _

3 NRI NRI
4 RI NRI 044
5 RI NRI 045
__________ 6 NRI NRI
7 NRI NRI _

27 NI
28 NI
29 NI
30 NI
31 NI _ _ _ _ _

SI-R239 NI
SI-R240 NI
SI-R242 RI Snubber Deleted

SI-R248 NI
___ __ SI-R248(W8) RI 027

SI-R249 NI
_____ __ SI-R252 NI

ALA1-4205 4 NRI NI
________ RC-RS _ NI

RC-R1o RI 051
RC-R18 NI
RC-R20 NI _

RC-R20(W4) NRI
RC-R26 NI

______ RC-R32 NI
RC-R237 NI



EXAMINATION SUMMARY
UNIT 1 RF 18

DRAWING IDENTIFICATION VOLUMETRIC SURFACE VISUAL | ER
ALAI-4207 CVCS-R508 __ _ _ _ _ _ _ _ _ _NI _ _ _ _

| CVCS-R514 _ _ _ 7 RI 050
_________ CVCS-R5 15 __ _ _ _ _ _ _ _ _ _NI_ _ _ _ _

ALAI-4208 lBC 7 NRI |___ |
. ___________ 2 . N R I _ _ _ _

. _____________ 3 N RI _ 7
4 NRI _ _7_ 1

SS-4023 NI ___________

ALA14209 SS-5688 RI 028
ALA1-5300 FWI NI __I_1

ALA2-4150 FW-R45 _ _ NI ___

ALA2-4200 10 RI NI 037
MS4-H1O 7 RI Acceptable

MS4-H10(W4) | NI _

ALA2-4201 I RI* 043
______ __ iM N RI' _ _ _ _

lI2 NRI NI _]

_________ 2L1 NRI _

3 NRI *
3LI NRI _

___________ 4 NRI* _

_________ 4LI NRI_
5 NRI NI

SLI NRI*
7 NRI _

7LI NRI*
8 NI* NI
9 RI* 046

9LI NI _

10 RI_ 049
I IBC NRI_
12BC NRI*
13BC NRI _

14BC NRI$
1SBC NRI _

16 NRI*
17 NRI
18 NRI*
____________ 19 NRI NI
20 NRI*

21BC Rl 047
22 NRI*
23 NRI _
24 NRP
25 NRI_

26BC RI* NI 048
. ___________ 27 NRI_
____________ 28 N RI*

29 NRI*
*Augnented examination



EXAMINATION StUMARY
UNIT 1 RF 18

DRAWING IDENTIFICATION VOLUMETRIC SURFACE VISUAL | ER
ALA2-4201 30 NRI NI

31 NRIP .
32 NRI
33 NRPi
34 NRP _ _
35 NRI NI
36 NRI _

36L1 NRI
MS-R8l NI

ALA2-4250 FW-H8 NI
FW-H8(W2) NI

_ AFW-R59 NI
ALA2-4350 SCS-H708 NI
ALA2-4500 4 NRI'

4LI NRI_
S NEU

14 Nl
14L1 N1_

15 NIl
____ _ 15LI NI*

16 Rl 039
16L1 RI 038

_ _ _ _ _ _ _ _ _ _ _ 17 N I ' _ _ _ _ _ __ _ _ _ _

17L1 NIl
18 NI'

3OBC NRI _

31BC NI
32 NRP'______
33 NRI'
34 NRI*
35 NRI'
36 NRI'

37BC NRI'
ALA2-4501 RHR5-R40 NI
ALA2-4502 RHR6-R68 NI
ALA2-4504 RHR2-R74 _ _ NI

RHR2-R74(W8) NRI _
RHR2-R78 _ NI

ALA2-4506 RHRIO-R22 _ NI
RHR10-R22(WS) NRI

ALA2-4513 CVC-R205 NI
CVC-R205(W4) NRI

ALA2-4514 SI-R302 NI
ALA2-4515 Sl-R84 NI
ALA2-4517 Sl-R204 NI
ALA2-4518 SI-R16 NI
ALA2-4524 9 RI NRI _ 024
ALA2-4526 2 RI NRI 033

*Augrented examination



EXAMINATION SUMMARY
UNIT 1 RF 18

DRAWING IDENTIFICATION VOLUMETRIC SURFACE VISUAL IER
ALA2-4527 CVC-R62 NI
ALA2-4532 9 NI NRI
ALA2-4602 2 NRI NRI

3 NRI RI 026
_____5 NRI NRI
6 NRI NRM

ALA2-4603 2 NRI NRI
____________ 5 RI NRI 035

ALA2-4604 6 RI RI 017 & 020
.___________ 7 RI NRI 021

SI-R4 NI
SI-R4(WS) NI

ALA2-4605 10 NI NRI
_11 RI NI 016
12 RI NI 015
14 RI NRI 019
15 NRI NRI

____________ 20 RI NRI _ 036
SI-R9 NI

ALA2-4609 1 RI NRI 032
8 RI NRI 022

ALA2-4610 8 RI RI 018 & 030
.__________ 9 RI NRI 031

ALA2-4612 SI-R268 NI
SI-R272 . NI

ALA2-4616 7 NI
15 NI _

______________ SS-2008 NI
ALA2-4617 2 NI

14 NI
SS-4007 NI
SS-4016 NI

ALA2-4625 SI-R32 NI
_________ _ SI-R37 =_ _ _ _ _NI _

ALA2-4632 SI-R55 NI
ALA2-4635 6 NI

SS-1983 NI



ALA
SUMMARY OF RECORDED INDICATIONS

2003 UNIT 1 RF-18

SKETCH ID ITEM INDICATION DISPOSITION IER
DESCRIPTION DESCRIPTION ACCEPr REPAIR MONIMhR NUMBER

Various See Attached Examination of Class I Evidence of LAekge and Boron X 014
Bolted Connections Accumulation

ALA2-4605 12 Elbow-to-Pipe Weld Root Geometry X 015
CVCS System

AIA24605 I1 Pipe-to-Elbow Weld Root Geometry X 016
CVCS System

ALA2-4604 6 Pipe-tElbow Weld Base Metal Surface Indication X017
CVCS System

ALA2-4610 8 Valve-to-Pipe Weld Surface Indication X*018
Safety Injection System

ALA2-4605 14 Pipe-to-Elbow Weld Root Geometry X 019
CVCS System

ALA24604 6 Pipe-to-Elbow Weld Root Geometry X 020
CVCS System

ALA24604 7 Pipe-to-Elbow Weld Root Geometry X 021
CVCS System

ALA24609 8 Pipe-to-Flange Weld Root Geometry X 022
Safety Injection System

ALA24524 9 Pipe-to-Valve Weld Root Geometry X 024
Safety Injection System

ALA2-4602 3 Elbow-to-Pipe Weld Surface Indication 026
CVCS System

ALAI-4204 Sl-R248(W8) Welded Attachment (Lugs) Surface Indication X 027
Safety Injection System

ALA14209 SS-5688 One Directional Restraint Loose Bolting X 028
Safety Injection System .

AlAI-4203 SI-A14 Anchor Missing Nuts X 029
Safety Injection System

ALA2-4610 Pipe-4t-Valve Weld Root Geometry X 030
Safety Injection System

ALA2-4610 9 Pipe-to-Tee Weld Root Geometry X 031
Safety Injection System

ALA24609 I Tee-to-Pipe Weld Root GeometryX 032
Safety Injection System

ALA2-4526 2 Reducer4-oPipe Weld Root Geometry X 033
Safety Injection System

ALA1-4202 SI-RI58 Two Directional Restraint Missing Nut X 034
Safety Injection System

ALA24603 5 Pipeto-Elbow Weld Root geometry X 035
CVCS System

ALA24605 20 Pipe-to-Elbow Weld Root Geometry X 036
CVCS System

ALA24200 10 Pipe-t-fPenetration Weld Root Geometry X 037
Main Steam System ___

ALA24500 16LI Elbow Long Seam Planer Flaw X 038
Main Steam System

ALA24500 16 Pipe-to-Elbow Weld Root Geometry X 039
Main Steam System

ALAI-4200 3 Pipe-to-Elbow Weld Root Geometry X 040
Reactor Coolant System

ALA1-4200 4R Elbow-to-Safe End Weld Root Geometry X 041
Reactor Coolant System I

ALAI-4200 SR Safe End-o-Elbow Root geometry X 042
Reactor Coolant System

* Indication was removed by surface conditioning (buffing).



ALA
SUMMARY OF RECORDED INDICATIONS

2003 UNIT 1 RF-18

SKETCH ID ITEM INDICATION DISPOSITION IER
DESCRIPTION DESCRIPTION ACCEPT REPAIR MONITOR NUMBER

ALA2-4201 I Penetration-to-Pipe Weld Planer Flaw X 043
Main Steam System

ALAI-4204 4 Valve-Pipe Weld Root Geometry X 044
Safety Injection System

ALAI-4204 5 Pipe-to-Valve Weld Root Geometry X 045
Safety Injection System

ALA2-4201 9 Valve-to-Pipe Weld Flaw/Slag Inclusion X 046
._________ Main Steam System _

ALA2-4201 21BC Branch Connection Weld Root Geometry X 047
Main Steam System

ALA2-4201 26BC Branch Connection Weld Root Geometry X 048
Main Steam System .

ALA2-4201 10 Pipe-to-Valve Weld Root Geometry X 049
Main Steam System

ALAI-4207 CVCS-R514 Spring Can Spring Can Setting X 050
CVCS System

ALAI-4205 RC-RIO Hydraulic Snubber Loose Bolting X 051
Reactor Coolant System

__ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _ _ __ _ _ _ _

I 4 .4 4 4 4 4

I I I_
X~~~~~~ I I I I

I I.
I:



TABLE 1
FNP Unit 1 Containment Concrete Inspection (IWL)

Elevation Room Room Description Light Meter Observations
(ft) No/ Reading

AZ. _(fc)_

155 241 MSFW Valve Room 55 ) Stain mark on wall
_) Crack at elevation 160

155 429 Containment Purge Air 74 a) Grease mark on the wall near tendon cans on
Equipment Room. uttress 'C'

Paint peeled off in buttress 'C' and adjacent
al area

155 409 Corridor 62 ) Stain on wall coming from joint filler above.
_) Paint peeled off in small area near access door.

155 418 Aux & Containment Purge 72 ) Joint material missing above at two places (5 ft
Vent ong)

155 478 MCC Room 58 a) Stain on wall coming from joint filler above.
) Paint peeled off in small area on and near

buttress 'A'.

139 241 MSFW Valve Room 55 ec above
139 334 Electrical Pen Room 64 ) Stain on wall coming from joint filler above.

) Grease mark on the wall near tendon cans on
uttress 'C'.

139 333 Electrical Pen Room 62 ) Hairline crack on wall near penetration
0BO2BO21A

139 347 Electrical Pen Room 68 No Observation
139 332 Corridor 72 i) Stain on wall coming from joint filler above.

) Grease mark on the wall near tendon cans on
uttress 'A'.
) Paint peeled off in small area on and near

____________uttress 'A'.

121 241 MSFW Valve Room 55 ee above
121 223 Piping Pen Room 66 ) Stain on wall coming from joint filler above.

) Grease mark on the wall near tendon cans on
uttress 'C'.
) Paint peeled off in small area on and near
_uttress 'C'.

121 222/237 Corridor (Boron Addition 74 i) Grease mark on the wall near tendon cans on
Area) uttress 'A'.

) Paint peeled off in small area on and near
3uttress 'A'.

100 194 Heating Equip Room 75 ) Stain on middle of wall near an opening.
) Joint material missing above
) Stain mark on wall at the junction with wall
ong line 2.

) Wall along line 4 near containment wall has big
ack. Concrete is about to spall out. Work order

__ready in place for repair.
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TABLE 1
FNP Unit 1 Containment Concrete Inspection (IWL)

Elevation Room Room Description Light Meter Observations
(ft) No/ Reading

AZ. (fc)
100 189 Heating Equip Room 75 a) Grease mark on the wall

) Grease leakage from wall at two locations.
Stain on wall from joint above

) Huge stain mark at the corner with wall
long Line 4

100 184 Piping Pen Room 60 ) Paint peeled off on small area of wall.
)Grease leakage from Tendon cans on buttress

)Grease leaking from wall near E and 10.
) Stain on wall from joint above
) Grease leaking near penetration for Containmen

pryB.
100 183 Piping Pen Room 78 ) Stain on wall from joint above
100 182 Cont Storage Room 68 ) Grease leaking from the wall.
100 172 Piping Pen Room 62 ) Stain on wall coming from joint filler above.

) Paint peeled off on small area of wall.
) Joint material missing above for about 20 ft
length.

100 186 Boric Acid Area 72 t) Grease leakage from Tendon cans on buttress
'A.
) Grease mark on the wall near tendon cans.
) Paint peeled off on small area of wall.
) Stain mark at corner location 8 and N.
) Hairline crack near II and M. Grease leaking
om the crack.

83 & 77 131 IA RHR Pump Room 55 ) Paint peeled off on small area of wall.
83 & 77 129 lB RHR Pump Room 52 No Observation

77 125 1B Containment Spray 52 No Observation
Pump Room

77 ill IA Containment Spray 52 a) Paint peeled off on small area of wall.
Pump Room b) Fluid seepage through small crack.

86 Tendon Gallery ill Popouts at certain places in concrete wall that
ppeared to be from construction time.
) Hair line cracks in few places in the concrete

) Leaching at certain areas mostly coming from
e joint point (between containment mat and
allery wall).
) All the bolts of end cans are in place.
) Many of the bolts of end cans show surface rust.

Some of the metal surface of the end cans show
Arface rust.

11



TABLE I
FNP Unit 1 Containment Concrete Inspection (IWL)

Elevation Room Room Description Light Meter Observations
(at) No / Reading

AZ. (fc)
290 Containment Dome Roof 476 a) Ring girder has several hairline cracks (< 0.04")

manating from 'A Frame' rail connection points.
-) Small cracks (< 0.04") emanating from "A
Frame' connection on dome.
) Grout below the base plate of 'A' frame rail
upport broken loose at many locations.
) Dome coating found to have cracks, peelings

d missing in numerous locations. Concrete
dow the coating has cracks.
) Small cracks are all in tight condition.
No grease leaks or bulging of tendon end cans.

) Minimum surface corrosion of bolts and end
___________________________ans.

155 To 270 OP To Outside of Containment 476 ) Hair line cracks near - Az. 100 and El. 162.
90 )Minor Grease Marks on Buttress A.

-) Cracks (0.01") on cont wall and buttress A near
endon H44AB
) Minor cracks at wall between dome tendons.

155 To 270 To Outside of Containment 476 ) Cracks near - Az. 1300 and El. 155' near
1800 heckered plate, concrete may spall out in near

) Discoloration on small area above equipment

) Joint material near - Az. 900 and El.155'
cssing.
) Minor cracks at wall between dome tendons.

155 To 270 180 To Outside of Containment 476 ) Grease leakage from concrete wall near - Az.
270P 1900 and El. 183 next to buttress B - cracks in the

all is visible
) Crack in concrete near tendon can 2' one from

ttom from roof level at buttress B.
) Minor cracks at wall between dome tendons.

155 To 270 270° ToOutside of Containment 476 ) Grease marks on buttress C
3600 ) Stain marks near places where rebars (used

uring construction) are located
c) Minor cracks at wall between dome tendons.

-''>ilt's

12
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FNP-1-STP-157.0

UNIT I
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 006

40 Month Period 2

Page 1 of I

Outage 2

Components: Reason For Change:

Delete examination Method
1. ALAI-4102-QV032A VT-3 Valve not disassembled, reschedule.
2. ALAI-4102-QV037A VT-3 Valve not disassembled, reschedule.
3. ALAI-4103-QV076A VT-3 Valve not disassembled, reschedule.
4. ALAI-4104-QV021C VT-3 Valve not disassembled, reschedule.
5. ALAI-4201-QV032B VT-3 Valve not disassembled, reschedule.
6. ALA1-4201-QV037B VT-3 Valve not disassembled, reschedule.
7. ALAI-4202-QV051B VT-3 Valve not disassembled, reschedule.
8. ALAI-4203-QV021B VT-3 Valve not disassembled, reschedule.
9. ALAI-4302-QV032C VT-3 Valve not disassembled, reschedule.
10. ALAI-4302-QV037C VT-3 Valve not disassembled, reschedule.
11. ALAI-4303-QV021A VT-3 Valve not disassembled, reschedule.
12. ALA1-4304-QV051A VT-3 Valve not disassembled, reschedule.
13. ALAI-4501-QVO31A VT-3 Valve not disassembled, reschedule.
14. ALAI-4502-QV031B VT-3 Valve not disassembled, reschedule.
15. ALAI-4503-QV031C VT-3 Valve not disassembled, reschedule.15. - IA I53Q01 T3Vlent iasmld eceue

APPROVED BY: /t '/ff
Vendor Coordinator Date

APPROVED
Date

Revision 16



FNP-1-STP-157.0

UNIT I
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 005

40 Month Period 2

Page I of I

Outage 2

Components: Reason For Change:

Change calibration block Previous block listed /
Correct calibration block

ALA2-4201-5 ALA-23 / ALA2-42014 is a pipe to elbow, the
ALA-24 calibration block for this weld is ALA-24.

The other end of the elbow is weld ALA2-
4201-5, elbow to pipe (transition). The
correct block should be ALA-24. ALA-23
would be used from the top of the
transition for weld ALA2-4201-36, which
is next to ALA2-4201-5.

APPROVED BY:
endor Coordinator

APPROVED BY: 4 t/i 7

4i1-03
Date

M6- 3
Date

7 - SS And _

/ SN(!'&%Ordinator
-

Revision 16



FNP-1-STP-157.0

UNIT I
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 004

40 Month Period 2

Page 1 of 2

Outage 2

Components: Reason For Change:
Change procedure

1. ALAl-5300-FWI FNP-0-NDE-100.1 Ito The examination performed on the
FNP-0-NDE-100.5 keyway is a PT examination, not an MT.

FNP-0-NDE-100.5 is the correct
procedure.

=___ Delete the following exams:
2. ALA2-4105-RC-R40 VT-3 Support was examined in the first period

of the interval.
3. ALAI-4201-SI-R172 VT-3 These snubbers are being deleted per

ALA14201-SI-RI74 VT-3 DCP-9209. The snubbers were removed
prior to VT examination. Per code case N-
491, we need to examine 73 supports over
the ten year period. We are presently
examining 78. We are also exceeding the
67% in which we may claim code credit
for the first and second period. No
additional supports are required to be
examined during this outage.

4. ALA1-4105-RC-R40(W8) Surface - FNP-0-NDE-100.5 This support has S lugs welded on 4 sides.
The support lugs were examined during
the previous period. A limited
examination was performed with the
clamp In place. The clamp is welded
together and can not be removed. We can
delete this exam, as we are required to
examine 6, and presently have 10
scheduled for the intervaL Please delete
weld from LTP for this item.

Change Configuration
5. ALA2-4609-1 From "Tee to Elbow" Verified configuration by walkdown.

To "Tee to Pipe"

APPROVED BY:

APPROVED BY:

iLA L)_(=__C ) Vendor Coordinator

AJwkd

ate3

Date

DateSN 75iMordi7r

Revision 16



F'NP-1-STP-157.0

UNIT I
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 004

40 Month Period 2

Page 2 of 2

Outage 2

-__ Component Reason for Change
Examination Required

6. ALA2-4201-2 SurfiLce - FNP-0-NDE-100.1 1 This weld will be examined for code
Volumetric - FNP-0-NDE-100.43 credit. Weld ALA2-4201-8 will not be

examined for code credit I substitution.
7. ALA2-4201-8 SUR-AUG - FNP-0-NDE-100.1 I Weld ALA2-4201-8 configuration does not

VT-3 - FNP-0-NDE-100.21 permit a volumetric examination. Last 10
year interval (2-2-2), a limited MT and a
supplemental visual was performed.

Add the following exams
8. ALA2-4201-36 VOL-AUG Per Tech. Specs, an Augmented UT should

_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ be perform ed.
9. ALA2-4201-36LI VOL-AUG Per Tech. Specs, an Augmented UT should

_ ________________________ ____________________________ be perform ed.

General Comment:
DCP-9209 and 9210 are deleting
snubbers during the IRIS outage.
During LTP update, review DCP
to include revisions.

APPROVED BY:

APPROVED BY:

/C-r- os

Date

D7t0-
Date

Revision 16



FNP-1-STP-157.0

UNIT 1
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 003

40 Month Period 2

Page_ of 2

Outage 2

Components: Reason For Change:

Plan Change 02 corrections
1. Pages 1 and 2 of plan not Pages attached

included.
2. ALAI-4200-15BC The "Reason for Change" in Plan This is cast stainless material which is

ALAI-4200-3 Change 02 was incorrect covered by procedure FNP-0-NDE-100.41.
3. ALAI-4200-4R The "Reason for Change" in Plan Procedure changed due to Cast Stainless

ALAI-4200-5R Change 02 was incorrect material on one side (FNP-0-100.4 1) and
unique configuration wrought stainless on
the safe end side. (FNP-0-NDE-100.3 1)

4. ALA2-4201-12BC Plan Change 02 Table was changed Not listed on Plan Change 02 cover sheet but
(Page 8), added calibration block was changed on the attachment table of PC-
ALA-23 and procedure FNP-0-NDE- 02.
100.43

5. ALA2-4201-13BC, 14BC, 15BC Add calibration block (ALA-23) Table was changed(page 8), cover sheet did
not list calibration block change.

Delete the following exams:
6. ALAI-4200-D176238 VT-3 Support was removed during Steam

Generator replacement Eric Aycock verified
removal during walk down. Drawing
D176238 shows where support was cut out

7. ALA2-4603-7 Surface / Volumetric Replaced weld with ALA2-4603-5, welds
have not been previously examined. Same
pipe sketch, system and configuration.

8. ALA2-4610-2 Surface / Volumetric Replaced weld with ALA2-4610-9, welds
have not been previously examined. Same
pipe sketch, system and configuration.
Piping system ID plate would limit
examination, welded in place.

APPROVED BY:A-,= (-) (&A,

(9 Vendor Coordinator
M-3-03

Date

Dt 3 -o
Date

APPROVED BY:
SNCrCoo rdiin~



F'NP-1-STP-157.0

UNIT 1
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 003

40 Month Period 2

Page 2 of 2

Outage 2

Add the foflowine exams: Examination Reason:

9. ALA2-4603-5 Surface / Volumetric Substituted for weld ALA2-4603-7
10. ALA2-4610-9 Surface / Volumetric Substituted for weld ALA2-4610-2

Comnonent Old Weld Description Reason:
New Weld Description

11. ALA-4532-9 Old: Pipe to Reducer Verified configuration during walk down by
New: Tee to Reducer Gary Loffhus.

Comnonent Change: Reason:

12. ALA2-4201- I BC Calibration block ALA-27 not Same configuration as ALA2-4201-12BC,
required 13BC, 14BC, 15BC

APPROVED BY:

APPROVED BY:

4fo- a 6 _,_,J -Vendor Coordinator

SN, Coordintor

'-3 - 3
Date

Date



F'NP-1-STP-157.0

UNIT 1
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 002

40 Month Period 2

Page I of 2

Outage 2

Components: Reason For Change:

Change the procedure for the
foflowine examinations

New Procedure to be used

1. ALAI-1200-VS TNT FNP-ISI-88 Vendor procedure for remote VT with the
_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ sub m arine

2. ALA14200-15BC FNP-0-NDE-100.41 Procedure revised to allow for Tech. Spec
examinations for HELB exams.

3. ALA1-4200-3 FNP-0-NDE-100.41 a _ aa

4. ALAI-42004R FNP-0-NDE-100.41
FNP-0-NDE-100.3 1

5. ALAI-4200-SR FNP-O-NDE-100.41
_______________________ FNP-0-NDE-100.31

6. ALA2-4201-1, 1LI, 2,2LI, 3,3LI FNP-0-NDE-100.43
7. ALA24201-7, 7L1, 9,9LI, 10 FNP-0-NDE-100.43
8. ALA2-4201-13BC, i4BC, 15BC FNP-0-NDE-1004A3
9. ALA24201-16, 17,18,19 FNP-0-NDE-10OA3 a _ aa
10. ALA24201-22, 23, 24,25 FNP-0-NDE-100.43
11. ALA2-4201-27, 28, 29, 31, 32 FNP-O-NDE-100.43
12. ALA24201-33, 34 FNP-O-NDE-100.43
13. ALA24500-14, 14LI, 15, 15LI FNP-0-NDE-100.43
14. ALA24500-16, 16LI, 17,17LI FNP-0-NDE-100.43
15. ALA24500-18, 32,33,34, 35 FNP-0-NDE-100.43
16. ALA2-4500-36, 4, 4LI, 5, 5LI FNP-0-NDE-100.43

Change procedure and New procedure / calibration block
calibration block for the
following examinations

17. ALA2-4201-21BC FNP-0-NDE-100.43 1 ALA-23 and Procedure revised to allow for Tech. Spec
ALA-26 examinations for HELB exams. Proper

.______ ______ ______ ____ _ calibration block was not listed.

-4. 4 4.

-4 1 1.

APPROVED BY: 4 6i LL.
QJ Vendor Coordinator

APPROVED BY: ,
/ SNC C nator

Date

3
Date



FNP-1-STP-157.0

UNIT 1
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 002

40 Month Period 2

Page 2 of 2

Outage 2

Change procedure and New procedure / calibration block Reason for change
calibration block for the
following examinations

18. ALA2-4500-30BC, 37BC FNP-0-NDE-l0OA3 / APR4 Procedure revised to allow for Tech. Spec
examinations for HELB exams. Proper
calibration block was not listed

Add the following exams:
19. ALA24201-1 1BC VOL-AUG / FNP-0-NDE-100.43 1 Tech. Specs. Require an Augmented

ALA-23 and ALA-27 volumetric examination. Not previously
listed in long term plan.

20. ALA2-4201-26BC VOL-AUG/ FNPO-0NDE-100.43 1 Tech. Specs. Require an Augmented
ALA-23 and ALA-27 volumetric examination. Not previously

listed in long term plan.
21. ALA2-4605-10 Surface I Volumetric Substitution for ALA2-4605-5. Verified

=____________________ with James Agold SNC MIS Group.

Delete the following exams:
22. ALA2.4605-5 Surfice / Volumetric The weld is not accessible for ISI

examination. The weld has not been
previously examined. Weld ALA2-4605-
10 is an elbow to pipe and on the same
pipe sketch. Verified with James Agold
SNC MIS Group.

23. ALAI-4200-U-281455 VT-3 This pipe support was abandoned In place
per DCP 98-1-9315. (. See U261455
drawing.) The pipe support Identification
should have been listed as U-261455 in the
long term plan.

APPROVED BY

APPROVED BY

A-.,J! --
* * Ivy a_ _

C) Vendor Coordinator

/SNC C dinator

1-1-o 33
Date

V-/- e2
Date



FNP-1-STP-157.0

UNIT 1
FIGURE 2

FARLEY NUCLEAR PLANT
INSERVICE INSPECTION PROGRAM CHANGE

Unit No. 1

10 Year Interval 3

Change No. 001

40 Month Period 2

Page I of I

Outage 2

Components: Reason For Change:

Defer the Following Exams Exam Required
1. ALAI-3200-IRIR VOL This examination is deferred to the next

outage / period. This exam Is scheduled at
the same time as the eddy current exams
for the Steam Generators. Insulation /
scaffolding to be built one time, reduce
dose.

2. ALAI-3200-JR2R VOL This examination Is deferred to the next
outage / period. This exam Is scheduled at
the same time as the eddy current exams
for the Steam Generators. Insulation I
scaffolding to be built one time, reduce
dose.

Add the Following
1. B-K / B 10.20 SUR Last outage, a limited surface examination

ALAI-4105-RC-R40(W8) was performed. Remove clamp, and
perform examination. WO 3001668

2. C-F-2 / C5.51 VOL-AUG Per Tech Specs, an Augmented UT should
ALA24201-20 be performed

3 ALA2-4500-3 lBC VOL-AUG Per Tech Specs, an Augmented UT should
be performed

Delete the following:
1. ALA2-4500-9 VOL-AUG Examination was performed during 3-1-2.

I=I I 1__
-4 4 4

APPROVED BY:

APPROVED BY:

3 -.2t -- 3
Date

Date

Revision 16



Page I ot ( J. M. FARLEY, AIR PLANT
OUTAGE LAN

Interval 3 Period 2 Outage 2

C~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~
I.

(89) Code Cat Component No. Met!od
(89) item No. Figure No. Component Desc. Cal Block No. Sur Vol Vis NDE Procedures Remarks

B-N-I ALA1-1200-VS INT RPV INTERIOR VT-3
513.10 Flgure Accessib FOP45S-83

B-D ALAI-2100-14 SURGE NOZZLE TO PZR BOTTOM APR-7 SUR FNP-0-NDE-100.11 (SUPPLEMENTAL SURFACE EXAM)
B3.110 FIgure 008 HEAD RR-6

B-D ALAI-2100-14 SURGE NOZZLE TO PZR BOTTOM APR-7 VOL FNP-0-NDE-100.34 (SUPPLEMENTAL SURFACE EXAM)
B3.110 FI"ure 008 HEAD RR-6

B-D ALAI-2100-141R PZR NOZZLE INNER RADIUS ALA-39 VOL FNP-0-NDE-100.38
B3.120 FIure 008

B-B ALAI-2100-3 PZR UPPER SHELL LONG SEAM APR-7 VOL FNP4.0NDE-100.34 1 ft of weld reqd.
B2.12 FIure 002

B-B ALAi-2100-7 PZR UPPER SHELL TO TOP HEAD APR-7 VOL FNP4-NDE-100.34
B2.11 Figure 001

B-D - tA AL Ae 2I41-I R31 16T tEG NOME INNER RAIU MA 6J, A: L 54LA6f -E 6 V OE 1O6.11 __±PztNS r 94- Added _ nrF
03.140 FIgure 008 replemnen durin I Ril. PSI done at

ENSA.

Al Al ~~ IRW I ~SG CROS 5-O "R RR nAill 10 Al A-4 AL A 55F P '' Add~. per St"M rt

B3.140 Figure 008 replqeoeent durlng 1R16. PSIdoneat
I I I I I I ENSA.

Dw- Absti-102-61092A GGPE0 VALVE YMVT;ZeI&2-GIW5 is- n eiU.l~

612.50 Fiure Internl diassembled.

sB.M- A34O AES 4VA02-4 W7 -FNP-*DNtt002S Gxuw S. I i "Pit

612.50 Fgure Internal d anbled. ^

BW-2 AIiI 03:UV0(OA VELAN VALVE VIT rFNP*NDr-1 00.s- Group2. u i

612.50 Figure Internal .dsaisemtblbe&.

*2 A- I1-10Q4eV021 C VEUN VALVE VT-8 -fNP-0.ftE-1O00B- Ore" 2. im t eme pro
B12.50 Figure Internal dhembkd.

ASLj 4105 R1 f14 WRIAMG 6N4U4-Bs FTTll r l-IE.-l0. ,iII WYI I CtAIP

F1.10 Figure 037 REMOVED RR-12

B-J ALA1-4200158C BRANCH CONNECTION ALAIAPR-33 SUR FNP4.NDE-100.5 RR-9

B9.31 Figure 012



Page 2 of ( J. M. FARLEY LAR PLANT
OUTAGE PLAN

IntervalS Pered 2 Outage 2

d -M-097

(89) Code Cfa Component No. Method
(U9) Item No. Figure No Component Desc. Cal Block No. Suy Vol VIS NOE Procedures Remnts

B-J ALA1 4200-I5BC BRANCH CONNECTION ALAIAPR-33 VOL FNPO-0NDE-100.Ag RR-9
B9.31 Figure 012

B-J ALA14200-3 PIPE TO ELBOW ALAWAPR-33 VOL FNP.-0NDE-100.00
89.11 Figure 012 41

B-J ALA14200-3 PIPE TO ELBOW ALAWAPR-33 SUR FNP-0-NDE-100.5
89.11 Figure 012 .

B-J ALA14200.4R ELBOW TO SAFE-END ALA-61, SUR FNP4-NDE-100.5 Added per Steam Generator
ALA/APR-33 replsaemet. PSI during IRIB.

09.11 FIgure 012

[ B8- | ALA142-4R | ELBOW TO SAFE-END 1 ALA-S1, VOL I FNP-0-NDE-100.#e Added per Steam Generator
ALAAPR-33 I rephlaement.PSIdurlngIRI6.

89.11 FIge 012 II I I- SllbF

1 *J |ALA142D0-SR SAFE-END TO ELBOW ALA-1, | SUR FNP--NDE-100.5 Added per Steam Generator
ALA/APR-33 replacement PSI during IRIS.

89.11 Figure 01I2

B-J ALAI-4200-5R |SAFE-END TO ELBOW ALA-61, VOL | FNP.--NDE-1004| Addedper Steam Generator
ALA/APR-M3 II replament. PSI during IRIO.

89.11 Figure 01 2 F fl D srF $'l

#-A ALM1 1200-017128 TflPJ nlt1RFGM L RPSTRAINT ______ VT-3 FNP40-DE-100.23

F1.10 Figure 037

F-A A&H-4200eU C t1466 _Fle BIREOTTONAL RESTINT

F1.10 Fgure 037 . ____E___

M.-2 AUAI-420 2 QMB GPES VALVE =f3 V-T0.06400 23 - v* 5 inspec one p
B12.50 Fgure Internal dis aembled

612.50 figure Inteal d isassembled.

rPA AtA1-41-3l TS - rItRAUlI1 ONtIBBER rrrIX'-IU23 KK-14

F1.10 FIUe 037 I

:f- AAA1 3l-RI4 IrDMRAULO ~eNUaBEaR2WACiIr || v"-' | rjPr4-u100.2 RR-12,-

F1.10 Fure 037 IIIII

1~'



Page 3 of J. M. FARLEY 1AR PLANT
OUTAGE PLAN

Interval 3 Period 2 Outage 2

't 1-M-097

(39) Code Cat. Component No. Method
(89) Item No. Figure No. Component Deac. Cal Block No. Sur Vol Vh NOE Procedures Renarks

B-J ALAI-4202-1 PIPE TO BRANCH CONNECTION ALA-6 SUR FNP-0-NDE-100.5
B9.11 FIgure 012

B-J ALAI-4202-1 PIPE TO BRANCH CONNECTION ALA-6 VOL FNP-0-NDE-100.44
B9.11 FIure 012

B-J ALAI-4202-2 ELBOW TO PIPE ALA-6 VOL FNP-0-NDE-100.44
B9.11 FIure 012

B-J ALAI-4202-2 ELBOW TO PIPE ALA-6 SUR FNP-0-NDE-100.5
89.11 Figure 012

B-J ALAI-4202-3 PIPE TO ELBOW ALA-6 VOL FNP4-NDE-100.44
B9.11 Figure 012

B-J ALA1-4202-3 PIPE TO ELBOW ALA-B SUR FNP-0-NDE-100.6
B9.11 Figure 012

BW ALAI-4202-4 VALVE TO PIPE ALA-8 SUR FNP--NDE-100.5
B9.11 Figure 012

B-J ALAI-4202-4 VALVE TO PIPE ALA-6 VOL FNP-0-NDE-100.44
B9.11 Fiure 012

B-J ALAI-4202-5 PIPE TO VALVE ALA-6 SUR FNP-4-NDE-100.5
B9.11 Fiure 012

B-J ALAI-4202-5 PIPE TO VALVE ALA-6 VOL FNP-0-NDE-100.44
B9.11 Figure 012

_ M A Al- v"r2 n-511 L '" rairN o PIDE-4M23 6vp 2. ispe a
B12.50 Figure Internat disassembled.

F-A ALAI-4202-SI-RIBS TWO DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.10 Figure 037

B-W ALA1-4203-12 PIPE TO BRANCH CONNECTION SUR FNP4--NDE-100.5
B9.40 Figure 011

B.J ALA1-4203-13 ELBOW TO PIPE SUR FNP4-NDE-100.5
69.40 Fiure 011

B-J ALA1-4203-14 PIPE TO ELBOW SUR FNP-0-NDE-100.5
B9.40 Fi 011

Ik
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B.J ALA1-4203-15 VALVE TO PIPE SUR FNP-0-NDE-100.5

B9.40 Flgure 011

B.M2 -A6A1 4203W 031B V IVALV; VT 3 _ .FNRP.D-0.- 4nn 2 __spcton rp grupl

B12.50 Figure Intenal eed.

F-A ALAI-4203-SI-A14 ANCHOR VT-3 FNP-0-NDE-100.23

FI.10 Figure 037

F-A ALAI-42031SI-R180 TWO DIRECTIONAL RESTRAINT VT-3 FNP.-0NDE-100.23

F1.10 Figue 037

F-A ALA1-4203-SI-R215 SWAY STRUT VT-3 FNP4.-NDE-100.23

F1.10 Figue O07 f

B-J ALA1-42D4-1 PIPE TO BRANCH CONNECTION ALA-8 SUR FNP-0-NDE-100.5

B9.11 Figure 012

B-J ALA1-42D4-1 PIPE TO BRANCH CONNECTION ALA-S VOL FNP-0-NDE-100.44

B9.11 Figure 012

B-J ALA1-4204-2 ELBOW TO PIPE ALA- SUR FNP-0-NDE-100.5

89.11 Figure 012

B-J ALA14204-2 ELBOW TO PIPE ALA-0 VOL FNP-0-NDE-100.44

89.11 Figure 012

B-J ALA1-42D4-77 PIPE TO BRANCH CONNECTION . SUR FNP4-NDE-100.5

B9.40 Figure 011

B-J ALA1-4204-28 ELBOW TO PIPE . SUR FNP-0-NDE-100.5

89.40 Figure 011 I

B-J ALA142D4-29 PIPE TO ELBOW . SUR FNP-0-NDE-100.5

B9.40 Figure 011

BW ALA1-4204-3 PIPE TO ELBOW ALA-8 VOL FNPO-0NDE-100.44

B9.11 Figure 012

B-J ALAI-4204-3 PIPE TO ELBOW ALA-S SUR FNP4O-NDE-100.5

B9.11 Figure 012

B-J ALAI-420D430 TEE TO PIPE . SUR FNP.0-NDE-100.5

89.40 Fgure 011
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B-J ALA1-4204-31 PIPE TO TEE . SUR FNP-0-NDE-100.5
B9.40 Figure 011

B-6 ALAI-4204-4 VALVE TO PIPE ALA-C SUR FNP-0-NDE-100.5
99.11 Figure 012

B-6 ALA1-4204-4 VALVE TO PIPE ALA-6 VOL FNP-0-NDE-100.44
B9.11 FIgue 012

B-J ALA14204-5 PIPE TO VALVE ALA-C VOL FNP-0-NDE-100.44
B9.11 FIgure 012

B- ALAi-4214-5 PIPE TO VALVE ALA-S SUR FNP-NDE-100.5
B9.11 Figure 012

B-J ALAI-4204-6 ELBOW TO PIPE ALA-S VOL FNP-0-NDE-100.44
B9.11 Figure 012

B-J ALAI-4204-6 ELBOW TO PIPE ALA-S SUR FNP-O-NDE-100.5
B9.11 Figure 012

BJ- ALA14204-7 PIPE TO ELBOW ALA-4 SUR FNP-0-NDE-100.5
89.11 Figure 012

B6- ALAI-4204-7 PIPE TO ELBOW ALA-C VOL FNP4-NDE-100.44
B9.11 Fbu 012

F-A ALAI-4204-SI-R239 ONE DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.10 Fgure 037

F-A ALA1-4204-SI-R240 TWO DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.10 Figure 037

F-A ALAI-4204-SI-R242 HYDRAULIC SNUBBER VT-3 FNP-4-NDE-100.23 RR-12
F1.10 FIure 037

F-A ALAI-4204-SI-R248 HYDRAUUC SNUBBER(2) W/ATTACH . VT-3 FNP-0-NDE-100.23 RR-12
F1.10 Fgure 037

8-K ALAI-4204-SI-R248 MM8) WELDED ATTACHMENT SUR FNP-NDE-100.5
B10.20 Figure 028

F-A ALA`14204-SI-R249 TWO DIRECTIONAL RESTRAINT V_-3 FNP4-NDE-100.23
F1.10 FIure 037 W/ATTACH
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F-A ALA14204-SI-R252 TWO DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.10 FiUe 037

B.J ALA14205-4 PIPE TO ELBOW ALA-7 SUR FNP-0-NDE-100.5
B9.11 Fiue 012

B-J ALA14205-4 PIPE TO ELBOW ALA-7 VOL FNP4-6NDE-100.44
B9.11 Fiure 012

F-A ALA142D5-RC-RIO HYDRAULIC SNUBBER VT-3 FNP-0-NDE-100.23 To be deleted per DCP 97-1-9211 RR-
F1.10 FiUe 037 12

F-A ALA1-4205-RC-R18 TWO DIRECTIONAL RESTRAINT VT-3 FNP4-NDE-10023
F1.10 FigUre 037 W/ATTACH

F-A ALA14205-RC-R20 SPRING CAN (2) W/ATTACH VT-3 FNP4-NDE-100.23
F1.10 FgUe 037

B-K ALAI-4205-RCR20 (W4) WELDED ATTACHMENT SUR FNP-ONDE-100.5
B10.20 FiUe 028

F-A ALA1-4205-RC-R237 HYDRAULIC SNUBBER VT-3 FNP4-NDE-100.23 TO be deetd per DCP 97-1-9211 RR.
F1.10 FguOre 037 12

F-A ALA14205-RC-R26 ONE DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.10 Figu 037

F-A ALA14205-RC-R32 HYDRAULIC SNUBBER VT-3 FNP40-NDE-100.23 To be deleted per DCP 97-1921 1 RR-
F1.10 FkgUre 037 _12

F-A ALA14205-RC-R8 HYDRAULIC SNUBBER WIATTACH VT-3 FNP4-NDE-100.23 To be deleted per DCP 97-1-9211 RR-
F1.10 FiUe 037 12

F-A ALA14207-CVCS-R508 SWAY STRUT VT-3 FNP4-NDE-1 00.23
F1.10 FIUre 037

F-A ALAI-4207-CVCS-R514 SPRING CAN VT-3 FNP4NDE-100.23
F1.10 Fiure 037

F-A ALAI-4207-CVCS-R515 HYDRAUUC SNUBBER VT-3 FNP4NDE-100.23 RR-12
F1.10 Figure 037

B-J ALA14208-1BC BRANCH CONNECTION SUR FNP4-0NDE-100.5
B9.32 Fiure 014
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BnJ ALAI-4208-2 PIPE TO PIPE SUR FNP-0-NDE-100.5
69.40 FIgure 011

B-J ALAI-4208-3 ELBOW TO PIPE SUR FNP-NDE-100.5

B9.40 Figure 011

BnJ ALA1-4208-4 PIPE TO ELBOW SUR FNP-NDE-100.5
B9.40 Figure 011

F-A ALAI-4208-SS4023 TWO DIRECTIONAL RESTRAINT VT-3 FNP4-0NDE-100.23

F.10 Figure 037

F-A ALAI-4209-SS-5688 ONE DIRECTIONAL RESTRAINT VT-3 FNP4-NDE-10023
F1.10 Figure 037

D- AA M-^ -- 4;ePE VAV VT0-9 O0.2 G I S. I,,s~th F. ulp if
812.50 Fbgure InternaI disessembled.

B12.50 Figure Intemal disssembled.

Bag.AI Ai 433J..11 AEL-4AN .AA'IVr.R FNP-ALV6H VT -l I1E-1WD .29 ereup 2. p .Ae p

812.50 Figure Internal disassembled.

-2 ALA1-04 V0iA VELhtI VALV E rT a -FNP 0NDE 100400 Op2? F ard..Popg

812.50 Figure Intertal d.sembled.

.~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~.-M - A 5041 QW901A CROSBY VALVE F dT a 123 Or 4- InMpm on er sFr If X ,
B12.50 Figure Inteal dilessefbled.

1341 AS LAl 12I-34 B CROSBYYALVI 0T-3 r E _0 p 4. !MPM! 01%; ¢ ulwupif
B12.50 Figure Internal dmbled.

612.50 Figure I'ntena dise bled.

R-G/AUG ALA1-5300-FWI RC PUMP FLYWHEEL SUR-AUG FNP-0-NDE-100 Perforn suroeo exam on0al twheel

B1.14 F"ure that Is dsassembled. Any ffywheel not
. ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~pmtbusly _d bdes & suree

emihed, will be given a volumetric
exam on Inner haff-radlus dui thIrd
perod.
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F-A ALA2-4150-FW-R45 HYDRAULIC SNUBBER VT-3 FNP-0-NDE-100.23 RR-12
F1.20 Fgure 037

C-F-2 ALA2-4200-10 PIPE TO PENETRATION ALA-24 SUR FNP-0-NDE-100.11
C5.51 Fiue 030

C-F-2 ALA2-4200-10 PIPE TO PENETRATION ALA-24 VOL FNP-0-NDE-100.43
C5.51 FIure 030

F-A ALA24200.MS4-HIO ONE DIRECTIONAL RESTRAINT (4) . VT-3 FNP-0-NDE-100.23
F1.20 Figure 037 W/ATTACH

C-C ALA2-4200-MS4-HiO (W4) WELDED ATTACHMENT SUR FNP-0-NDE-100.11 N-509
C320 Figure 028

C-F-2 ALA2-4201-1 PENETRATION TO PIPE ALA-24 VOL-AUG FNP-0-NDE-100 10% of length u 1974 Code
C5.51 Figure 030 If3_

C-F-2 ALA2-4201-10 PIPE TO VALVE ALA-24 VOL-AUG FNP-0-NDE-100p1' 100% of length ushng 1974 Code
C5.51 Figure 030

C-F-2 ALA2.4201-1I2BC BRANCH CONNECTION ht^* VOL-AUG FNP U100% of lgh usng 1974 Code

C5.81 Figure O I3 ,113 _ _ _ _ _ _ _ _ _ _

C-F-2 ALA2-4201-13BC BRANCH CONNECTION VOL-AUG FNP0-NDE-100.f 100% usn 1974 Cod

C5.81 Figur 0 13 AL h .-2_ q

C-F-2 ALA2-4201-14BC BRANCH CONNECTION AI6 2 VOL-AUG FNP--NDE-100o ' 100% ofl en uskn 1974 Code

C5.81 Fiue 013 .j _.

C-F-2 ALA2-4201-145C BRANCH CONNECTION A1-t3 VOL-AUG FNP-O-NDE-10OX 100% of length usn 1974 Code

C5.81 Figur OlL3 _

C-F-2 ALA2-4201-16 PIP E TO FLANGE ALA-30 VOL-AUG FNP-0-NDE-IM.W 100% of lenth usig 1974 Code
C5.51 Fiue 030 . 'Y3

C-F-2 ALA2-4201-17 PIPE TO FLANGE ALA-30 VOL-AUG FNP-0-NDE-100D 100I% of krl h using 1974 Code

C5.51 Fiur 030 -93

C-F-2 ALA2-4201-18 PIPE TO FLANGE ALA-30 VOL-AUG FNP-0-NDE-100Q 100% of leng usft 1974 Code

C5.51 Figure 030

C-F-2 ALA2-4201-19 PIPE TO FLANGE ALA-30 VOL FNP4-NDE-100.43 100% of length usw 1974 Code
C5.51 Fiue 030 _

ft
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C-F-2 ALA2-4201-19 PIPE TO FLANGE ALA-30 SUR FNP40-NDE-100.i1 100%S of ength usng 1974 Code
C5.51 Fiure 030

C-F-2 ALA2-4201-11LU PIPE LONG SEAM ALA-24 VOL-AUG FNP-0-NDE-100X? N-524, 100% of len usIng 1974
C5.52 Fiur 0 34o ._3 cod
C-F-2 ALA2-4201-2 PIPE TO ELBOW ALA-24 VOLa8 FNP-0-NDE-100*1 f00% of length using 1974 Code
C5.51 Figure 030 5_ _ _ _ I _

C-F-2 ALA2-4201-2iBC BRANCH CONNECTION ALf.-:-3 VOL-AUG FNPO-0NDE-100D 100% of length using 1974 Code
C5.81 Figue a1 _ _ _ _is_ _ _

C-F-2 ALA2-4201-22 PIPE TO TEE ALA-26 VOL-AUG FNP4-NDE-1000K 100% of length using 1974 Code
C5.51 Figure 030 _*3

C-F-2 ALA2-4201-23 PIPE TO CAP ALA-28 VOL-AUG FNP-0-NDE-100, 100% of length using 1974 Code
C5.51 Figure 030 ._ _ _

C-F-2 ALA2-4201-24 TEE TO PIPE ALA-26 VOL-AUG FNP.0-NDE-100, 100% of lengh using 1974 Code
C5.51 Fue 030 ___3 _

C-F-2 ALA2-4201-25 TEE TO CAP ALA-28 VOL-AUG FNP-0-NDE-1004t 100% of length using 1974 Code
C5.51 Figue 030 '73

C-F-2 ALA2-4201-26BC BRANCH CONNECTION 4L.A -Z3 SUR FNP-O-NDE-100.11 100% of lengt usig 1974 Code
C5.81 Figure _ __ ALA -2.7 VOeL-h4G F -P0-tJDI __

C-F-2 ALA2-4201-27 PIPE TO ELBOW ALA-27 VOL-AUG FNP-0-NDE-10O 100% of length using 1974 Code
C5.51 Figue 030 .13

C-F-2 ALA2-4201-28 ELBOW TO PIPE ALA-27 VOL-AUG FNP-0-NDE-1043I- 100% of length using 1974 Code
C5.51 Figure 030 ,l;

C-F-2 ALA2-4201-29 PIPE TO VALVE ALA-27 VOL-AUG FNP-O-NDE-10Qt 100% of Ith uslng 1974 Code
C5.51 Figure 030 ,_3

C-F-2 ALA2-4201-2L1 ELBOW LONG SEAM ALA-24 VOL-AUG FNP-0-NDE-10QW N-524, 100% of lengh using 1974C5.52 FIur 03Cd 3 c e

C-F-2 ALA2-4201-3 ELBOW TO PIPE ALA-24 VOL-AUG FNP.-0NDE-100,3t 100% of length using 1974 Code
C5.51 Figure 030 43
C-F-2 ALA2-4201-30 VALVE TO PIPE ALA-27 SUR FNP-0-NDE-100.11 100% of length using 1974 Code
C5.51 Figue 030
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C-F-2 ALA2-4201-30 VALVE TO PIPE ALA-27 VOL FNP-0-NDE-100.43 100% of length uing 1974 Code
C5.51 Fgure 030

C-F-2 ALA24201-31 PIPE TO ELBOW ALA-27 VOL-AUG FNP-0-NDE-100.K 100% of length using 1974 Code
C5.51 Figure 030 .Y3

C-F-2 ALA2-4201-32 ELBOW TO PIPE ALA-27 VOL-AUG FNP-0-NDE-100D. 100% of length using 1974 Code
C5.51 Figue 030 .13

C-F-2 ALA2-4201 -33 PIPE TO VALVE ALA-27 VOL-AUG FNP-O-NDE-100q 1 00% of lngth using 1974 Code
C5.51 Figure 030

C-F-2 ALA2-4201-34 VALVE TO PIPE ALA-27 VOL-AUG FNP-0-NDE-100,M 100% of tlengh usIng 1974 Code
C5.51 Fgure 030 _1

C-F-2 ALA2-4201-35 PIPE TO VALVE ALA-27 SUR FNP-0-NDE-100.11 100% of length using 1974Code
C5.51 Figure 030

C-F-2 ALA24201-35 PIPE TO VALVE ALA-27 VOL FNP-0-NDE-100.43 100% of length using 1974 Code
C5.51 Figure 030

C-F-2 ALA2-4201-3L1 PIPE LONG SEAM ALA-24 VOL-AUG FNP.0-NDE-100W N-524, 100% of length using 1974
C5.52 Figue O3 (a Code

C-F-2 ALA2-4201-4 PIPE TO ELBOW ALA-24 VOL-AUG FNP0-ONDE-1OWa1 100% of length using 1974 Code
C5.51 Figure 030

C-F-2 ALA24201-4L1 ELBOW LONG SEAM ALA-24 VOL-AUG FNP-0-NDE-100)1' N-524, 100% of length ushg 1974
C5.52 F"ue 031, __ Code

C-F-2 ALA24201-5 ELBOW TO PIPE ALA-.( SUR FNP-0-NDE-100.11 100% of length using 1974 Code
C5.51 Figue 030

C-F-2 ALA2-4201-5 ELBOW TO PIPE ALA,' VOL FNP-0-NDE-100.43 100% of lerh using 1974 Code
C5.51 Figure 030 aq

C-F-2 ALA24201-511 PIPE LONG SEAM ALA-23 VOL-AUG FNP-0-NDE-100,3t N-524, 100% of length usin 1974
C5.52 Fiure 0 3 Code

C-F-2 ALA2-4201-7 PIPE TO PIPE ALA-23 VOL-AUG FNP-0-NDE-1002' 100% oflength using 1974 Code
C5.51 Fiue 030 A 3
C-F-2 ALA2-4201-7L1 PIPE LONG SEAM ALA-23 VOL-AUG FNP4-NDE-100$ N-524, 100% of length using 1974
C5.52 Figure f3 Code

N

0

Al
4

I
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C-FZ iM4Mu PIF1: I v 10 M VALVE - - ALA 3-Z - VOL.y rWp-a-mal! lOOT. !09%eF -II 1074 Code-
C5.51 Fie 030

- C-F-2 ALA2-4201-8 PIPE TO VALVE . SUR -4(U FNP-0-NDE-100.11 100 of lenthsI 1974 Code
CS.S1 Figure 030 VT-l F >ftA %-y=, 3 .

C-F-2 ALA24201-9 VALVE TO PIPE ALA-24 VOL-AUG FNP-0-NDE-1002? 100% of ength us1ng 1974 Code
C5.51 FiUe 030

C-F-2 ALA2-4201-9L1 PIPE LONG SEAM ALA-24 VOL-AUG FNP-0-NDE-100,.r) N-524, 100% of length using 1974
C5.52 Figure 63 _

F-A ALA2-4201-MS-R81 ONE DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.20 Figure 037

F-A ALA2-4250AFW-R59 SWAY STRUT VT-3 FNP-0-NDE-100.23
F1.20 Fiure 037

F-A ALA2-4250-FW-H8 SPRING CAN (2) WIATTACH VT-3 FNP-0-NDE-100.23
F1.20 Fgure 037

C-C ALA2-4250-FW-H8 MM2) WELDED ATTACHMENT SUR FNP-0-NDE-100.11 N-S09
C3.20 Figure 028

F-A ALA2-4350-SCS-H708 ONE DIRECTIONAL RESTRAINT VT-3 FNPO-0NDE-100.23
F1.20 Fiure 037

. ALA2-4500-14 VALVE TO PIPE ALA-24 VOL-AUG FNP4-NDE-1002 100X% of leng using 974 Code
Fiure 303C .

- ALA245M14LU PIPE LONG SEAM ALA-24 VOL-AUG FNP-0-NDE-100Af N-524, 100% of length using 1974
. Figure 034 __ _) Code

ALA2-4500-15 PIPE TO PIPE ALA-24 VOL-AUG FNP-0-NDE-10Ql 100% ol length using 1974 Code
Figure 3G A _ ,

- ALA24500-15L1 PIPE LONG SEAM ALA-24 VOL-AUG FNP4-NDE-100g N-524, 100% of length using 1974
Figure C'3; Code

. ALA2-450016 PIPE TO ELBOW ALA-24 VOL-AUG FNP-0-NDE-100211 100% of length using 1974 Code
- fbw g7 .Figuret0 3

ALA2450-16L1 ELBOW LONG SEAM ALA-24 VOL-AUG FNP-0-NDE-100.31: N-524, 100% of Klegt using 1974
' Figure p3, .93 Code

(4

C4

(L I
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ALA2-4500417 ELBOW TO PIPE ALA-24 VOL-AUG FNP-0-NDE 10 100% of lng using 1974 Code
Fgure QB .___

. ALA2450-17L1 PIPE LONG SEAM ALA-24 VOL-AUG FNP-0-NDE-1003W N-524, 100% of length using 1974
Flgue 3 (a q Code

. ALA2-4500-18 PIPE TO TEE ALA-24 VOL-AUG FNP-0-NDE-1003f 100% of length usig 1974 Code

ALA2-4500-308C BRANCH CONNECTION - VOL-AUG FNP-O-NDE-100.W 100% of ength using 1974 Code

. ALA24500-32 PIPE TO PIPE ALA-26 VOL-AUG FNP4-NDE-1003? 100% of length using 1974 Code
-F lgure o 3 6 _ _ _ _ _ _ _ _ _91 _ _ _ _ _

. ALA2-4500-33 PIPE TO TEE ALA-25 VOL-AUG FNPt-NDE-1IOWa 100% of legh usin 1974 Code

. Flgu re ()3 ( _ _ _ _ _ _ __ _3

ALA2-4500-34 TEE TO CAP ALA-25 VOL-AUG FNP-0-NDE-100$ I 100% of ngth using 1974 Code
Figure __ eq3

. ALA24500-35 TEE TO PIPE ALA-26 VOL-AUG FNP-0-NDE-1003X 100% of ngth usiN 1974 Code

. Figure tz b _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ 8 _ _ _ _ _ _ _

- ALA2-45-A 2 PIPE TO CAP ALA-26 VOL-AUG FNPO-0NDE-100fD 100% of lengh using 1974 Code
- Figure 03 6 . _q

- ALA24500-37C BRANCH CONNECTION VOL-AUG FNP40-NDE-100Mw 100% of ength using 1974 Code
- Figure o z0_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

- ALA2-4500-4 TEE TO TEE APR-4 VOL-AUG FNP-0-NDE-100J1' 100% of lno using 1974 Code
Fiure 1( __ 84 3

. ALA24500-4L1 TEE LONG SEAM APR-4 VOL-AUG FNP-O-NDE-1003. N-S24, 100% of ength using 1974
F igur ,3 Code

ALA24500-5 TEE TO TEE APR-4 VOL-AUG FNP-0-NDE-100.3( 100% of length using 1974 Code
. Figure V (a___ _

ALA2-4W5L1 TEE LONG SEAM APR-4 VOL-AUG FNP-0-NDE-100$W N-524, 100% of ength using 1974
Figure c)3 _ _ _ Code

_ Figure~i _________________ _________ ________ ____________ ________________
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F-A ALA2-4501-RHR5-R40 SWAY STRUT VT-3 FNP-0-NDE-100.23
F1.20 Fiure 037

F-A ALA2-4502-RHRS-RO8 HYDRAULIC SNUBBER VT-3 FNP-G-NDE-100.23 RR-12
F1.20 FIgure 037

F-A ALA2-4504-RHR2-R74 3 DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.20 Fiure 07 WIATTACH

C-C ALA2-4504-RHR2-R74 (P8) WELDED ATTACHMENT SUR FNP-0-NDE-100.5 N-509
C3.20 Figur 028

F-A ALA2H4504-1-R2-R78 ONE DIRECTIONAL RESTRAINT VT-S FNP-0-NDE-100.23
F1.20 Figure 037

F-A ALA2-405RHRIO-R22 ONE DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.20 FIgue 037 WIATTACH

C-C ALA2-4506-RHR10-R22 PNS) WELDED ATTACHMENT SUR FNPO-0NDE-100.5 N-509
C320 Fgure 028

F-A ALA2-4513-CVC-R205 TWO DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.20 FIue 037 WIATTACH

C-C ALA2-4513-CVC-R205 (W4) WELDED ATTACHMENT SUR FNP-0-NDE-100.5 N-609
C320 Fiure 028

F-A ALA2-4514-SI-R302 TWO DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.20 Fure 037

F-A ALA2-4515-SI-RB4 SPRING CAN VT-3 FNP.-0NDE-100.23

F1.20 Fiure 037

F-A ALA2-4517-SI-R204 SWAY STRUT (:2) VT3 FNP-0-NDE-100.23

F1.20 Figure 037

F-A ALA2-4518-SI-R16 SWAY STRUT VT-3 FNP-0-NDE-100.23
F1.20 Figue 037

C-F-1 ALA2-4524-9 PIPE TO VALVE APR-2 SUR FNP-0-NDE-100.5

C521 Fiure 030

C-F-1 ALA24524-9 PIPE TO VALVE APR-2 VOL FNP-0-NDE-100.44.
C521 Figure 030 _



Page 14 ol( J. M. fARLEY AR PLANT
OUTAGE PLAN

Interval S Perlod 2 Outage 2

. i.M.097

(99) Code Cat. Component No. MetHod
(99) Item No. Figure No. Component Desec. Cal Block No. Sur Vol VIS NDE Procedures Remarks

C-F-1 ALA24526-2 REDUCER TO PIPE APR-2 VOL FNPO-0NDE-100.44
C521 Figure 030 _ _

C-F-1 ALA24526-2 REDUCER TO PIPE APR-2 SUR FNP-0-NDE-100.5
C521 Flgure 030

F-A ALA2-4527-CVC-R62 TWO DIRECTIONAL RESTRAINT Vt-3 FNP-0-NDE-100.23
F1.20 Figure 037

C-F-1 ALA24532-9 OiPTo REDUCER ALA-7 VOL FNP-0-NDE-100.44
C521 Figure 030 T[
C-F-1 ALA24532-9 rPETO REDUCER ALA-7 SUR FNP46NDE-100.5
C521 Figure 030

C-F-1 ALA24602-2 PIPE TO ELBOW ALA-50 SUR FNP-0-NDE-100.5
C5.11 Figure 030

C-F-1 ALA2-4f02-2 PIPE TO ELBOW ALA-50 VOL FNP-0-NDE-100.44
C5.11 Figure 030

C-F-1 ALA2402-3 ELBOW TO PIPE ALA-50 SUR FNP.-0NDE-100.5
C5.11 Figure 030

C-F-1 ALA2-4602-3 ELBOW TO PIPE ALA-50 VOL FNPI24NDE-100.44
C5.11 Figure 030

C-F-1 ALA2-4802-5 PIPE TO ELBOW ALA-S0 VOL FNP4.-NDE-10.44
C5.11 Fiue 030

C-F-1 ALA2-4802-5 PIPE TO ELBOW ALA-50 SUR FNP4.ONDE-100.5
C5.11 Fiure 030

C-F-1 ALA24W02- ELBOW TO PIPE ALA-50 VOL FNP-0-NDE-100.44
C5.11 Figure 030

C-F-i ALA2460-6 ELBOW TO PIPE ALA-50 SUR FNP-0-NDE-100.5
C5.11 FIkure 030

C-F-1 ALA24M3-2 PIPE TO ELBOW ALA-SO SUR FNP-0-NDE-100.5
C5.11 Figure 030

C-F-1 ALA2-4603-2 PIPE TO ELBOW ALA-S0 VOL FNP-0-NDE-100.44
C5.11 Figure 030



Page Is o J. M. FARLEY. AR PLANT
OUTAGE PLAN

Interval 3 Perlod 2 Outage 2

.,~ IM.097

(89) Code Cat Component No. Method
(89) Item No. Figure No. Component Desc. Cal Block No. Sur Vol VIs NDE Procedures Renarks

e* i-l Ab00-W-7 PIrP TO ELDOW AL6t 80 SUR n F NBE 100.5
C5.11 Figu 030

e-8F4- Ab" 1C00 7 - rIPETO EbB8 ALAVS Vol: L FTP 0 .N0 1.110
C5.11 Figur 030

C-F-1 ALA2-40 PIPE TO ELBOW ALA49 VOL FNP.-0NDE-100.44
C5.11 Fgure 030

C-F-1 ALA2460448 PIPE TO ELBOW ALA49 SUR FNP-0-NDE-100.5
C5.11 Figtne 030 _

C-F-1 ALA2-4804-7 ELBOW TO PIPE ALA-49 VOL FNP-0-NDE-100.44
C5.11 Fiure 030

C-F-1 ALA2-4604-7 ELBOW TO PIPE ALA-49 SUR FNP-0-NDE-100.5
C5.11 Figure 030

F-A ALA244SI-R4 3 DIRECTIONAL RESTRAINT VT-3 FNP-NDE-100.23
F1.20 Fkiure 0 W/ATTACH

C-C ALA24604-SI-R4 (WS) WELDED ATrACHMENT SUR FNP-04E-I400.5 N609
C320 Fgu 028

C-F-1 ALA2-405-I I PIPE TO ELBOW ALA49 SUR FNP-0-NDE-100.5
C5.11 Fure 030

C-F-1 ALA24805-11 PIPE TO ELBOW ALA49 VOL FNP-0-NDE-100.44
C5.1I Figue 030

C-F-1 ALA2-4e05-12 ELBOW TO PIPE ALA-49 VOL FNP-0-NDE-100.44
C5.11 Figure 030

C-F-1 ALA2-4e05-12 ELBOW TO PIPE ALA.49 SUR FNP-0-NDE-100.5
C5.11 Figue 030

C-F-1 ALA2-4e05-14 PIPE TO ELBOW ALA49 VOL FNP4-NDE-100.44
C5.1 I Figue 030

C-F-1 ALA24e05-14 PIPE TO ELBOW ALA-49 SUR FNP40-NDE-100.5
C5.11 Fie 030

C-F-1 ALA24605-15 ELBOW TO PIPE ALA49 SUR FNP-0-NDE-100.5
C5.11 Figure 030



Page 1s 0( J. M. FARLEY AR PLANT
OUTAGE PLAN

Interval 3 Period 2 Outage 2

I-. ?

(39) Code Cat Component No. Method
(99) Item No. Figure No. Component Desc. Cal Block No. Sur Vol Vis NDE Procedures Remarks

C-F-1 ALA2-4W05-15 ELBOW TO PIPE ALA-49 VOL FNP-0-NDE-100.44
CS.11 Flguo 030

C-F-1 ALA24W5-20 PIPE TO VALVE ALA-49 SUR FNP-0-NDE-100.5
C5.11 Fgure 030

C-F-1 ALA2-4805-20 PIPE TO VALVE ALA-49 VOL FNP-0-NDE-100.44
CS.1 I Fne 030

C-e -I L _ !LDOVTO PrIP AL'. 1SRFpip 0 NOS _0D
C5.11 Figure 030

C-F-1--- AL2 -~0 ELDOW, TO PIPE ALA-45: rtqPrJI4LDE-luu.94 P

CS.11I Figure 030 *

F-A ALA2-405-SI-R9 ONE DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.20 Fgue 037

C-F-1 ALA2-46094 TEE TO ELBOW APR-2 SUR FNP4P-NDE-100.5
C521 Fiure 030 ___

C-F-1 ALA2-4609-1 TEE T APR-2 VOL FNPO-NDE-100.44
C521 Figure 030 __ _

C-F-1 ALA24609.8 PIPE TO FLANGE ALA-7 SUR FNP-0-NDE-100.5
C521 Figure 030

C-F-1 ALA24809-8 PIPE TO FLANGE ALA-7 VOL FNP4.-NDE-100.44
C521 Figue 030

MtET-r APR: uie r ri r1 -uNO r o nv45-
C521 Figure 030 '

CJ~.Ag A2 A8Uf2 TEE=0MIO. ADD--I 'f-VLu EN&MDAA-flC 4IV

C5.21 Figure 030

C-F-1 ALA2-4610-8 VALVE TO PIPE APR-2 SUR FNP-0-NDE-100.5
C521 Figure 030

C-F-1 ALA2-4`10.8 VALVE TO PIPE APR-2 VOL FNP-0-NDE-100.44
C521 Fiure 030

F-A ALA2-412-SI-R268 ONE DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.20 Figure 037



Page 17 S( J. M. FARLEY. AR PLANT
OUTAGE PLAN

Interval 3 Period 2 Outage 2

~I 1 -M 497

(89) Code Cat Component No. Method
(39) Item No. Figure No. Component DeSC Cal Block No. SBt Vol VIh NDE Procedues RenuirS

F-A ALA2-4612-SI-R272 TWO DIRECTIONAL RESTRAINT VT-3 FNP.0-NDE-10023
F1.20 Figure 037

C-F-1 ALA2-4616-15 COUPLING TO PIPE SUR FNP-0-NDE-100.5
C5.30 Fiure C 3

C-F-1 ALA2-4616-7 VALVE TO PIPE SUR FNP-0.NDE-100.5
C5.30 Figure C) 3_

F-A ALA2481 8-SS-2008 TWO DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F1.20 FIgure 037

C-F-1 ALA2-417-14 PIPE TO ELBOW SUR FNP.0.NDE-100.5
C5.30 Figure oO

C-F-1 ALA2-4617-2 PIPE TO COUPUNG SUR FNP-0-NDE-100.5
C5.30 Fmgure 0 3

F-A ALA2-4617-SS4007 ONE DIRECTIONAL RESTRAINT VT-3 FNP-0-NDE-100.23
F120 Fure 037

F-A ALA2-4617-SS-4016 ANCHOR 2 U-BOLTS VT-3 FNP.0-NDE-100.23
F1.20 Figure 037

F-A ALA2-4625-SI-R32 SPRING CAN VT-3 FNP-0-NDE-100.23
F1.20 Figue 037

F-A ALA2-4625-SI-R37 ONE DIRECTIONAL RESTRAINT VT-3 FNP-4-NDE-100.23
F1.20 Figure 037

F-A ALA2-4632-SI-R55 TWO DIRECTIONAL RESTRAINT VT-3 FNP.-0NDE-100.23
F1.20 Figure 037

C-F-1 ALA2-48356 PIPE TO VALVE SUR FNP.-0NOE-100.5
C5.30 Fgue OS0 .

F-A ALA2-4635-SS-1983 ANCHOR 2 U-BOLTS VT-3 FNP.0-NDE-100.23
F1.20 FIure 037



Page J6 J. M. FARLEY N. ,:AR PLANT
OUTAGE PLAN

Interval 3 Period 2 Outage 2

, IM4097

(89) Code Cat. Component No. Method

9) Item No. Figure No. Component Desc. Cal Block No. Str Vol VIs NDE Procedures Remarks
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Joseph M. Farley Nuclear Plant - Unit 1
Interval 3, Period 2, Outage 2
Inservice Inspection Report

Tab D



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

. ,. .- -

RType: L1.52

U
JOD Number

E Bl1-W02004201 Sheet I of 2

1. Owner 2. Plant Unit I
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South

(as agent for Alabama Power Company
4/29/03

3. Work performed by Type Code Symbol Stamp
N/A

Name: Westinghouse Electric Company Authorization Number

N/A

Address: P. . Box 355, Pittsburgh, PA 15230-0355 Expiration Date
NIA

4. Identification of System
QIBII, Unit I Reactor Vessel& Head

(a) Applicable Construction Code: ASME Section III 19 68 Edition Summer 1970 Addenda, N/A Code Case
(b) Applicable Section Xl Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, VAX Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Part-Length Royal Industries, RA70-164 135 RI drawing 121C142 1972 Replacement Yes
CRDM Housing E.P.D

Part-Length Royal Industries, RA70-149 137 RI drawing 121C142 1972 Replacement Yes
CRDM Housing E.P.D II

Part-Length Royal Industries, RA70-144 136. RI drawing 121C142 1972 Replacement Yes
CRDM Housing E.PD

Part-Length Royal Industries, RA70-146 13S RI drawing 121C142 1972 Replacement Yes
CRDM Housing E.P.D

Part-Length Royal Industries, RA70-147 139 RI drawing 121C142 1972 Replicement Yes
CRDM Housing E.P.D .._.

7. Description of Work
The 5 Unit 1 Reactor Vessel Head Part-Length CRDM Housings (D-8, H-4, H-8, H-12, M-8) were disassembled and modified with a seal-

welded plug design in accordance with DCP S-02-1-9847, WO 2004201, and FNP-l-ETP-4488.

-48. Test Conducted
] Hydrostatic [ Pneumatic 0 Normal Operating Pressure I] None [1 Other

S Pressure 2235 PSI Temperature 547 "F

/



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

Job Number

Uli-1 ISheetV02004201 2 of 2
9. REmarks (Applicable Manufacturer's Dadt Reports to be attached)

Installation and weldin activites were nerformed by Westinghouse Electric Company in accordance withg rocedure MRS-SSP-1443.

The normal operating pressure leak est was performed by SNC per FNP-ISOP-NIA.

The modified plug assemblies include plugs (Westinghouse part number 6469E9OHOM), spacers (Westinghouse part number 6469E90H06),

And dowel pins (Westinghouse part number 6469E90H07).

Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section Xl. rqur or rep acement

Type Code Symbol Stamp N/A

Certificate of *on N NA Expiration Date NA

Signed Of, t EngineeringSupportManager DateU
~~~~~L 'a OkrOwner's Designee, Title7 7

U

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of SI X____ _ and employed by Add em S'g evD ec eor of

4W ,J b v_,<< have inspected the components described
in this Owner's Report during the pbriod _ ___ ___ to __________ , and state that
to the best of my knowledge and belief, the Owner ha's performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XM.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

.4n1pector's Signature
Commissions SYz .27,1VA

National Board, State, Province, and Endorsements

-Date



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section X[

Rfpe: L1.52

I
lob Nuber

B13 D SheetXP 9535.01 l of 2

L Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Unit

FNP 1

Date

3/26103

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Overatinn Company Outage and Modifications Authorition Number

NIA

Address: Joseph M. Farley Nuclear Plant Expiration Date
N/A

4. Identification of System
REACTOR COOLANT SYSTEM

S.
(a) Applicable Construction Code: AISC 19 69 Edition N/A Addenda, NfA Code Case
(b) Applicable Section Xl Utilized For Repairs Or Replacements, 19 89 Edition NIA Addenda, NIA Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

PIPE SUPPORT SNC N/A RC-Rloo 2003 REPLACEMENT NO

7. Description of Work
PIPE SUPPORT RC-R100 MODIFIED PER DCP 9535 & WO# 3000824

8 Test Conducted
] Hydrostatic F Pneumatic I] Normal Operating Preure None F Other

Pressure PSI Temperature 'F

I



Formi NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType:L1.52

or

Job Number

B13 DCP 9535.O0 I Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports to be attached)

Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section XI. repair or replacement

I Type Code Symbol Stamp N/A

Certificate of Authozation N/A Expiration Date N/A

Signed /4 Anb t /o r Date 4/Zq/ 0
Owner or Owner's Designee, Title J

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ______ soand employed by M& Ar SMY9.a I3,eA oKa C of

4A A er7 have inspected the components described
in this Owner's Report during the period _ _______ to __________ _ S , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken dorrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions
pnp6ctor's Signatufe National Board, State, Province, and Endorsements

'IDate D/ae9/zq a



- IForm NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType: Ll52

U
Job Number

B41 -WO M03002158 Sheet I of 2

1. Owner 2. Plant iUnlt
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highnay 95 South _ I
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company

___ ___ ___ ___ __ ___ ___ ___ ___ __ ___ ___ ___ Api l 23.2003

3. Work performed by Type Code Symbol Stamp
N/A

Namne: PCI lEnerzv SenvIces_ __ _
.ame: PCI Energy Servic Authorization Num ber

Address: One Enerev Drive N/A
P.O. Box 3000 Expiration Date
Lake Bluff. IL 60044 N/A

4. Identification of System
Reactr Coolant Pump

5.
(a) Applicable Constricton Code: ASME Section ER, 19 71 Edition Sumer 1972 Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacents 19 89 Edition NtA Addenda, N-416-1 Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Pipe Babcock & Wikox 2386f2387/2389 N/A P.O. FNP-2 1976 Replaced Yes

Flange Western Forge 22561227 1/2267 N/A P.O. FNP-2 1976 Replaced Yes

Pipe Changwon Specialty A53470 N/A QP020S05 2002 Replacemnent No

Flange WFI 256 ANE N/A QP030321 2003 Replacement No

7 9 4. .t 4.

4. 4. 4. 4. 4-4 4

I. 1* 1* 4. 4.-,

-� __ ______ ___________ .&-.a _________

7. Description of Work
The Component Cooling Water inlet pipe to the thermal barrier of Reactor Coolant Pump Q1B41POOIC exhibited external cracking during dye
penetrant test of piping between the pump casing and the first flange. The pipe and flange spool piece were replaced. Ref MIF 03037035.

8. Test Conducted
M Hydrostatic n Pneumatic E] Normal Operating Pressure [ None C Other

S Pressure PSI Temperature OF

t



Form NIS-2 Owner's Report for Repairs or Replacements RType: L1.52
As required by the provisions of the ASME Code Section Xl

Job Number

1,_._B41 - WO M030021518 Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports to be attached)
hec pipe to punp casing weld was made and lqWd penetrat eammed by PCI Energy Services tnder the PCI Quality AMsance Program.

The ppe to flange weld was made under Work Order M03002161 by PCI Enery Services and liquid penerant cmained by PCI Energy Services under the PCI
Quality Assurance Pram

Radiogmaphy of the pipe to flange weld was performed by GE Services under the SNC Quaity Asurance Progran

Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section Xl. repair or replacement

Type Code Symbol Stanmp N/A

Certificate of At zation Nuber N/A Expiration Date NIA

Signed Maintenance Manager Date 441/3
'OnMer or Owner's Designee, Title '

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of Get and employed by ___R_- CR_ of

./.E'o7~i~Eb c cp-f have inspected the components described
in this Owner's Report duringthe period WA _- __to__ to 03 , and state that
to the best of my knowledge and belief, the Ownerdhas performed examinations and take= corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions 6;w 'ZA
Hrs~koe's Signature National Board, State, Province, and Endorsements

Date e __ ___a



Aprdv Xu-221C.4

FORM NR-l REPORT OF WELDED REPAIR 0 MODIFICATION 0 OR REPLACEMENT 0
TO NUCLEAR COMONENTS AND SYSTEMS N NUCLEAR POWER PLANTS

oirk performed by'. PCI EneM Services 900111-036

One Energy Drive, Lake Bluff, Ilinois 60044

2. Owner. Southern Nuclear Operating Company

40 Inverness Center Parkway, Birmingham, Alabama 35242

-3. Naen, addrss and idcnificon of Nuclear Power Plant: Farley Nuclear Plant Unit I
7388 N. State Highway 95, Columbia, Alabama 36319

4. System: Reactor Coolant System

5a. Items Which Require Repair, Modificatim or Replacement Activities
Identification Caonstruction Code Activity

No Type of Mfg. Mfg. Seial Nat Ed. Juuisd. Other Year Name/ Editiont Code Code Repair
hem Name No. No. No. Built Sectionf Addenda Case(s) Class Mod/

._ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ fl1~isio _ R eplace
I .UMM W~n 3-114E931-. ,

rUP IC GRI N/A _ ME-M wmsuw N/A I RVAM

24 ___ _ Wr_ _-_

-F 8__ _ _ =__

-I -^ _ =_ _

5b. Items Intsld During Replaceet Activioies (See Remasrkws) ___________

_______ ______ ______Ide tfca ion |__ _ _ _ _ _ _ _ _ _ _ _ I _ _ _ _ _ Construction Code |___ _

Type of iIncsitalled or jMfg. Mfg. Natil Bd. iuraist. ,Other YeYar Buiilt jNamc/ j Editice) Code j Code
Item , ~laced Name Serial No.I No. No. j -s Seciionl ' Addenda Case(s) iClass

I S a be mN o.j __ _ _ _ _ __ _ _ _ _ _ :_ _ _ __ _ _ :_'_'_ _ ! D ivision i _ _ _ _ _ _ _ _

4~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~

I~ I j I I . ;

_ _ _ _ I i -_ _ !_ _ -_ _ i_ _--|I_

3b Itm I;t Duin Relcmn Aciite (Se Remrks

.a emN . .Div.isio.n

6. ASME Code Section Xl applicable for instrvice inspection: 1

7. ASME Code Section Xl used for repairs, modifications, or replacements

S. Construction Code used for repairs, modifications, or replacements:

9. Design responsibilities: WESTING]

989 N/A
ai ,

1989 N/A
-s"M) lhadd

- 1971 . SUMER 72
fams) t4iddWld

HOUSE ELECTRIC CORPORATION

N/A

N/A
4o&Mw ds))

N/A
- Cum slln

. Tests conducted: hydrostatic 0 pneumatic 0 design pressure 3 pressure: NIA Psi. Code Case(s): NIA



6U

11. Description of w (1) PERFORMED FABRICATION AND WELDING OF (1) COMPONENT COOLING WATER
INLET NOZZLE TO THERMAL BARRIER UTZING The MANUAL GTAW PROCESS ANDPCI WELD PROCEDURE
SPECIFICAIION # S-MN-GTAW/SMAW- REVISION 8. (2) PERFORMED UQU PEFERANTEXAMATON OFWEL --

PREPARATIONS PRIOR TO WELDING PROGRESSAE PT AT HALF WAY OUT AND FINAL PT OF THE COMPLETED
WELD UTIWG PCI GQP 9.7, REVISION 8 AND THE RESULTS WERE ACCEPTABLE.

12 Renarks: ALL PCI WELDERS ARE QUALIED IN ACCORDANCE WITH ASME SECT1ON IX PER PCI PROCEDURES.
ALL MATERLALS WERE PROVIDED BY SOUTHERN NUCLEAR OPERATING COPANY.
PRESSURE TEST TO BE PERFORMED BY SOUTHERN NUCLEAR OPERATING COMPANY

'NOTE: NAME PLATE WAS NOT ATTACHED DUE TO SIMZ LIMITATION ATTACHIET BY BANDING OR WIRING
WAS NOT DESIRABLE DUE TO POSSIBLE INTERFERENCE WITH PUMP VIBRATION MONITORING.
NAMEPLATE RETAINED BY CUSTOMER

CERTIFICATE OF COM.PLINCE
Alicia Hutton ,catil that to the best of my knowledge and belief the statements made in this report are corec

and the repair, modification or replacemcent activities described above conform to Section XI of the ASME code and the National Board Inspection
Code "RW rules.
National Board Certificate of Authorization No: 74 to use the -NR stamp expires AUGUST 20 , 2004

Date: AprU 19 , 2003 Signed PCI Energy Senices ,9/J.% 6, QA/QC

CERTIFICATE OF INSPECTION
l Charles G. Ward ,holding a valid commission issued bv The National Board of Boiler and Pressure Vessel
Inspectors and certificate of competency issued b the jurisdiction of: GeorRia and employed by:

HARTFORD STEAM BOILER of CT of Hartford CT. have
inspected the repair, modification or replacement described in the report on April 19 , 2003 and state that to the best of
my knowledge and belief this repair. modification or replacement has been completed in accordance with Section Xl of the ASME Code
and the national Board Inspection Code "NR' rules. By signing this certificate, neither the undersigned nor my employer makes am warranty,
expressed or implied, concerning the work described in this report. Furthermor, neither the undersigned nor my enploycr shall be liable in ans
manner for any personal injury, property damage or loss of any kind arising from or connected with this inspection.

efa- rl"4 3

Date: April1 , 2003 Signed a gk 4 Commissions NB9241 GA 328 INA
w Bad 4"kd. WwoaGia12sk NW

10*-W11 Fn$&dM W4 ~~ -n



. - Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType: L1.52

q
Job Number

B41 -W Sheet0 M03002139 I of 2

1. Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama rower Company) Al2,20

_______ ______ ____ _ _______ ______ ______ A pril 23,2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: PCI Enermy Services
Authorization Number

Address: One Enerfv Drive NA
P.O. Box 3000 Expiration Date
Lake Bluff. IL 60044 N/A

4. Identification of System
Reactor Coolant Pump

S.
(a) Applicable Construction Code: ASME Section II, 19 71 Edition Summer 1972 Addenda, N/A Code Case
(b) Applicable Section X) Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N-416-1 Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Pipe Allegheny Ludlum 2237=2320240 N/A P.O. FNP-2 1976 Replaced Yes

Flange Western Forge 2017/2022/2040 N/A P.O. FNP-2 1976 Replaced Yes

Pipe Changwon Specialty A53470 N/A QP020505 2002 Replacement No
Steel__ _ _ _ _ __ _ _ _ _ _ _ _ _ _

Flange WFI 2561ANE N/A QP030321 2003 Replacement No

7. Description of Work
The Component Cooling Water inlet pipe to the thermal harrier of Reactor Coolant Pump QIB41POOIA exhibited indications of leakage between
the pump casing and the first flange. The pipe and flange spool piece were replaced. Reft MWF 03037035.

8 S. Test Conducted
I [ Hydrostatic ] Pneumatic 0 Normal Operating Pressure n None [J Other

. Pressure PSI Temperature OF



%I Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl I

RType: L1.52

Job Number

B41- WO M03002159 Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports to be attached)
TMe pipe to pump casing weld was made and liquid penetlunt ammined by PCI Energy Services under dw PCI Quality Assurance Proguam

The pipe to flange weld was made under Work Order M03002161 by PCI Energy Services and liquid penetrat exaninedby PCI Energy Services under the PCI
Quality Assurance Program

Radiography of the pipe to flange weld was perfonned by GE Services under the SNC Quality Assurance Program

I,

Certificati

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

e of Compliance

replacement
repair or replacement

conforms to the rules of the

\ Type Code Symbol Stamp

Certificate of Authorization Number _

Signed _____________

N/A

N/A Expiration Date N/A

Maintenance Manager Date
r or Owner's Designee, Tide

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of a__ __ __ and employed by A's&- C1/ Of

-r - ECU, Coec~o r have inspected the components described
in this Owner's Report during the period SA6i3y to _ _ _ _ _ _ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XM.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

~~~~e4 L~ctrsSiauCommissions :d :7ZE _ _.2A'
National Board, State, Province, and Endorsements

-Date
If



efj'- SIA41&3

FORM NR-1 REPORT OF WELDED REPAIR O MODIFICATION 0 OR REPLACEMENT s
TO NUCLEAR COMPONENTS AND SYSTEMS IN NUCLEAR POWER PLANTS

Vork perfomed by. PCI Energy Services 900111-035

One Energy Drive Lake Bluff, Ilinois 60044

2. Ou.er Southern Nudear Operating Company

40 Inverness Center Parkway, Birminrham, Alabama 35242

3. Name, address and identificafion of Nuclar Power Plant: Fadrey Nuclear Plant Unit I
7388 N. State Highway 95, Columbia, Alabama 36319

4. System: Reactor Coolant System

Sn. Items Which Require Repair, Modification or Reriacement Activities ____________

_ ____ identification Construction Code Actainv
No Type of Mfg Mfg. Serial Natl Bd Jurisd. Otr Year NameI Ediion/ Code Code Repar/

Item Name No. No. No. Built Sectionm Addenda Case(s) Class Mod'
. ~~~~~~~~~~~~~~~~~~~Division Replace

1 RAcrOt WKWrG- 1414E931- - . -

PUMP 1A GRI N/A _SME Asm- WISM" NIA I Rw-czE

2 'V 7 < 7sN9 < 0 -==

4==3 _ __ _

6r _ _ _ __ _ _ _

----- - t=......-=-10.I

5b. Items Installed During Replacement Activities (See Remarks)

Identification Construction Code
Type of Installed or Mfg. Mfg. Natil Bd. Jurisd. jOter Year Built Name/ Edition/ Code iCod

Item Replaed Name SaialNo. No. No. Sectionl Addenda Case(s) Class
SaltemNo. ' Division.

.~~ ~~~~~~~~~~~~~~~~~~ ! 4 4 !

. ~ ~~~~~~~~ ,
. , . . .

I . ., . I

|~~~~ ~ ~ ~ ~~~ I 4

. 1 I.

6. ASME Code Section Xl applicable for inservice inspection: 1989 N/A N/A
bMI4 tdd4 * .cbs

7. ASME Code Section Xl used for repairs, modifications, or replacements: 1989 N/A N/A

8. Construction Code used for repairs. modifications, or replacements: 1971 SUMMER 72 N/A

9. Design responsibilities: WESTINGHOUSE ELECTRIC CORPORATION

Tests conducted: hydrostatic D pneumatic 0 design pressure a pressure: N/A Psi. Code Case(s): N/A



^ : ' 5.~~~~ t ' ,' -~ .. -i

11. Description ofwor - (1) PERFORMED FABRICATION ANWELDING OF (I) COONENTCOOLING WATER
'NIET NOZZLE TO THERMAL BARRIER UTILZING THE MANUAL GTAW PROCESS AND PCI WELD PROCEDURE
,PECIFICATION # 8-MN-GTAW/SMAW- REVISION s. (2) PERFORMED LIQUID PENETRANT EXAMINATION OF WELD

PREPARATIONS PRIOR TO WELDING, PROGRESSIVE PT AT HALF WAY OUT AND FINAL PT OF THE COMPLETED
-WELD UTILZIN PCI GQP9.7, REVISION S AND THE RESULTS WERE ACCEPTABLE.

A ,

12. Remarks: ALL PCI WELDERS ARE QUALIFID IN ACCORDANCE WITH ASME SECTION DC PER PCI PROCEDURES.
'AL. MATERIALSVWERE PROVIDED BY SOUFTHERN NUCLEAR OPERATING COMPANY.
PRESSURE TEST TO BE PERFORMED BY SOUTHERN NUCLIEAR OPERATING COMPANY

NOTE: NAME PLATE WAS NOT ATT'ACHED DUE TO SIZE LIMITATION. ATTACHMIENT BY BANDING OR WIRING
WAS NOT DESIRABLE DUE TO POSSIBLE INTERFERENCE WITH PUMPVIBRATION MONITORING.
NAMIEPLATE RETAINED BY CUSTOMER.

-I

-% j

CERTIFICATE OF COMPLIANCE
MAlicia Hutton , cr that to the best of my knowledge and bdief the statements made in this report are corect

and the repair, modification or replacement activities described above conform to Section XI of the ASME code and the National Board Inspection
Code NR'nrles.
National Board Certificate of Authorization No: 74 to use the 'NR stamp expires AUGUST 20 , 2004

Date: April 19 , 2003 Signed PCI Enewv Srv es _ _ _ QA/QC

CERTIFICATE OF INSPECTION
I Cbarles G. Ward holding a valid conm ission issued by The National Board of Boiler and Pressure Vessel
Inspectors and certificate of competency issued by the jurisdiction of: Georgia and employed by-

HARTFORD SrEAM BOILER of Or of Hartford CT. have
inspc the repair, modifiation or replacement described in the report on Apri 19 , 2003 and state that to the best of
my knowledge and belief; this repair, modification or replacement has been completed in accrdanwc with Section Xl of the ASME Codc
and the national Board Inspection Code 'NR" rles. By signing this certificate, neither the undersigned nor my employer makes an% warranty,
expressed or implied, concerning the work described in this reporL Furthermore, neither the undersigned nor mv employer shall be liable in any
manner for any personal injury, prperty damage or loss of anv kind aising from or connected with this inspection.

Cfe s1-Z

Date: April19 , 2003 Signed , C/ Commissions NB9241 GA 328 INA
45" - (MwrW hWd4ffwW&WWm-o==XwA



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

U
Job Number

I B13 - WA689426 Sheet I of 2
1. Owner 2. Plant Unit

Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company April 29,2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear ODeratine ComnanV M2intenance Department A
Authorization Number

N/A

Address Joseph M. Farlev Nuclear Plant Elintion Date
N/A

4. Identification of System
Reactor Coolant System

5.
(a) Applicable Construction Code: ASME Section in, 19 71 Edition Winter 1972 Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of
Component

Name of
Manufacturer

Manufacturer
Serial Number

National
Board

No.

Other
Identification

Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes I No)

Safety Valve Crosby N56963-01-OOWl N/A P. O. FNP-2 1975 Replaced Yes

Safry Valve Crosby N56963-40003 N/A P. O. FNP-2 1975 Replacement Yes

I I I I T -
7. Description of Work
Pressurizer safety valve QlBl3VO03lB was removed from its installed position and shipped offsite for testing and, if required, refurbishment A
previously refurbished safety valve was installed in place ofthe removed valve. Ref: MIF 03035342.

8. Test Conducted
M Hydrostatic M Pneumatic NormalOperatingPressure [ None [l Other

Pressure PSI Temperature _ O_ F



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52
, _

Job Number

B13 - WA689426 I Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports to be attached)
The replacement valve was previously reflrbished by Wyle Laboratoties under purdcase order QP010280.

U

Certificat

We certify that the statements made in the report arc correct and this
,- ASME Code, Section X1.

e of Compliance

replacement
repair or replacement

conforms to the rules of the

-Type Code Symbol Stamp

Certificate of Authorization Numbe

Signed , u71

N/A

N/A Expiration Date

Maintenance Manager Date

N/A

6 -1t7-" ?
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ,9 >, and employed by V',S&- 4er of

Aek9:2 2-9k" have inspected the components described
in this Owners Repoft during the period _ 4_ Z_ of to _ ________ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions AV 3z£ ZAD
?*P6111or's Siguture National Board, State, Province, and Endorsements



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType: L152
,," _ in

Job Number

B21 - W003002422 Sheet I of 2
U a ___________

1 Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

_ . . . _

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Unit

FNP I
Date

April 29.2003
.~~~~~~

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear ODeratine Comranv Maintenance Deuartment
Authorization Number

NIA

Address: Joseph M. Farlev Nuclear Plant Expiration Date
N/A

4. Identification of System
Steam Generator

5.
(a) Applicable Construction Code: ASME Section ll, 19 89 Edition N/A Addenda, NWA Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition NIA Addenda, NMA Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes / No)

Bolt Vicente Berizbeitia 250 NIA P. O. QP970783 1999 Replaced No

Bolt Vicente Benizbeitia UNKNOWN N/A P. O. QP970783 1999 Replaced No

Bolt Vicente Berrizbeitia UNKNOWN N/A P. O. QP970783 1999 Replaced No

Bolt Ionics. Inc. 015 N/A P.O. QP0205I8 2002 Replacement No

Bolt Ionics, Inc. 019 N/A P. O. QP020518 2002 Replacement No

Bolt Ionics, Inc. 017 NMA P. O. QP020518 2002 Replacement No

. . . .~-

7. Description of Work
During the removal of the top of tube sheet hand hole covers for Steam Generator QIB21H0001B. one (I) bolt galled in cover 10A and two (2)
bolts galled in cover 10C. The bolts had to be destroyed in order to be removed and new bolts were installed in their place. Ref: MIFs
)3037110 & 03037131.

-8. Test Conducted
I Hydrostatic D] Pneumatic [ Normal OperatingPressure D None [ Other

SI Pressure PSI Temperature _ O_ F

I



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType: L1.52

Job Number

I B21 - W003002422 I Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports to be attached)

Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section Xl. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed ii Maintenance Manager Date 03 3
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of _ _ _ _ and employed by Ar - C / of

A &*Yes e A c^-e /et have inspected the components described
in this Owner's Report during the period 6/i 2, to _ ______ _ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and takendcorrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

lrtor1"' s Signature
Commissions rd~ 72.8 -ZA4d

National Board, State, Province, and Endorsements

-I 'Date



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52
.I Job Number

I , B21- M1003002421 Sheet 1 of 2
1. Owner 2. Plant Unit

Southern Nuclear Operating Company Farley Nuclear Plant I
40 Inverness Center Parkway Highway 95 South FNPI
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company

I April 29, 2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Operatine Company Maintenance Department
Authorization Number

N/A

Address: Joseph M. Farlev Nuclear Plant Expiration Date
N/A

4. Identification of System
Steam Generator

5.
(a) Applicable Construction Code: ASME Section DI, 19 89 Edition N/A Addenda, NIA Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Bolt Vicente Ber.zbeitia 182 N/A P.O. QP970783 1999 Replaced No

Bolt Vicente Berizbeitia UNKNOWN N/A P. O. QP970783 1999 Replaced No

Bolt Vicente Benizbeitia UNKNOWN N/A P. O. QP970783 1999 Replaced No

Bolt Ionics, Inc. 016 N/A P. O. QP0205I8 2002 Replacement No

Bolt Ionics, Inc. 010 N/A P.O QP020518 2002 Replacement No

Bolt Ionics, Inc. 018 N/A p. O. QP020518 2002 Replacement No

1 .!. II II -0
7. Description of Work
During the removal of the top of tube sheet hand hole covers for Steam Generator Q1B21HOOOIA, one (1) bolt galled in cover IOC and two (2)
bolts galled in cover I lB. The bolts had to be destroyed in order to be removed and new bolts were installed in their place. Ref: MIFs
03037109 & 03037130.

18. Test Conducted
M Hydrostatic Pneumatic El Normal Operating Pressure a None r Other

I Pressure PSI Temperature 'IFaer



Form NIS-2 Owner's Report for Repairs or Replacements Rypw: L152
As required by the provisions of the ASME Code Section XI I Job Number

B21 - W003002421 Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports to be attached)

Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section XI. repair or replacement

"--Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed H o4%0_8t_ _ Maintenance Manager Date 6 t? - 3
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of A 1 and employed by xere- c7 of

have inspected the components described
in this Owner's Report during the period Sy___ che to _ _ _ _ _ _ _ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Z4 ° > // ~ ~ 6Commissions 3 Z6 ZAI
..I-~nspector's Signature National Board, State, Province, and Endorsements

Date __ _ _ _ _ __3



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

Ritype: L1M2

q
Job Number

I B21 - W003002423 Sheet I of 3

L Owner 2i Plant unit
Southern Nuclear Operating Company Farley Nudear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company

__________________________________________ ~~~~~~ ~A pn _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ A rl29, 2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Operating Company Maintenance Denartment
Authorization Number

N/A

Address: Joseyh M. Farlev Nuclear Plant Expiration Date
NIA

4. Identification of System
Steam Generator

S.
(a) Applicable Construction Code: ASME Section UI, 19 89 Edition N/A Addenda, NWA Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, NIA Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of
Component

Name of
Manufacturer

Manufacturer
Serial Number

National
Board

No.

Other
Identification

Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes / No)

Bolt Vicente Brr.zbeitia 124 NIA P.O. QP970783 1999 Replaced No

Bolt Vicente Berrizbeitia 212 NWA P. O. QP970783 1999 Replaced No

Bolt Vicentce Benizbeitia 301 N/A P. . QP970783 1999 Replaced No

Bolt Vicente Benrizbeitia 416 N/A P. O. QP970783 1999 Replaced No

Bolt Vicente Beffizbeitia UNKNOWN NA P. O. QP9707S3 1999 Replaced No

Bolt Vicente Bemzbeitia UNKNOWN N/A P. O. QP970783 1999 Replaced No

Bolt Vicente Berrizbeitia UNKNOWN NWA P. O. QP970783 1999 Replaced No

Bolt Vicente Bernizbeitia UNKNOWN NWA P. O. QP970783 1999 Replaced No

b � i - h ____________________ - h --

7. Description of Work
During the removal of the top of tube sheet hand hole covers for Steam Generator Q1B21 H0001C, four (4) bolts galled in cover lOB and four (4)
bolts galled in cover 10C. The bolts had to be destroyed in order to be removed and new bolts were installed in their place. Ref: MIFs
)3037111 &03037133.

8. Test Conductedt ] Pneumatic [D Normal Operating Prssure None D Other

Pressure PSI Temperature _ NIF

-

a -

I



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType: L1.52

I
Job Number

B21 - W003002423 Sheet 2 of 3

1.L Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, Alabama. 36319 Date
(as agent for Alabama Power Company I_____________ _______________ ~~April 29, 2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nudear Overatine Company Maintenance Department Number

N/A

Address: Joseph M. Farlev Nuclear Plant Expiration Date
NIA

4. Identification of System
Steam Generator

(a) Applicable Construction Code: ASME Section 11, 19 89 Edition N/A Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes / No)

Bolt Ionics, Inc. 012 N/A P. O. QP02O518 2002 Replacement No

Bolt Ionics, Inc. 012 NIA P. O. QP020518 2002 Replacement No

Bolt Ionics, Inc. 013 N/A P.O0. QP020518 2002 Replacement No

Bolt Ionics, Inc. 014 N/A P. O. QP020518 2002 Replacement No

Bolt Ionics, Inc. 020 N/A P. O. QP020518 2002 Replacement No

Bolt Ionics, Inc. 021 N/A P. O. QP020S18 2002 Replacement No

Bolt Ionics, Inc. 022 N/A P. O. QP020518 2002 Replacement No

Bolt Ionics, Inc. 023 N/A P. O. QP0205S18 2002 Replacement No

tT 1 1

I -- I - --- - I Km



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section X1

RType L1.52

Job Number

I B21 - W003002423 I Sheet 3 of 3
_ 9. Remarks (Applicable Manufacturer's Data Reports to be attached)

Certificate of Compliance

We certify that the statements made in the report are correct and this
ASME Code, Section Xl.

replacement
repair or replacement

conforms to the rules of the

A- Type Code Symbol Stamp

Certificate of Authorization Numbe

Signed 4 o

N/A

N/A Expiration Date

Maintenance Manager Date

N/A

6-M-03
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of , 'At and employed by ASP'. c 7 of

A11 ,e4 G /7A have inspected the components described
in this Owner's Report during the period !4t ZD w to e// !/2 - , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XM.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

?iP4`or`s Signature 9

Commissions
National Board, State, Province, and Endorsements

-r-Date
I INS, He _



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions ofthe ASME Code Section XI

RType: L1.52

I
Job Number

I B21 - W003002103 Sheet I of 2

1. Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP 1
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Compa

_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _A pril 2 9 , 2 003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Soutbern Nuclear Oneratine Comnanv Maintenance Department Authorzation Number

N/A

Address: Josenh M. Farley Nuclear Plant Expiration Date
N/A

4. Identification of System
Steam Generator

5.
(a) Applicable Construction Code: ASME Section II, 19 89 Edition N/A Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition NIA Addenda, N-496-1 Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Helicoil Emhart Fastening 95582 N/A P. O. QP020515 2001 Replacement No
Teknolomies _ _

7. Description of Work
In removing handhole covers 10B and 10D on Steam Generator QIB21H1001C, several bolts were galled. Helicoils were installed in bolt hole #
4 (per FNP-0-MP-100.03, hole # 7 per Westinghouse procedure) on the 10B cover and in bolt hole # 6 (per both procedures) on the 10D cover.
lef: MIF 03036193.

f Test Conducted
I [ Hydrostatic ] Pneumatic 3 NormalOperatingPressure [] None 0 Other

0. Pressure PSI Temperature OF



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

Job Number

B21 - W003002103 I Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports to be attached)

1:

U --

Certificat

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

e of Compliance

replacement conforms to the rules of the
repair or replacement

*_reType Code Symbol Stamp

Certificate of Authorization Number

Signed ____ _ __
Owner

N/A

N/A Expiration Date N/A

Maintenance Manager Date
or Owner's Designee, Tite

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ______ _ and employed by eS 5-c7- of

,ci.x r ,my 7 have inspected the components described
in this Owner's Report during the period _ __ __ __ to 4/ /e 2t , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

eV ector's Signature
Commissions c. 3Z2

National Board, State, Province, and Endorsements

- | Date ______7A l



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

U .
Job Number

B21- WO03002127 Sbeet I of 2
p U

1. Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Unit

FNP I

Date

April 29,2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratine Company Maintenance Department
Authorization Number

N/A

Address: Josenh M. Farlev Nuclear Plant Expiration Date
N/A

4. Identification of System
Steam Generator

5.
(a) Applicable Construction Code: ASME Section Ii, 19 89 Edition N/A Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N-496-1 Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Helicoil Embart Fastening 95582 N/A P. O. QPo2051S 2001 Replacement No
Teknologies

1 4 4 I 1.-I. .1

.1 9 4 I 4.-4* 4

4 4 4 5 I--I. a

.9 4. 9 I I--I* 4

4 4 4 4 l.�I

.9 4. 4 4 I I 4

4 4* * *i I-I 4

i a _______ & _________ a __________________ m a _____________ a _________

7. Description of Work
Inremoving handhole covers liB on Steam GeneratorQIB21HOO01A, at leastoneboltwas galled. Ahelicoil was installedin bolt hole #7 (per
FNP-0-MP-100.03, hole # 8 per Westinghouse procedure) on the lie cover. Ref: MIF 03036689.

-8. Test Conducted
E ]Hydrostatic I] Pneumatic Z NormalOperatingPressure [ None [ Other

I Pressure PSI Temperature OF



Form NIS-2 Owner's Report for Repairs or Replacements RType L1.52
As required by the provisions of the ASME Code Section XI

NuJob mber I
B21 - W003002127 Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports to be attached)

Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section XL repair or replacement

T ype Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed I 4- Maintenance Manager Date 6-16- 0?
Owner or Owner's Designee, Tide

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of _GULF_ ___ _ and employed by AYS'? - C 7 of

'414 N, ercwn,-0-4 4ei0.aft,>,, r11eb- Bhave inspected the components described
in this Owner's Report during the period to _ _ _ _ _ , and state that
to the best of my knowledge and belief; the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

________________________ { Commissions vex 3z£ wA1
insrplctf's Signature National Board, State, Province, and Endorsements

--1 'Date _____________



I .

Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section )l

RType: L1.52
-

Job Number

_ ElI - W002007296 Sheet I of 2

1. Owner 2. Plant T Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) April 17,2003

3. Work Performed By Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratine Company Maintenance Denartment A N
Authorization Number

N/A

Address: Joseoh M. Farley Nuclear Plant Exiration Date
N/A

4. Identification Of System
Residual Heat Removal System

5.
(a) Applicable Construction Code: See shect 2, 19 Edition Addenda, Code Case
(b) Applicable Section Xi Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, NIA Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaed ASME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
________ ____ ___ ___(Yes I No)

Hyd. Snubber ITT Grinnell No Tag NVA P.O. FNP -222 1976 Replaced No

Hyd. Snubber T Grinnell 13952 N/A P.O. FNP -222 1976 Replacement No

7. Description Of Work
Snubber RHR-R95 was removed from its support by Williams Power Corporation, tested by Wyle Laboratories and was replaced with another
1`T Grinnell snubber by Williams Power Corporation. Ref: Replacement snubber was part of the deletion scope from EXAM 432 location.

S. Test Conducted
.1 ] Hydrostatic 21 Pneumatic a NormalOperatinglPressure k3 None E Other

Pressure_ PSI Temperature OF



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section XI

Job Number

I El I -"A

RType: LI.52

I Sheet 2 of 2r002007296
9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

* Pipe banger was designed to AISC requirements and welded to AWS requirements using material traceability requirements of ASME Section HI.

Certificat

We certify that the statements made in this report are correct and this
ASME Code, Section XI.

: of Compliance

replacement conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Certificate of Authorization Number

Signed

N/A

N/A Expiration Date N/A

Date SlkD 3
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

1, the undersigned , holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of _G___________ _ and Employed by AFse - cr of

f'Z'~~ er, 0 : y7e have inspected the components described
in this Owner's Report during the period 4/el, 3 to _ _ __ __ _ ' , and state that
to the best of my knowledge and belief the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or inplied, concerning
the examinations and corrective measures described in this Owner's Report Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

eelza",-J
Kl"Kec5r's Signrtu(c

Commissions er 3Z7
National Board, State, Province, and Endorsements



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASM Code Section Xi

RType : L1S12

Job Number

E21 -W Y002007417 Sheet I of 2
1. Owner 2. Plant Unit

Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parlway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company)

__ _ _ __ _ _ _ __ _ _ __ _ _ _ __ _ _ _ _ _ _ __ _ _ _ __ _ _ _ __ _ _ __ _ _ _ __ _ ___ 2 3, 2 0 0 3
3. Work Performed By Type Code Symbol Stamp

N7A
Name: Southern Nuclear Oneradne Coinanv Maintenance Department

Authorization Number
N/A

Address: Joseob MK Farley Nuclear Plant E*pion Date
WNA

4. Identification Of System
Chemical and Volume Control System

(a) Applicable Construction Code: See sheet 2, 19 Edition Addenda, _ Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements. 19 89 Edition NIA Addenda. N/A Code Case

6. Identification Of Compouents Repaired Or Replaced and Replacement Components:

Name Of Name Of Mauufacturer National Other Year Repaired ASMIE
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped

Mecc Snubber Pacific Scientific 34204 NIA P.O. QP1299 1983 Replaced Ye

Load S Pacific Scientific Unknown N/A P.O. FNP * 222 1975 Replaced No

Load Stud Nuts Pacific Scientific Unknown N/A P.O. FNP -222 1975 Replaced No

Hyd. Snubber Lisega 0261551./068 N/A P.O. QP020655 2002 Replacement No

Load Stud Pacific Scientific N2498 N/A P.O. QP1536 1987 Replacement No

Load Stud Nuts Grinnell Unknown N/A P.O. QP3129 1919 Repacement No

7. Description ofWork
Snubber SS-2679B was removed from its support by Williams Power Coqpoation. tested by Wyle Laboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade program. The load stud and load stud nuts damaged during
removal were replaced with approved equals. Ref: MlFs 03034201, 03035570

18. Test Conducted
S El Hydrostatic [i Pneumatic I Normal Operating Pressure 3 None C OtherI Pressure PSI Temperature *F



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

RType: L1.52

Job Number

E21 - W002007417 I Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

Pipe hanger was designed to AISC requirements and welded to AWS requirements using material trceability requirenents of ASME Section m.

Certificate of Compliance

We certify that the statements made in this report are correct and this replacement conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed ______ Date ________*__

Owner or Owner'sDesignee, Title

Certificate of Inservice Inspection

I, the undersigned , holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of gG~ c~1t and Employed by A'S-1- cr of

. xAQ-7':a4<eZ have inspected the components described
in this Owner's Report during the period __Z_____ _ to 'g/,a t , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any mariner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

,eZ Commissions 4:A YZER .rAIA
h..1lspector's Signature National Board, State, Province, and Endorsements

. C

Date 5!t



Form NI9-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASE Code Section XI

RTwp: L1.52

.! -- ~~~~
Job Number

E21 - W002007416 Sheet I of 2
1. Owner 2 Pant Unit

Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company)

April 23,2D03

3. Work Performed By Type Code Symbol Stamp
. S~~~~~~~~~~~~~NA

Name: Southern Nuclear Operating' Cotnnany Maintenance DePartment Authorization Number

NiA

Address: Joseph K Farley Nuclear Plant Expiraton Date
VA

4. Identification Of System
Chemical and Volume Control System

(a) Applicable Construction Code: Se, shen 2, 19 Edition Addenda, Code Case
(b) Applicable Section X) Utilized For Repairs Or Replacatnents. 19 89 Edition N/A Addenda, NA Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component Manufacturer Serial Number Bourd Identification Built Replaced Or Code

Nu. Replacement Stamped
______________ ________________ __________________ t~~ ~~~es / N o)

Mech. Snubber Pacific Scientific 33469 N/A P.O. QP1299 1983 Replaced Ya

Hyd. Snubber Lisega 0261551./ 096 N/A P.O. QP020655 2002 Replacement No

= = -_

7. Description OfWork
Snubber SS-2676 was removed from its support by Williams Power Corporation, tested by Wyle Laboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as paut of a scheduled upgrade progran. Ref: MIF 03034202

8. Test ConductedI i Hydrostatic C3 Pneumatic Norurmal Operating Pressure 7 None [ OtherI Pressure _ _ PSI Temperature OF



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

RTypet Ll-52

Job Number

E21 - W002007416 I Sheet 2 of 2

9. Remarks (AppUcable Manufacturer's Data Reports To Be Attached)

* Pipe hanger was designed to AISC requirements and welded to AWS requirements using material eability requirements of ASME Section m.

Certificate of Compliance

We certify that the statements made in this report are correct and this
ASME Code, Section XL

replacement
repair or replacement

confo=ms to the rules of the

<. Type Code Symbol Stamp S)J~A

Certificate of Authorization Nun

Signed

iA/1A Expiration Date to JA
6 Date 6/I t 3

Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned , holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the StateorProvince of _ _ eE_ _ __ _ andEmployedby ws.vR- c-c of

_______________________________________________ have inspected the components descri bed
in this Owner's Report during die period 7g, __/ __ / to sc/&w& ? , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taked cornctive measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XL

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall. be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions
--- - Ispdctor's Signature

Alr 3TZ9
National Board, State, Province, and Endorsements

Date
Of _ _ i_ _



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Prvisions Of The ASME Code Section Xl

RTypes LL.52

I
Job Number

E21-W R002007314 Sheet I of 2
-u -- W U

1. Owner
Southern Nuclear Operating Company
40 Inveress Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Fariey Nuclear Plant
Highway 95 South
Columbia, AL 36319

Unit

Pl I

Date

April 13,2003

3. Work Performed By Type Code Symbol Stamp
V/A

Name: *Southern Nuclear Oneratin! ComDany Maintenance Deuartment Authorization Number

NMA

Address: Joseph M*L Farlev Nuclear Plant Expiration Date
MA

4. Identification Of System
Chemical and Volume Control System

(a) Applicable Construction Code: Seelheet2, 19 Edition Addenda, Code Cs
(b) Applicable Section X Uiized For Repairs OrPRqplcere , 19 89 Edi9ion _ Addenda, Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component MAnufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ __ _ _ _ _ _ _ _ _ _ _ _ _ (y es / N O )

Lad Stud PaificScientific Unknown NWA P.O. FNP-222 1975 Replaced No

Load Stud Nutt Pacific Scientific Unknown WA PFA FNP.222 1975 Repeled No

Load Stud Grinneff Unknown NWA P.O. QP3129 1919 Replacement No

Lad Stud Nuts Drinnel Unknown WIA P.O. QP3129 1919 Replacemed No

7. Description Of Work
Snubber SS4623A was removed from its support by Williams Power Coporation, tested by Wyle Laboratories and was reinstalled by Wiim

I Power Corporation. The load stud and load stud nuts damaged during removal were replaced with approved equals.
MRef MIF 03035650

8. Test Conducted
- :E Edrostatic El Pneumatic El NormalOperatinglPressure 0 None [- Other

Pressure PSI Temperature eF



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section X_

RTypes L12

Job Number

E21 - W002007314 I Sheet 2 of 2
9. Remark (Applicable Manufacturers Data Reports To Be Attached)

* Pipe hangerwu designed to AISC requireents and welded to AWS requirements using material tacebility requirements of ASME section m.

<1

Certificate of Compliance

We certify that the statements made in 1his report ae correct and this replacement conforms to the rules of the
ASME Code, Section XI repair or eplacnt

Type Code Symbol Smp NI A

Certificate ofAuthmization Number M/A Expion Date Pt'A

Sgned 2__ __ __ Date _

Owner or Owner'sDesignee, Title

Certificate of Inservice Inspection

, the undersigned, holding a valid commission issued by the Ntonal Board ofBoiler and Press Vessel Inspectos
and theStateorProvinceof , and Employed by ,vrg- T of

/94.fe7?q0- 1 have inspected the components described
inthisOwner'sReportduriig theperiod zal-&e R to ___-_________ -- ,andsotethat
to the best of my knowledge and belief the Owner has performed ea ans and taken corrective measures descbed in tiis
Owner's Report in accordance with the requirements of the ASME Code, Section XL

By signing this cerdficate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures descnbed in this Owner's Report Furhermore, neiter the Inspector nor his employer
shall be liable in any manner for any personal injjmy or property damage or loss of any kind arising from or connected with this
inspection.

Commissions 6A !zq .WAA
xicto's~ipature National Board, State, Province, and Endorsements

Date
1.

, . _{_ _

,m r ,



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

irype:L1S2
U

Job Number

I P16 DCP 9669.01 Sheet I of 2

L Owner 2. Plant Uit

Southern Nuclear Operating Company Farley Nuclear Plant I
40 Inverness Center Parkway Highway 95 South N 1
MBimingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company Nov. 12, 2002

3. Work performed by Type Code Symbol Stamp
MA

Name: Southern Nuclear Oneratine Cormanv-Outaze and Modifications Authorization Number

.WA

Addrcss: Joseph M. Farley Nuclear Plant Expiration Date
.tA

4. Identification of System
Service Water

5._

(a) Applicable Constaiction Code: ASME 111 19 71 Edition SUM 71 Addenda, N/A Code Case
(b) Applicable Section X Utilized For Repairs Or Replacements, 19 89 Edition MA Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Piping . SNCO P16 NMA P16HBB4- 2003 Replacement No
WO# 11606

Valve AnchodDarling ET664-1-1 N/A QIP16VO7S 1994 Replaced YES

Flowsve
valve Corpoi E58-1-1 N/A QIP16VO75 2002 Replacement YES

7. Description of Work
This report documents the replacement of check valve QIP16V075 along with some pipe and pipe fittings per MWR 2004472 and
Q-l-P16-(S01l1-9669)-WO# 11606 per DCP S01-1-9669. Piping (6"-HBB-8) was modified by addition of a slip on flange.

-8. Test Conducted
IHydrostatic I Pneumatic 0 NormalOperatingPressure None - thJ Pressure PSI Temperature NnOF

N {{,~~~~~~~~~~~~~~~~~~~~~~~I



Form NIS-2 Owner's Report for Repairs or Replacements RType:L152
As required by the provisions of the ASME Code Section Xl -:

Job Number

P16 DCP 9669.01 Sheet 2 of 2
9. Remarks (Applicable Manufacturers Data Reports to be attached)

See DCP Issue History Renort ad Traveler Bill of Materials for anrlicable Material Issue numbers.

Piping was nodified per DCP S01 -I9669 and Traveler Work Order No. Q-l-P16-(S0l-1-9669)-WVO# 11606. Tie Conainment Isolation Chck Valve

Q1P16V07S was replace under the uame Traveler Work Order No. Q-1-P16-(S01-1.669)-WO# 11606 and Wodk Request No. 2004472.

Manufactures Data Report for dhe Replaccment Valve is on file in P.0W QP020087.

Certficate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the ules of the
ASME Code, Section XL rep or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization Number NIA Expiration Date N/A

Signed H i Me rtl O&M Manager Date k/ f 1101

Certificate of Inservice Inspection

L, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of G X, and employed by W'*E ,-01n 5,.2 m s g oA -o of

z d- ~rtAd e rhave inspected the components described
in this Owner's Report during the period _ cE3 to _____A_ _ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XL
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

__________________________ <Commissions Wi .ZvA
Jiqp-ctoe's Signature National Boant, State, Provice, and Endorsements

I -
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Form NTS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

.~~~~~~

Job Number

NIl - W003000471 Sheet I of 2
U

Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Unit

FNP I

Date

April 25, 2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Operating Companv Maintenance Department A _
Authorization Number

N/A

Address: Joseph M. Farley Nuclear Plant Expiration Date

N/A

4. Identification of System
Main Steam System

S.
(a) Applicable Construction Code: ASME Section nI, 19 71 Edition Summer 1973 Addenda, N/A Code Case
(b) Applicable Section Xl Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Disc Assembly Atwood & Momill *FNPSNIO N/A P. 0. 21144 1983 Replaced Yes

Disc Assembly Atwood & Morrill FNPSN19 N/A P. 0. 21144 1983 Replacement No

* � a a - * I - I * -
7. Description of Work
During Inspection of Main Steam Isolation Valve QINI IV0002C, the disc assembly was determined to be in need of replacement. A previously
refurbished disc assembly was installed in the valve. Ref: MIF 03035471.
'ee note on sheet 2 for explanation of asterisks.

- d. Test Conducted

sHydttic [:] Pneumatic 3 Normal Operating Pressure a None [ Other

1I Pressure PSI Temperature OF
I

2



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section 3a

RType: L1.52

Job Number

I NN I - W003000471 I
I Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports to be attached)

*T disc assembly was m-serialized by SNC to improve traceability of individual parts. See the spreadsheet attached to work order 03000471 for a detailed
breakdown of manufacturs identification data for each part

U

Certificate of Compliance

We certify that the statements made in the report are correct and this
ASME Code, Section Xl.

replacement conforms to the rules of the
repair or replacement

.< lTYpe Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed Maintenance Manager Date 64/Z 71.
v

Owner or Owner's Designee, Thie

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of _ _ _ _ and employed by Als8a-e7r of

A0Ai eie _ c - have inspected the components described
in this Owner's Report during th6 period _ __ __ __ to 7/8& 3 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XM.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

~•~-~4' d <AZ./~/ Commissions doorA T ZY6 ZA
.- Wpectr's Signature National Board, State, Province, and Endorsements

-Date
, A, .



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType : L152

UI Job Number

NlI - W003000469 Sheet I of 2

1. Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company

April 29,2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Operatin2 Comnanv Maintenance Department Authorization Number

NIA

Address: Joseph M. Farley Nuclear Plant Expiration Date
N/A

4. Identification of System
Main Steam System

5.
(a) Applicable Construction Code: ASME Section Dl, 19 71 Edition Summer 1973 Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, NtA - Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Disc Assembly Atwood & Morril *FNPSN3 N/A P. O. 22602 1983 Replaced No

Disc Assembly Atwood & Momil *FNPSN2 N/A P. 0. 67283 1981 Replacement Yes

7. Description of Work
During Inspection of Main Steam Isolation Valve QINI IV0002B, the disc assembly was deternined to be in need of replacement A previously
refurbished disc assembly was installed in the valve. Ref: MIF 03035470.
See note on sheet 2 for explanation of asterisks.

-8. Test Conducted
M Hydrostatic ] Pneumatic ED Normal Operating Pressure [ None I] Other

'I Pressure PSI Temperature _ OF



Form NIS-2 Owner's Report for Repairs or Replacements RTpe: L152
As required by the provisions of the ASME Code Section XI

Job Number

Nil -W003000469 Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports to be attached)

This disc assembly was reserialized by SNC to improve traceabiity of individual parts. See the spreadsheet attached to work order 03000469 for a detailed
breakdown of manufacturers identification data for each part

[ Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section Xl. repair or replacement

;_Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed /?6tVnA. Maintenance Manager Date _ _/__ 7 __ _

Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of C and employed by _____ of

i-/A ^ 7Wi^'cb e. t i.,,.eet7cs r' have inspected the components described
in this Owner's Report during the period g/r,4. to _ ________ _ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken'corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section Xl.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

_______________________ Commissions H - If:ZA/A

toes Signature National Board, State, Province, and Endorsements

3ate 7g/4 3



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType: L1S52

Y
Job Number

N I - W003000468 Sheet I of 2
U I

Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Unit

FNP I
Date

April 29,2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratine ComDanv Maintenance Department
Authorization Number

N/A

Address: Joseph M. Farley Nuclear Plant Expiration Date
NIA

4. Identification of System
Main Steam System

5.
(a) Applicable Construction Code: ASME Section HI, 19 71 Edition Summer 1973 Addenda, N/A Code Case
(b) Applicable Section X) Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, NIA Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes / No)

Disc Assembly Atwood & Morril FNPSN9 N/A P. O. 21144 1983 Replaced Yes

Disc Assembly Atwood & Morril FNPSN17 N/A P. 0. FNP-191 1975 Replacement No

. -

7. Description of Work
During Inspection of Main Steam Isolation Valve QINI IV0002A. the disc assembly was determined to be in need of replacement. A previously
refurbished disc assembly was installed in the valve. Ref: MIF 03035468.
See note on sheet 2 for explanation of asterisks.

-I Test Conducted
[ Hydrostatic ] Pneumatic Z Normal Operating Pressure n None [l OtherI Pressure PSI Temperature OF



Form NIS-2 Owner's Report for Repairs or Replacements Ry: LLS2
As required by the provisions of the ASME Code Section XI

Job NumberI NN I - W003000468 Sheet 2 of 2
- 9. Remarks (Applicable Manufacturer's Data Reports to be attached)

Ths disc assembly was re-serialized by SNC to improve tceability of individual pairts. See the spreadsheet attached to work order 03000468 for a detailed
breakdown of manufacturers identification data for each part.

- Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed / Maintenance Manager Date 1(67 go Z
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of __________________ and employed by XS - of

AJ447FIrc.A.6 e.^StA Gus Aim have inspected the components described
in this Owner's Report during the period 4/2X _ _ _ to Ho/* , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures describe8 ill this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions 64' 3Z6 ;ZAl
,_1 ers Signature National Board, State, Province, and Endorsements

,,--Date /



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

Tsype: LLS2

U
Job Number

E21 - W002007411 Sheet I of 2
U

1. Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, AL 36319

Unit

FNP I
Date

April 18,2003

3. WorkPerformed By Type Code Symbol Stamp
W/A

Name: Southern Nuclear Oneratdnc Comnanv Maintenance DePartmnent
. ~~~~~~~~~~Authorization Number

.4. NWA

Address: Loseph K Farlev Nuclear Plant Expiration Date
.WA

4. Identification Of System
Safety Injection Systernm

(a) Applicable Constction Code- See seet 2. 19 Edition Addenda, _ Code Case
(b) Applicable Section XaUtilized For Repairs Or Replacements, 19 89 Edition NIA Addenda, NIA Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

NO. Replacement Stamped
______________ _________ ____________ l~ ~~ ~~~~ ~~Yes I N o)

Mech. Snubber Pacific Scientific 11240 N/A P.O. 72352 1921 Replaced Yes

Bolt Unknown Unknown N/A Unknown Unk Replaced No

Nut Unknown Unknown NWA Unknown _nk Replaced No

Hyd. Snubber usega 0261551./091 N/A P.O. QP020655 2002 Replacenent No

Lead Stud . OrinncU Unknown NIA P.O. QP3129 1989 Replacement No

Lead StudNuts GrinneU Unknown N/A P.O. QP3129 199 Replacement No

1 t 1l 1r 3

7. DescriptionOf Work
Snubber SS1975D was removed from its support by Williams Power Coxporation, tested by Wyle Laboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade pogram. IThe bolt and nut found securing the snubber wie
1replaced with an approved load stud and load stud nuts. Rek. MEFs 03034215, 03035905

_ 8 Test Conducted
t [ Hydrostatic 0 Pneumatic 0 NormalOperatingPressure 3 None _J Other

Pressure PSI Temperature _ *F



Form NIS-2 Owner's Report For Repairs Or Replacements
As Reqi*d By Ihe Provisions Of The ASME Code Section Xl

RnTm s L1S2
-

Job Number

E21 - W002007411 Sheet 2 of 2
9. Remarks (Applicable Manufadurers Data Reports To Be Atached)

P Pipe hanger was desipied to AISC requirenents and welded to AWS requirements using material baccability nquirements ofASME Sedion IlL

Certificate of Compliance

We ccrti that the statements made in this report are correct and this r q confolrms to the rules of the
ASME Code, Section XL zupair or replacement

Type Code Symbol Stamp /A

Certificate of Authorization Number M & Expiration Date M /A

Signed ___ _ _ Date__ Date { z7 =

Owner or OwieesDesignee Title

p 5

Certificate of Inservice Inspection

L, the undersigned, holding a valid commission issued by the National Board of Boiler and Pessur Vessel Inspecto
and the State or Province of A__ and Employedby _ i -e-rf

A/d27.e, . uv..,>17e'--rI have inspected the components desmcbed
in this Owneres Reportduring the period s rIK&T to l //9 b r , and state that
to tme best of my knowledge and belief; the Owner has performed examinations and takeA coriective measures described in this
Owner's Report in accordance wiith the requirements of the ASME Code. Section XL

By signing this certificate neither the Inspector nor his employer makes any wanrnty , expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report Furthemore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind rising fom or connected with this
inspection.

-. V 10, _ I
leloz Commissions 64A SZ9 ZA/A

e-h=�,g Signature, SNational Board, State Province. and Endorsements

, I Date

.. ..



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

I
Job Number

E21 -Y SheetW001008263 I of 2
1. Owner 2. Plant Unit

Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway lHighway 95 South FNP 1
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company

___ __ __ __ __ __ __ __ __ __ __ __ __ _ __ __ __ __ __ __ __ _ A iril 29,2003
3. Work performed by Type Code Symbol Stamp

N/A
Name: Southern Nuclear Overatingy Com1anV Maintenance Denartment

Authorikation Number
N/A

Address: Josenh M. Farley Nuclear Plant Expiration Date
N/A

4. Identification of System
Chemical & Volume Control System

S.
(a) Applicable Construction Code: ASME Section , 19 71 Edition Winter 1971 Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, NIA Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of
Component

Name of
Manufacturer

Manufacturer
Serial Number

National
Board

No.

Other
Identification

Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes I No)

Disc BW /I P 311564 SN 37 NIA P. O. QP950491 1995 Replaced Yes
_Intemational

Disc Kerotest AIU3-1 N/A P. O. QP-0985 1986 Replacement Yes

. ~~ ~~~~~~~~~~~~~ I
71 1 I I T ~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~IE

7. Description of Work
Charging Flow Regulating Valve (FCV0122) Bypass Valve QlE21V0581 was reportedtobe lealdngbythe seat. The valve was disassembled
and inspected and the disc was found to be badly scarred. A new disc was installed in the valve. Ref: MIF 03033138.

- 8. Test ConductedI [] Hydrostatic El Pneumatic Normal Operating Pressure I] None El Other

Pressure PSI Temperature PF

11.



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI _

RType: L1.52

Job Number

E21 - W001008263 I Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports to be attached)

Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed H o Maintenance Manager Date 6 7 - e
Owner or Owner's Designee, Title

U- U

Certificate of Inservice Inspection

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of _ _ _ _ and employed by lls6 - Of. of

A -, G od,~ < e ohave inspected the components described
in this Owner's Report during the period &/4k0 to ____ _ __ _ _ , and state that
to the best of my knowledge and belief, the Ownier has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

,_,specRtor's Signature
Commissions 0 3Z

National Board, State, Province, and Endorsements

-Date
, ARE, An, _

IS



FORM N2.2NPT CERTIFCATE HOLDERS'DATA REPORT FOR NUCLEAR PART AND APPURTINANCES" .
As required by the Provision of the ASME Code Rules. Section lll. Div. I

Sheet I of 2

1. (a) Manustutby Kerotest Mfa. Cora.. 2525 Liberty Ave., Pch, Pa 15222 (C120368)
(Name £d *d4dm et k" CNd1fie iato(4r

() Manufacturedo.!. Alabama Power Co., Birmingham, Alabama
(Nameg addn sdre S ct N dCmit K~td br Ceamtd nuclea eunn

2. ldenUncatonCertficate Holder's Serial No. of Part AJU3-1 Naml 3d. No. Il/A

(a) Constructed Aecording to Drawing No. 9909-9-l)-Z Drawing Pepared Kerotest fg. Corp.

(b) Descrption of Pat Inlspeted 2" Disc
*Winter

(c) -AppileableASMECode:SectioaUt,Editlon. 1!71 , Addendadazte. 197. Cue No. N/A Class _

3. R~ema~z ^ Spare Parts for Nuclear Valves
(sef detscrlptton of service far witeh cmponent was designed)

(N-2 G Supplement) 2 Sheets

*with para. 8N6111.1C of the Winter 1972 Addenda

'U) We certify thscthe statements made In this aetO a correct and this vessel put or appurtenance as defined in the Code coo.
lfors to the rules of construction of die AWE Code Section Ill.
tThe applicable Desitgn Specification and Stress Report are not the responslbllti of the NPT Certificate Holder for parts. An NPT Certlf-
kate Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the appurtenance is ot
Included In the component Destgn JSpecification and Ste Report.)

Date 9/12 i86 Siped Kerotest Mfg. Corp. *!,, 1 t? - 2.; ' k i
Dat 19tlige N Certificate madelB

Certificate of Authorization Expires 4/25/69 Cenificate of Authorizacion No. 1905

N CERlIFICATION OF DESIGN FOR APPURTENANCE (when applicable)

Design information on file at

Stress analysis report on file a:____

Design specificateions certified by Prof. Eng.Scare

Stress analysis report certified Prof. Enog.State

CERTIFICATE OF SHOP INSPECTION

1 the undersigned, holding a valid comiesion Issued by she National Boaud of Bailer and Ptessre Vessel Inspectors
.and/or the Sarte or province of Pennsylvania and employed byThe Hartford Steam Boiler IBI Co.
at Hartford, Connecticut have inspected the part f a pressure veasel described In this
Partial Date Report on P - _ - a9F n' state that to the best ft my knowledte
and belief. the MPT Certificate Holder has constructed chi: part In accordance with the ASMIE Cade Section Ill.

By signing this certificate. neither the Inspector rsot his employer makes my warrancy. espressed or implied. concein.
Ins he part described In this Partial Data Report. Furthermore. neither the Inspector nor his employer
RhIall W liable in my manner for any personal injury or property damage or a loss of any kind aising from or connected
eIsA this Inspection.

i1 ~~Date ^S > 19 F

[ m n s5s. Provinc. end ma. N. tO t?

1~~~~~~~~~041 0 *#OM** O*eF f 14018 1110C004 Aw *r-olod mv IN asod "~evii Ill @l* to owl@ * 1". Ch S~ wila"Mi nee .asJ e .s
r,,,?) fr 0b.-_S,, f. g* ,_54 S UbuN Y . 0

- {l~~~~~n71 s F~~~~hs lorm (IOOO4Olmay be obtained from te Order Oegt.. AIM!., 341 t.4th5. New York, .YtO1



I'-, @ 2; . - : 0t0,Sheet o( 2

SUPPLEUIENT SIfEET FOPRI t-2::

-1. (A) MANUFACTURED BY: Kerotest Mfg. Corp., 2525 Libertv Ave., Pgh, Pa 15222 (CI20368)

(-) MANUFACTURED FOR: Alabama rower Co. Birmingham, Alabamna

2. IDEMNT1ICATION- - 1.. ^

IA) 1VRMIG NO.: 9909-9-(1)-Z, Rev.i- DRAWING PREPARED BY: Ketoote. MAg. Cczp.

(8) DESCRIPTION - SIZE 2' , Disc

IC) ASME CODE SECTION III
*Winter-

EDITION 1971 , ADDENDA DATE 1971 , CASE NO.1t/A , CLASS I

SERIAL NUMIER SERIAL NUMBER

2. AJU3-2 14.

3. AJUS-3 15.- __\

4. AJU3-4 1_6_._-_ _

5 . _ AJU3-5 _ _ _ _._

.6. AJU3-6 It. _

sW 7. AJU5-7 19. ___

_9.10.* 20. _________ ________________________20.

: : 2_1. * _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

10. t2. _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

71. \23.

12. 24.

13. 25.--

N

N

S3.REMARKs: spe~e Paw 6 o& NueleaA Wmvt

2 Shze t6 (N-2 and &tppteent)tt

*With para. NB6111.IC of the Winter 1972 Addenda

S1IGNED: KeuoteAt Afanujaetuvktq Co~p. BY D~'* ~ .' ).. ATE: /1 /(

Aado'~izecd Nuctext Inape~ctot~ sY: tv P.,,%,A At-i' DATE.__
_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ / 7 . D A T E : * , ./ , ±



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provions Of The ASME Code Section XI

RTye: LIS2

I
Job Number

B21-Wr002007406 Sheet I of 2
1. Owner 2 Plant Unit

Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South fNP I
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) April 18. 2003

3. Work Performed By Type Code Symbol Stamp )A

Name: Southern Nuclear Ooeratlne Comnanv Malntenance DeDartment A
A horization Number

WA

Address: Joseph M. Farley NuclearPlant Expiration Date
WNA

4. Identification Of System
Steam Generator System

(a) Applicable Constrution Code: See uhet 2, 19 Edition Addenda, Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacents, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ E ~ e, I N o )

Medc Snubber Pcfic Scientifc 14023 NIA P.O. QP1299 1950 Repaced Yes

Bolt Unknown Unknown NIA Unknown Unk paced No

Nut Unknown Unknown N/A Unknown Uk Replaced No

Hyd. Snubber Lisega 0261551./086 N/A P.O. QP020655 2002 Replacement No

Lad Stud Orinnel Unknown N/A P.O. QP3129 1929 Replacement No

Lad stud Nut Grinnen Unknown N/A P.O. QP3129 1989 Repa No

7. Description Of Work
Snubber FT-424D was removed from its support by Williams Power Corporation, tested by Wyle Laboratories and was replaced with a Usega
hydraulic snubber by Williams Power Corporation as port of a scheduled upgrade program. The bolt and nut found secwuring the snubber was
replaced with an approved load stud and load stud nuts Ref MhFs 03034221, 03035904
8 Test Conducted

[ ] Hydrostatic [D Pneumatic E] NormalOperatingPressure ED None El Other

, Pressure PSI Temperature _ IF



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

arced L1.52
_ _ _

ho-b Itnumber

1I B21 - W00200740 1 Sheet 2 of 2
.I

9. Remarks (ApplIkable Manufacturers Dat Reports To Be Attached)

*ipe hangeras designed to AISC reuirements and welded to AWS repi=ents Uuiwg merial taceab~ity requiemts of ASME Secion L

Certificate of Compliance

We cer* that the datements made in this report are correct and this conforns to the nrles of he
ASME Code, Sectio XL rpr or repacement

Type Code Symbol Stamp /A

Crtificate of AuthorizatioNumber h/ Expration Date ki /k

Signed ______ Date _ _ _ _ __3_

Owner or Owner'sDee, Title

I

Certificate of Inservice Inspection

L the undersigned,holding a valid commission issued by the NaTonal Board of Boiler and Pressure Vessel Inspectors
and the State or Province of 6ecer ,. and Employed by WSr. - C 7 of

Ape4o have inspected the components described
in this Owner's Report dwng the period z to _ _ _ _ __ , and state that
to the best of my knowledge and belief the Owner has performed examinations and taken orrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XL

By signig this certificate neither the Inspector nor his employer nakes any waranty, expressed or implied, concerning
the xaminations and corrective measures described in this Owner's Report Futheore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

ek*6does sipat=
CoLmissions -Z-AMA

National Board, State, Province, and Endorsments

_ S , _

m



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASE Code Section X1

RType: L1.52

p
Job Number

I B 21 - W002007408 Sheet 1 of 2
I. Owner 2. Plant Unit

Southern Nuclear Operating Company Farcy Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company)

_ . ~~~~~~~~~~~~~~~~~~~~~~~~~~April 18, 2003

3. Work Performed By Type Code Symbol Stamp
NMA

Name: Southern Nuclear Operating ComDanv MaIntenance Department Authorization Number

NMA

Address: Joseph M. Farlev Nuclear Plant Expiration Date
NA

4. Identification Of System
Steam Generator System

5. ~.
(a) Applicable Construction Code: See sheet 2, 19 Edition Addenda. Code Case
(b) Applicable Section )a Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
_ .( nLIfr1

kMech. Snubber Pacific Scientfic 37955 NIA P.O. QP1470 1987 Replaced No

Bolt Unknown Unknown N/A Unknown Unk Replaced No

Nut Unknown Unknown N/A Unknown Unk Replaced No

Hyd. Snubber Lisega 0261551. /067 NIA P.O. QP020655 2002 Replaocment No

Load Stud Orincil Unknown N/A P.O. QP3129 ' 1989 Replacement No

Load Stud Nuts Grinnell Unknown N/A P.O. QP3129 1989 Replacement No

- -- . . _ -_ ._-

7. Description Of Work_
Snubber FT436B was removed fom its support by Williams Power Corporation, tested by Wyle Laboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade program. The bolt and nut found securing the snubber were

,replaced with an approved load s and load stud nuts. Reft MWs 03034218,03035971
S . Test Conducted

E] Hydrostatic ] Pneumatic I Norwal Operating Pressure Z None ] Other

Pressure PSI Temperature OF

2



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section XI

RType: L1.52
_

Job Number

B21 - W002007408 I Sheet 2 of 2

. 9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

Pipe banger was designed to AISC requirements and welded to AWS requirenats using material tfaccability requiments of ASME Section Ml.

| Certificate of Compliance

We certify that the statements made in this report are correct and this replacement conforms to the rules of the
ASME Code, Section XI. repair or replacement

,Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed /'t A 0Vh-.- Date (17 1'?
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of _ _ __ __ _ _ and Employed by 'Sxr,- C7 of

.<XrZ< CZ,6ZGC77 o ., have inspected the components described
in this Owner's Report during the period _____Z__ MS to _ __ ___ S , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

1-0-0 Commissions G0W J3Zs
[nsotos Signature

6/4/o3,

National Board, State, Province, and Endorsements

I Date



Form NIS-2 Owner's Report for Repairs or Replacements
As rquired by the provisions of the ASME Code Section Xl _"-

RType: L1.52
_~~~~~

Job Number

E21 - WA674871 Sheet I of 2

L Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highwayh9FNP S
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company

_________ _________ _________ _____ __ _________ ______ __ _________ ________ July 31, 2002

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Overatine Company Maintenance Denartment

N/A

Address: Joseph M. Farley Nuclear Plant Expiration Date
NIA

4. Identification of System
Chemical & Volume Control System

5.
(a) Applicable Construction Code: ASME Section M 19 68 Edition Summer 1970 Addenda, N/A Code Case
(b) Applicable Section XI Udlized For Repairs Or Replacements, 19 89 Edition N/A Addenda, NIA Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes / No)

Seal Housing Ingersoll-Dresser 23050-1-AA N/A P. O. QP931731 1994 Replaced No
Pump Com vny

Seal Housing Ingersoll-Dresser 23050-1-AC N/A P. O. QP931731 1994 Replaced No
Pump Company

Seal Housing Pacific Pumps 2E299-AA N/A P.0. QP-3929 1989 Replacement No

Seal Housing Pacific Pumps 2E299-AC N/A P. O. QP-3929 1989 Replacement No

SelHuigPcii upE9-A. /PO.Q-9 18 elcmn

7. Description of Work
As a part of a scheduled maintenance plan, the mechanical seals for Charging Pump QIE21POO02B were replaced with new seals. The new seals

'were installed as an assembly in previously refurbished seal housings. Ref: MIF 02037633.

Test Conducted
| ] Hydrostatic al Pneumatic CD NormalOperatingPressure El None El Other

'S Pressure PSI Temperature OF



Form NIS-2 Owner's Report for Repairs or Replacements
As euird by the provisions of the ASME Code Section X[

RType: Ls.52

Job Number

I E21 - WA674871 I Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports to be attached)
The zeplaced seal housings were instlled under work authorization 425626.

The replacent seal housings were removed firmm Charging Pump QIE21POO02C under wodc authorzation 675306 and efubished under work order 02000213.

U

Certificati

We certify that the statements made in the report are correct and this
ASME Code, Section Xl.

e of Compliance

replacement conforms to the rules of the
repair or replacement

>TAype Code Symbol Stamp

Certificate of Authorization Number

Signed or
Owner m

N/A

N/A Expiration Date N/A

Maintenance Manager Date
or Owner's Designee, Title

Certificate of Inservice Inspection

L, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of C M d and employed by C -- of

,#V C M rA=cp A c c -ob have inspected the components described
in this Owner's Report during the period _ __ __,2 _ _to _ _ 4_ _ _ __ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken'corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions GA 3SZE -Z-A/
,,-pect~s Sigiiature National Board, State, Province, and Endorsements

/Z443



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType: L1.52
w _ -

Job Number

E21 - W0S37145 Sheet I of 2

1. Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Company

_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ ___ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ A p r il 3 , 2 0 0 2
3. Work performed by Type Code Symbol Stamp

N/A
Name: Southern Nuclear Operatine Company Maintenance Department Authorization Number

N/A

Address: Joseph M. Farley Nuclear Plant Expiration Date
N/A

4. Identification of System
Safety Injection System

5.
(a) Applicable Construction Code: ASME Section at, 19 71 Edition Wintcr 1971 Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes / No)

Valve Kerotest S7.3 N/A P. O. FNP-295 1973 Replaced Yes

Valve Flowserve E013R-1-1 N/A P. 0. QP000470 2000 Replacement Yes
Corporation _

A_'!~~~- S-._

7. Description of Work
Hydro Test Pump Suction Valve Q1E21V0028 was suspected to be leaking by the seat due to the seal water tank for the pump overflowing. The
system could not be isolated to troubleshoot the valve, therefore a freeze seal was utilized to isolate the valve for replacement The valve was cut
lut and a new valve was welded in its place. Ref: MIF 01042907.

-, -&. Test Conducted

1 a1 Hydrostatic a Pneumatic Z Normal Operating Pressure n None n Other'I Pressure PSI Temperature OF



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

Job Number

E21- -W0537145 Sheet 2 of 2

.9. Remarks (Applicable Manufacturer's Data Reports to be attached)

Certificate of Compliance I
We certify that the statements made in the report are correct and this
ASME Code, Section XI.

replacement conforms to the rules of the
repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization Number

Signed , k

N/A Expiration Date

Maintenance Manager Date

N/A

-

Owner or Owner's Designee, Title
5---

Certificate of Inservice Inspection

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of e46.A and employed by 5 - C7 of

I-yzf&r 4 , e ee-1 -- 7 have inspected the components described
in this Owner's Report durink the period ,/Z Sy a- Z to _ _ __/3_____ ? , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

,�AC�& Commissions d;:, TZs
e.ctor's Signature National Board, State, Province, and Endorsements

'Date ;S/So*S
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FORM NPY.1 MANUFACTURERS D FOR PUMPS OR VALVES W

As Required Jy the P sonloua eo the AME Code Rule' -
*: . .$ . s

!II.

I

I z

i

.

19

Flowserve Corp. 4

1. maufctued 7by First itreet, Williainsport. PA
Ab paP. w Addopn . et. iBox'129S

A1labama Power Company, P fOi Box * 2gS,

11701 E0l3R-1 i-________Order Nda~

Biriingham:. AL QP000470 '
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Valve Serial Nurl )er:E013R-t-l -
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4

o.R25' i Rev. J P. ,,, bj Flowserve Corporation.
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Mi National Isnud Na._".-.A

Desgn Con - -nr 2580 F650 .
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)Other Parts AL
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SN: 13 I_ _ _ _ _ _ _

-a~ . 14Ig 71 M ~70-1!A l Carpenter _________
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CERWliICATION OFDESIGN

Flowserve Corpcii-jtOw t'ii

Design into~maoton an file S01 Fi rst S tree, W i Iiiamspor t. ;A. 17701. _____

stress analysis cepocs on fi3e a: uncAr
Degign specifica:joac certifed by An Ng~uyen Ke_____ l Po.Eg ei .L..... tg. No. I 2L30
Sites. analysis reporn ceetified by I.jl A tii ProS.Ens.State Sts-o-
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We ceutly shot die statements made in this orpori are cocrrct.

Daze I qd 9 _..... Signed flriw%-r.v#E Corr-. __________

Costificate of Audioncasismc No. ?117127 *spie.

3-

CERTIFILATE Mi' SHOP INSPECTON

I. tie undeesigned, holding a valid com issicit issued by the Inational Board of Dollct andi l',ess~ui Vessel taspectots
-asafroply________cia jn ion ________Co

of Yon~~~~~~nn. "IA ~~~~~have insspected the equipment deecribed in dhies Date

Repon on 'rc tS- -r.L. .. and seicw~r soa she c boest of my knowledge said bcliel. the &Iaoniacturee
has constructed ldi.. equipmaie 'as Accordance with the sppliasble Sub secticns of ASME Code. %.ectson Ill.

f agsninE this certificats. acaitet the lespCerof &or his employee makes any swarranry. expee seed or implied concelft-
ins she equipment descolibed In thits Du&a Repoet. Furthermore acidic, die Inspector DOI his emplo~er eShll be liali. in cany
mannart lot say personal iniusy Of prepery damage of, a less *I any kind sulciag taro or connected twilh this inspection.
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORTWFOR IDENTICAL'.
NUCLEAR PARTS AND APPURTENANCES".

As Required by the Provisions of the ASME Code4 Section III
Not to Exceed One Day's Producton' Pg. I of ...

.
_

UMi..niatUrgd amdcartdoed by MRIP rwmry!ATiiYt nr ~ ryirp A~ asW1ES rimi??fW itV P ~WuW, .1WC
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Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Secion Xl i

RType: LL52

I
Jo6b-Nuber

I E21 -V Y002007414 Sheet I of 2

1. Owner _ plant.Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South _ I
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) 13.2003

3. Work Performed By Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratin! Company MaIntenance DeDartment Authorization Number

NWA

Addres: Joseuh K Fanley Nuclear Plant Expiration Date
N/A

4. Identification Of System
Chemical and Volm Control System

(a) Applicable Consttion Code. See sheet 2, 19 Edition Addenda, Code Case
(b) ApplicableSection X Uilized ForRepairsOrReplacemnats, 19 89 EdioAddenda, Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repalred ASM
Component Mianufacturer Serial Number Board Identification Built Replaced Or Code

NO. Replacement Stamped
_______________ __________ E~~~~~~~~ ~~~~~~~Yes I No)

Mecb. Snubber Pacific Scientific 26136 N/A P.o QP1301 1982 Replaced Yes

Load Stud Pacific Scientific Unknown N/A P.O. FNP -222 1975 Replaced No

Load Stud Nuts Pacific Scientific Unknown NIA P.O. FnP -222 1975 Replaced No

Hyd. Snubber Lisep 02615240/049 N/A P.O. QP020655 2002 Replment NO

L bad Stud rinnel Unknown N/A PA QP3129 1989 Replacement No

Load Stud Nuts Grinnel Unknown N/A P1 QP3129 1989 Replacenent NO

7. Description Of Work
Snubber SS-2608A was removed fomm its support by Williams Power Corporaion, tested by Wyle Laboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade program. The load stud and load stud nuts damaged during
removal were replaced vith approved equals. Ref MlFs 03034204, 03035830
8. Test Conducted1 I] Hydrostatic ] Pneumatic El Normal Operating Pressure 0 None El Other

Pressure PSI Temperature 'F

71



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Prvisions Of The ASME Code Section Xl

rtypet L1.52

Certificate of Compliance

We certify that the statements made in this report are correct and this
ASUE Code, Section XL

Type Code Symbol Stamp

reglacement confoUms to the rules Of the
reparr rcement

Certificate ofAuthorization Number

Signed

"'If Expiration Date 0 K'
Date

, , _

Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boller and Pressure Vessel Inpctors
and the State or Province of , andEmploedby A5k¢- of

A,4we7-p.Zc~ < 6A1d47ejF have inspected the components descritbed
in this Owner's Report drg the period /u to s77 A0o3 ,and sate that
to the best of may knowledge and belie£ the Owner has ormed exaninatons and ake corrctve measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XL

By signing this certificate neither e Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furtihernor, neither the Inspector nor his employer
shall be liable in any manner for any personal Injury or property damage or loss of any kind arising from or connected with this
inspection.

0:, eM-
/ 'I",

-11 &/�� , " 4,1
(Juspeftes Signature If

Commissions t<V 3Z£ FA'A
National Board, State, Province, and Enorsmenits

I



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl ==-_

Rlype: L1.52

I
Job Number

B21 - W002007409 Sheet I of 2
1. Owner 2 Plant Unit

Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, Al 36319 Date
(as agent for Alabama Power Company) April 18. 2003

3. WorkPerformed By Type Code Symbol Stamp
MA

Nam: Southemn Nucear Operatan Company Malntenance Deuartnent
Authorization Numnber

_NA

Address: Joseph M. Farlev Nuclear Plant Expiration Date
WA

4. Identification Of System
Steam Generator System

(a) Applicable Consiraction Code: Sce , 19 Edition ,Addenda Code Cas
(b)ApplcableSectionaUtled ForRepairsOr Rplaeets. 19 9 Edition N/A Addenda, N/A Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASNE
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

,No Replacement Stamped

MecI Snubber Pacific Scientific 37956 N/A P.O. QP1470 1987 Replaced No

Bolt Unknown Unknown NIA. Unknown U&k Replaced No

Nut Unknown Unknown N/A Unknown Ink ReLcd No

Hyd. Snubber Uega 0261551./085 N/A P.O. QP020655 2002 Replacement No

Load Stud Or.mel Unknown N/A P.O. QP3129 1959 Replacemnt No

Load Stud Nuts Orinnell Unknown N/A P.O. QP3129 1959 Rephleacmt No

7. Description Of Work
Snubber FT434B was removed from its support by Williams Power Corporation, tested by Wyle LAboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade program. The bolt and nut found secring the snubberwem
replacedwithanapprovedloadandloadstudnuts. Ref: MlFs 03034217, 03035972

8. Test Conducted
I Hydrostatic El Pneumatic El NormalOperatingPressure Z None [] Other

Pressure _____ PSI Temperaturet *F

h



Form HIS-2 Owner's Report For Repairs Or Replacements RTypet L1I52
As Required By lie Provisions Of The ASME Code Section Xl

. ~~~~~~~~~~~~~~~~~~B21 - W0D2007409 Sheet 2 of 2
9. Remarks (Applicable Manufacturers Data Reports To Be Attached)

* Pipe hanger was designed to AJSC reirements and welded to AWS rquiraments using material uceability requirenat of ASME Section M.

Certificate of Compliance

We cer that the satements made in this report ae correct and this replacement conforms to the ndes of the
ASME Code, Section XL =pair or replacement

Type Code Symbol Stamp EA

Certificate ofAuthorization Number M /A Expiration Date MIA

Signed _ Date _ _

Owner or Owner'sDesignee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the Stte or Province of ___ and Employed by AlsA - C7 of

uM,&Ex &7 , have inspected the components id
in this Owner's Report during the period ___ f_ Act _ -to _ _____Con , and state that
to the best of my knowledge and belief the Owner has performed examinations and tae corrective measures described in this
Owner's Report in accordance with the requirements of the ASIE Code, Section XL

By signing this certificate neither the nspector nor his employer makes any wananty exprssed or implied, concerning
the examinations and corrective measures described in this Owner's Report Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal Mjiy or property damage or loss of any kind arising from or connected with this
inspection.

Commissions !4iC 3Z9 -An/
,,=a t~ies Signatme National Board State, Province, and Endorsements

Date _ _ _ _ _ _ _ _



Form NIS-2 Owner's Report For Repairs Or Replacements
As Requird By The Provisions Of The ASME Code Section XI

RType: L1.52

_! _ I I~~~

Job Number

E13 - W002007404 Sheet 1 of 2
1. Owner 2. Plant Unit

Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South N 1
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) 20,2003

3. Work Performed By Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratine CdAomDa Maintenance Departmen Authorization Number

M/A

Address: Joseph lVL Farlev Nuclear Plant Expiration Date
M.A

4. Identification Of System
Containment Spray System

S.
(a) Applicable Consiruction Code: Secabhee 2, 19 Edition Addenda, Code Case
(b) Applicable Section X1 Utilized For Repairs Or Repe t 19 89 Edition NIA Addenda, NA Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped

Mech. Snubber Pacific Scientific 16019 NtA P.O. 72351 1911 Replaced Yu

Mch. Snubber Pacific Scientific 318 N/A P.O. FNP -222 1976 Replacement NO

7. Description Of Work
Snubber CS5-R38 was removed from its support by Williams Power Corporation, tested by Wyle Laboratories and was replaced with another
Pacific Scientific mechnical snubber by Williams Power Corpoation. Ref: MIF 03035318

L Test Conducted1 Hydrostatic 5 Pneumatic 5 Normal Operating Pressure 0D None 5 Other
* Pressure _ _ PSI Temperature _ F

41



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By ThM Pmvisions Of The AcM Code Section Xl

RTM:e: L152

Job Number

Jo E13 - W002OW7404
9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

{Sheet 2 of 2

* Pipe bageg ws desid to AISC tequirm s and welde to AWS requirmet g matera eability requimns of ASME Seion m.

Certificate of Compliance

We certify that th statements made in this report are correct and Nis
ASME Code. Secton XL

replacement
epair or replacement

conforms to the rules of the

Type Code Symbol Stamp W/^

Celificate of Authorizaion Number

SnWd

Expiration Date IMilA

61ahlm��- Date S-/) 1Io 7
Owner or Owne'sDesigne, Title

Certificate of Inservice Inspection

I, the undersignedholding a valid commission issued by the National Board ofBoiler and PssurVessel Inspectors
and the S e orProvince of ____________^_ andEmployedby As'-.!- cr of

Etr.=coez) cAA4-~CPCb7 have inspected the components desred
in this Owner's Report dufing the period Z/F - 7 tO _ _Z_ _ _ 7 _ and state that
to the best of my knowledge and belief, the Ownerhas performed eain and taken correc measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI

By signg thisctficate netr the pector norhis employer kes any warnty, xpressed or implied, concerning
the examinations and corrective measures descnbed in this Owner's Report Furthmore, neither the Ibspector nor his employer.
shall be liable in any manner for any personal injury or property damage or loss of any kdnd arising from or connected vith this
inspection

� ez, , �,,- � Commissions G:AT 3ZE
<-Jlssigntor 's Signature National Board, State, Province, and Endorsements

Date
_F .S .



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

RType i L1.52

U
Job Number

Nil - W002007430 Sheet I of 2

1. Owner 2 Plant unit
Southern Nudear Operating Company Farley Nudear Plant
40 Inverness Center Parkway Highway 95 South N 1
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) April20,2003

3. Work Performed By Type Code Symbol Stamp
NMA

Name: Southern Nuclear o eraCne Company Maintenance Department Authorzation Number

NUA

Address: Joseph Ml Faney Nuclear Plant Expiration Date
N/A

4. Identification Of System
Main Steam System

5.
(a) Applicable Construction Code: S" sheet 2, 19 Edition Addenda, Code Cas
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition MA Addenda, NA Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National. Other Year Repaired SME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
______________ __________________ fl~~~~~~~~~~~~~~~( es I No')

Lead Stud Nut llT GrinneD L1240 NIA P.O. QP1547 1917 Replaced No

Tuing Cylinder llS Orinnell Unknown N/A PA.O QP05D7 1936 Replaced No

Piston Rod nfTOrinnell Piston -DR NIA P.O. QP5011 1990 Replaced No
Assembly Rod - BF ___

Load Stud Nut ITT Grinnell L1240 N/A P.O. QP1547 1987 Replacement No

Tubing Cylinder fIlT Cinnefl Unknown N/A P.O. QP3733 1989 Replacement No

Piston Rod lIT Orinndel Piston -B69 N/A P.O. QP1546 1987 Replacement No
Assembly Rod - B55 . .

7. Descrption Of Work
Snubber MS-R132B was removed from its suppor by Williams Power Corpomtion, was tested andrebuiltby Wyie Laboatories and was
reinstalled by W ia Power Cooration. The load stud nut damaged during roval was replaced ith an approved equaL he tubing

, cylinder and piston rod assembly were replaced during rebuild. Ref: MIFs 03035203,03035343
S . Test Conducted

Test Hydrostand c Pneumatic n NormalOperatingPressure None E Other

Pressure PSI Temperature F



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl -

R7We: L1S2
-

Job Number

Nl I - W002007430 1Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

* Pipe hanger was designed to AISC requirements and welded to AWS requirements using mateial traceability requirements of ASME Section 01.

Certificate of Compliance

We certify that the statements made in this report are correct and this
ASME Code, Section Xl.

replacement
repair or replacement

conforms to the rules of the

Am_ Type Code Symbol Stamp N/A

Certificate of Authorization Number

Signed

N/A Expiration Date N/A
"2/il

Date Cs-/ .
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned , holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of ___ and Employed by . - c- of

W .0 0cye 6e have inspected the components described
in this Owner's Report during the period vyz /.? to ___________ ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions -,A ygg z>1
NationalBoard,State, Provinceand Endorsements(4e ctr's Signature

I Date



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl _ I

RType: L1.S2
.

Job Number

_ E13 - W003002610 Sheet I of 2

1. Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company)

April 22, 2003

3. Work Performed By Type Code Symbol Stamp
NIA

Name: Southern Nuclear Overatlne Comnanv Maintenance Department Authoriztion Number

N/A

Address: Josenh M. Farlev Nuclear Plant Expiration Date
N/A

4. Identification Of System
Containment Spray System

5.
(a) Applicable Construction Code: See sheet 2, 19 Edition Addenda, Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year RepairedSME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
____________________ t~~~Yes I No)

Hyd. Snubber MIT Grinnell 9879 NIA P.O. FNP - 222 1976 Replaced No

Load Stud rlf Grinnell Unknown N/A P.O. QP-0507 1986 Replaced No

Load Stud Nuts ITr Grinnell 34789 NIA P.O. QP-5677 1991 Replaced No

Pivot Pin lT Grinnell Unknown N/A P.O. FNP -222 1976 Replaced No

Hyd. Snubber ITT Grinnell 19546 N/A P.O. FNP - 222 1976 Replacement No

Load Stud 17T Grinnell Unknown NWA P.O. QP-1547 1987 Replacement No

Load Stud Nuts lMT Grinnell Unknown N/A P.O. QP-5677 1991 Replacement No

Pivot Pin I7T Grinnell 09B N/A P.O. QP-6268 1991 Replacemcnt No

7. Description Of Work
Snubber CS-R290A was removed from its support by Alabama Power Company and was replaced with another Mrr Grinnell snubber by Alabama
Power Company. The load stud, load stud nuts and pivot pin were replaced with approved equals.
Ref: M1Fs 03037821,03037835

8. Test Conducted
S a ] Hydrostatic 2 Pneumatic I] NormalOperatingPressure E None ] Other

Pressure PSI Temperature OF



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By Ihe Provisions Of Tie ASME Code Section Xl

R7ype: LLS2
_ * L

Job Number

E13 - W003002610 I Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

Pipe hanger was designed to AISC requirements an welded to AWS requkireents using inalerk! Ucability requirements of ASME Seo on M.

Certificate of Compliance

We certilf that te statements mad in this report are correct and this conforms to the rules of e
ASME Code, Section X repai or repacemt

Tye Code Symbol Stamp M /A

Certficate of Authorization Number si/A Expiration Date M A

Signed A___ D.te .il /
Owner or Owners Designee, Title

U U

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of , ., and Employed by A'd- e7 of

A4e7rgc- CeA.1.ed7Ckr have inspected the components described
In this Owner's Report during the period S9/z!kr to _ _ , and state that
to the best of my knowledge and belief the Owner has performed examinations and taken cornctive measlues described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XL

By signing this certificate neither the Inspector nor his employer makes any wanranty , expressed or implied, concerizg
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Plq=-*Ps Sipature
Commissions - 3Lz£

National Board, State, Province, and Endorsemn=ts

Date

m



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

R1ype : LIM5

Job Number

I B21 -W002007405 Sheet I of 2

1. Owner 1 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South NP 1
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) April 18. 2003

3. Work Performed By Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratnin Companv Maintenance DeParutnent Authorization Number

NWA

Address: Joseub M. Farlev Nuclear Plant Eplration Date
WNA

4. Identification Of System
Steam Generator System

S.
(a) Applicable Construction Code: See sheet 2, 19 Edition Addenda, Code Case
(b)ApplicabesctionXaUtizedForRepairsOrReacements, 19 89 Edition N/A Addenda, /A Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
.__ _ _ _ _ _ _ . _ _ _ _ _ _ _ _ _ _ _ ._ _ _ _ _ _ _ _ _ _ _ (Y es I N o.

llecb. Snubber Pacific Scientific 37953 N/A P.O. QP1470 1957 Replaced No

Hyd. Snubber lisega 0261551./097 N/A P.O. QP020655 2002 Rpacement No

= ________________________ - -- .

7. Description Of Work
Snubber FT-424C was removed from its support by Williams Power Corporation, tested by Wyle Laboratories and was replaced with a Lisegp
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade program. Ref: MIF 03034224

8. Test Conducted
}Hydrostatic 0 Pneumatic El NormalOperatingPressure Z None El Other
Pressure PSI Temperature *F



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section XI f

RType: L1.52

Job Number

I B21 - W002007405 I Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

Pipe hanger was designed to AISC requirements and welded to AWS requirements using material traceability requiremets of ASME Section m.

Certificate of Compliance

We certify that the statements made in this report are correct and this replacement confomts to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed _____ Date S1/i6/i)>
Owner or Owner's Designee, Title

U U

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of _ _ _ _ _ _ _ _ and Employed by <.=RB-O-Cr of

WA-Je al. have inspected the components described
in this Owner's Report during the period _ __ __ __ to ________ _ , and state that
to the best of my knowledge and belief the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions :S YZY -Zf
National Board, State, Province, and Endorsements,)tTqector's Signature

I Date



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section XI

RType: L1.52

J Job Number

I_ _E21 - W002007315 Sheet I of 2
1. Owner 2. Plant Unit

Southem Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP 1
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) April 23,2003

3. Work Performed By Type Code Symbol Stamp
NA

Name: Southern Nuclear O)eratinm CoUIDUV Malateuance Departmeat A
Authorization Number

N/A

Address: Joseoh M. Farley Nuclear Plant Expiration Date
MNA

4. Identification Of System
Chemical and Volume Control System

S.
(a) Applicable Construction Code: See shed 2, 19 Edition Addenda, CodeCase
(b) Applicable Section X[ Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification Of Compoteaits W paired Or Repl~eed und Rleplacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component Manufacturer Serial Nuwber Board Identification Built Replaced Or Code

No. Replacement Stamped
_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ ~~ ~~ ~~~ ~~(Y es I N ol

Load Stud Pacific Scienuific Unknown NJA P.O. FNP-222 1976 Replaced No

Load Stud Nuts Pacific Scientific Unknown N/A P.O. FNP.222 1976 Replaced No

L=d Stud (dinnell Unknown NUA P.O. QP3129 19S9 Replacement No

1oad StudNuts Crinnell Unknown N/a P.O. QP3129 1989 Replacement No

7. Description OfWork
Snubber SS-4719A was removed fiom its support by Williams Power Corporation, tested by Wyle Laboratories and was reinstalled by Williams
Power Corporation. The load stud and nuts damaged during removal were replaced with approved equals. Ret: MIF 03035849

8. Test Conductedj I Hydrostatic ID Pneumatic [ NturnaulOperatingPressure Z None El Other
Pressure _ _ PSI Temperature _ OF

-?



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl -

RTypel LI52

Job Number

I E21 -W00200731S I Sheet 2 of 2
9. Remarks (Applicable banufacturer's Dat Reporu To Be Attached)

* Pipe hangr was designed to AISC requircents and welded to AWS requirements using material traceability requiements of ASME SeCtion m.

Certificate of Compliance

We certify that the statements made in this report are correct alp this replacement conforms to the rlues of the
ASME Code, Section X) repair or replacement

Type Code Symbol Stamp I/h

Certificate ofAuthorization Number ,,A Expiration Date M_ /A

Signed Date C__ __3
Owner or Owner'sDusignee, Title

Certificate of Inservice Inspection

L the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of _ _ _ and Employed by <S5R - cr of

44e 0 _ e&-7 have inspected the components described
in this Owner's Report during the period _ Z_____ _ t to s/ £ 3 , and state that
to the best of my knowledge and belief, the Owner Uins performed exalminations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XL

By signing this certificate neither the Inspector nor his employer makes any warranty , expressed or implied, concerning
the examinations and corrective measures described in tUis Owner's Repor Furthermore, neither the Inspector nor his employer
shall be liable in any manuier for any personal injury or property damage or loss of any kind arising from or connected with this
inspection

Z&Z, -
lnspe~Ors Signature

Commissions or.A 3.Z£
National Board, State, Province, and Endorsements

j Date
_

m



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

RType: L1.52

Job Number

G24 - W002007424 Sheet I of 2

1. Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Hlighway 95 South FNP 1
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company)

April 23, 2003

3. Work Performed By Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratine Companv Maintenance Department
Authorization Number

N/A

Address: Josevh M. Farlev Nuclear Plant Expiration Date
N/A

4. Identifcation Of System
Steam Generator Blowdown Treatment System

5.
(a) Applicable Construction Code: See sheet 2, 19 Edition Addenda, Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition WA Addenda, N/A Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASM E
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
______________ ___________________ {_________ (Y es I N o)

Mech. Snubber Pacific Scientific 20096 NA P.O. 38779 1985 Replaced No

Load Stud Pacific Scientific Unknown NIA P.O. FNP-222 1975 Replaced No

Load Stud Nuts Pacific Scientific Unknown N/A P.O. FNP-222 1975 Replace No

Hyd. Snubber Lisega 0261551./061 NWA P.O. QP0206SS 2002 Replacement No

Load Stud Grinnell Unknown N/A P.O. QP3129 1989 Replacement No

Load stud Nuts Grinnell Unknown N/A P.O. Qp3129 1989 Replacemnent No

7. Description Of WorkI Snubber SS-4587C was removed from its support by Williams Power Corporation, tested by Wyle Laboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade program The load stud and load stud nuts damaged during
;enmoval were replaced with approved equals. Ref MI1s 03034252, 03036073

lI
. Test Conducted

M Hydrostatic [ Pneumatic [] NormalOperatingPressure 03 None a] Other

Pressure PSI Temperature OF

2.



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

RType : L1.52

Job Number

G24 - W002007424 I Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

Pipe hanger was designed to AISC requirements and welded to AWS requirements using naterial tceability requirements of ASME Section III.

Certificate of Compliance

We certify that the statements made in this report are correct and this replacement conforms to the rules of the
ASME Code, Section XI. repair or replacemnent

Type Code Symbol Stamp NMA

Certificate of Authorization Number N/A Expiration Date N/A

Signed 6p !i-t Date __ _ __ _ __ _ _

Owner or Owner's Designee, Title

Certificate of Inservice Inspection

L the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of _ _ __ __ __ _ and Employed by G d e of

A-W-Cr gca~e have inspected the components described
in this Owner's Report durinfg the period L/z/o to Z/ZE/ 5 , and state that
to the best of my knowledge and belief, the Owner ias performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions ,- 3izg
- 0i-'to~rfs Signature National Board, State, Province, and Endorsements

Date _ _ _ __Z_ _ _



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section XI

R7Fpe: L1.52

p
Job Number

E21 - W002007420 Sheet I of 2
1. Owner 2. Plant _ Unit

Southern Nuclear Operating Company Farley Nuclear Plant I
40 Inverness Center Parkway Highway 95 South FNP 1
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) April23.2003

3. Work Performed By Type Code Symbol Stamp
MA

Name: Southern Nuclear OPeratini ComPanY Maintenance Department Authorization Number

NVA

Address: Joseph AL Farlei Nuclear Plant Expiration Date
NMA

4. Identification Of System
Chemical and Volume Control System

(a) Applicable Construction Code: See sheet 2, 19 Edition Addenda Code Case
(b) Applicable Section X Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification Of Comnponents Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repalred ASME
Component Manufacturer Serial Number Board Identitication Bullt Replaced Or Code

No. Replacement Stamped

Mech. Snubber Pacific Scientific 15070 NWA P.O. QP1299 1990 Replaced Yes

Bolt Unknown Unknown N/A Unknown UNK Replaced No

Nut Unknown Unknown N/A Unknown UNK Replaced No

Hyd. Snubber LiUse 02615S1. /074 WNA P.O. QP020655 2002 Replacement No

Lead Stud Grinnell Unknown WA P.O. QP3129 1989 Replacement No

Load Stud Nuts Grinnell Unknown N/A P.O. QP3129 1989 Replacement No

- ~~ ~ ... - _ -.
7. Description Of Work
Snubber SS-271 1 was removed from its support by Williams Power Corporation, tested by Wyle Laboratories and was replaced with a Lisega
hydraulic sinubber by Williams Power Corporation as part of a scheduled upgrade program. Tle load stud and load stud nuts damaged during
.removal were replaced with approved equals. Ref: Ml~s 03034197,03036332

8. Test Conducted1 []Hydrostatic E] Pneumutic [] Normal Operating Pressure 3 None El Other
Pressure ____ PSI Temperature OF



. Form NIS-2 Owner's Report For Repairs Or Replacements
As Requied By The Provisions Of The ASME Code Section XI

RHye i L1.52

Job Number

I E21 - W002007420 I Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports To Be Attached)

Pipe hanger was designed to AISC requirements and welded to AWS requirements using mate__ tcability rquirements of ASME Se.ion M.

Certificate of Compliance

We certify that the statements made m this report are correct and this replacement conforms to the nrles of the
ASME Code, Section XL repair or replacement

Type Code Symbol Stamp MJ/d

Certificate of Authorization Number lV/4 Expiration Date JO !I

Signed _____Date __/_a 3
Owner or Owner's Designee, Title

S U

Certificate of Inservice Inspection

L the undersigned, holding a valid commission issued by the National Board of Boiler and Pressr Vessel Inspectors
and the State or Province of _ _ _ _ _ _ and Employed by AsrA - er of

_ , >w have inspected the components described
in this Owner's Report during the penod s to Stn AAO , and state that
to the best of my knowledge and belief, the Owner l;as performed examinations and taken corfective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XM.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in Otis Owner's ReporL Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

. zz�� az���
ekff*tor's Sigtiature

Comm-issiolls ", Irza
National Board, State, Province, and Endorsements

Date



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RType: L1.52

Job Number

E21 - WA675306 Sheet I of 2
I

1. Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Unit

FNP I

Date

January 11, 2002

3. Work performed by Type Code Symbol Stamp
NIA

Name: Southern Nuclear Oneratine Comnxnv Maintenance Denartment Authorization Number

N/A

Address: Joseph M. Farlev Nuclear Plant Expiration Date
N/A

4. Identification of System
Chemical & Volume Control System

5.
(a) Applicable Construction Code: ASME Section ill, 19 71 Edition Summer 1971 Addenda, N/A Code Case
(b) Applicable Section XI Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes / No)

Inboard Seal Pacific Pump 2E299-AA N/A P. O. QP-3929 1989 Replaced No
Housing _

Outboard Seal Pacific Pump 2E299-AC N/A P. O. QP-3929 1989 Replaced No
Housing

Inboard Seal Pacific Pump 2E299-AE N/A P. O. QP-3929 1989 Replacement No
Housing

Outboard Seal Pacific Pump 2E299-AD N/A P. O. QP-3929 1989 Replacement No
Housing_

7. Description of Work
As a part of a scheduled maintenance plan, the mechanical seals for Charging Pump QIE21POO02C were replaced with new seals. The new seals
were installed as an assembly in previously refurbished seal housings. Ref: MIF 01053841.

.8. Test Conducted
= Hydrostatic ] Pneumatic I NormalOperatingPressure n None I Other'I Pressure PSI Temperature OF



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section Xl

RTwpe: L1.52

Job Number

E21 -I IWA675306 Sheet 2 of 2
9. Remarks (Applicable Manufacturer's Data Reports to be attached)
The replaced seal housings were installed under work order 98004763.

The replaoement seal housings were removed from Charging Pump Q2E21POOD2B under work order99005644 and refurbished under work orderO1005747.

Certificate of Compliance

We certify that the statements made in the report are correct and this
ASME Code, Section XI.

replacement conforms to the rules of the
repair or replacement

Type Code Symbol Stamp

Certificate of Authorization Numbx

Signed ,/?

N/A

N/A Expiration Date N/A

Maintenance Manager Date,,
-

Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ______________and employed by 45<- C' of

_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ have inspected the com ponents described
in this Owner's Report during the period _ _ _ _ _ _ to _ _ _ _ _ _ 7 , and state that
to the best of my knowledge and belief, the Owne'r has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions e 3'Z$
.aspeotor's Signature National Board, State, Province, and Endorsements

Date

A-
-ae 1/Z7 7 a



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of Ihe ASME Code Section Xl

RType I LL52

S
Job Number

I E21 - W002007412 Sheet I of 2

1. Owner 2 Plant unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company) April 1S,2003

3. Work Perfonned By Type Code Symbol Stamp
WA

Name: Southern Nuclear Oneratine Comrany Maintenance Department Authorizaon Number

WA

Address: Joseph 1VL Farlev Nuclear Plant Expilration Date
WA

4. Identification Of System
Safety In~jection System

(a) ApplicableConstructionCode: Seesheet2, 19 Edition Addenda, CodeCase
(b) ApplicableSecion X Utilized ForRepairsOrReplacements. 19 89 Edition fA Addenda, WA Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repalred ASME
Component Manufacturer Serial Number Board Identification Built Replaced Or Code

No. Replacement Stamped
.__ _ _ _ _ _ _ _ _ _ _ _ .__ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ ( VY es I N o)

Mech. Snubber Pacific Scientific 1939 N/A P.O. FNP 2-29 17 Replaced No

Boat (2) Unknown Unknown NfA Unknown Unk Replced No

Nut (2) Unknown Unknown NIA Unknown Unk Replaced No

Hyd. Snubber Lisep 0261551.1071 NJA P.O. QP020655 2002 Replacement No

Load Stud V rinnell Unknown WNA P.O. QP3129 1989 Replacement No

Lead Stud Nuts Grinnell Unknown N/A P.O. QP3129 1989 Replacement No

Pivot Pin Pacific Scientific N2561 N/A P.O. QP1536 1987 Replaccmnta No

- I L. _ L_ _
7. Description Of Work
Snubber SS-1975E was removed from its support by Williams Power Corporation. tested by Wyle Laboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade program. The bolts and nuts found securing the snubber at both
ends were r=laced with awmroved load stud. load stud nuts and irvot vin. Ref: MlFs 03034210. 03036034

S- . Test Conducted( Hydrostatic I] Pneumatic El NormalOperatingfPressure 03 None El Other

Pressure ____ PSI Temperature _ 'F

t



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section XI . . .

RType: L1.52

Job Number

E P21 -W1 I Sheet 2 of 2Y002007412
9. Remarks (AppLicable Manufacturers DataReport To Be Attached)

*Pipe hanger was designed to AISC requirements and welded to AWS requirements using mateis taceability requirements of ASME Sedion m.

Certificate of Compliance

We cer* that hm statements made in this reporte comrect and this epl cofoms to e rles of te
AME Code, Section XL repair or rplacement

Type Code Symbol Stamp M IA

Certificate ofAnthorization Number M/A Expiration Date tA

Signed A 6 g Date _ -/t6
Owner orOwner gneep Tilde

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspect
and the State or Province of _ _ _,_ _ _ _ _ and Employed by A a-cr of

W#f 1=7;rA e, - e a have inspected the components described
in this Owner's Report during the period Zrz to s/-z 7/&. T, and state that
to the best of my knowledge and belief, the Owner has performed examinatons and taken corcve measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XL

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Azozo ,~44zz Commissions 64C1 ?Z2
(,,hfip&-toe's Sigpat~ir National Board, Sate, Province, and Endorsements

Date
t

57t 7/,s T

.-



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section Xl

RType: Ll.52

I.

Job Number

I E21 - W002007316 Sheet 1 of 2

1. Owner
Southern Nuclear Operating Company
40 Inverness Center Parktay
Birmingham, Alabama 35242
(as agent for Alabamat Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, AL 36319

Unit

NP1
Date

April 23.2003

3. Work Performed By Type Code Symbol Stamp
N/A

Name: Soutbern Nudeur Operutiln ComlDny Muuitanunce Department
Authorization Number

WA

Address: Joseuh Mi Farlev Nuclear Plant Expiration Date

4. Identification Of System
Chemical and Volume Control System

(a) Applicable Construction Code: See sheet 2, 19 Edition Addenda, Code Case
(b) ApplicableSection X Utilized For RepairsOrReplacements, 19 89 Edition NiA Addenda, NrA Code Case

6. Identification Of Conaposaens epa;red Or R ipiacedl and ejplaceineut Components:

Name Of Naume o0 Mnfauacturer National Other Year Repaired
Component Manufacturer Scrial Nusuber Board Identification Built Replaced Or Code

No. Replacement Stamped
_____________ Stud______ _ _c U NIA P.O. F14P-222 1915 Replaced Yes INo)
LoAd Stud Pacific Scientific Unknown N1/A P.O. FNP-222 1975 Replaced NO

LAd Stud Nuts Pacific Sceslfic Unknown N/A P.O. FNP.222 1975 Replaced No

Load Stud Pacific Scionfific Ulknown N/A P.O. QP3129 19S9 Replacement No

Load Stud Nuts Pacific Sckatific unknows NWa P.O. QP3 129 19S9 Replacement No

7. Description Of Worl;
Snubber SS4719B was removed from its support by Williams Power Corporation, tested by Wyle Laboratories and was reinstalled by Williams
Power Corporation. TIe load stud and Iuts wer da gaed during renoval ud replaced with pproved equals. Ref: MIF03035851

8. Test ConductedI -3 Hdrostatic El Pneumatic El Normal Operaging Prvssure Z None ] Other

I Pressure ___ PSI Temperature _ *'F



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of The ASME Code Section X[

RType: L152

Job Number

E21-W I Sheet 2 of 2'002007316
9. Remarks (Applicable Manufacturer's Data Reports To Be Attched)

* Pipe hanger was designed to AISC requirements and welded to AWS requirements using atrial twceability requirements ofASME Section 1L

Certificate of Compliance

We certify that the statements made in this report are correct and this replacement conforms to the rules of the
ASME Code, Section XL repair or replacement

Type Code Symbol Stamp M /A

Certificate ofAuthorization Number AIM Expiration Date "109

Signed ___ Date l6/" 3
Owner or Owner'sDesignee., Title

Certificate of Inservice Inspection

L the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors
and the State or Province of _ _ _ _ _ and Employed by 1,4A - C7 of

.Y4er'F-co o have inspected the components descrbed
in this Owner's Report durifg the period __za__E__ to _ _ _ _ __ ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XL

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer
shall be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions
- 1kts~ecrs~ignahwr

65-A 3 ZCO XA
National Board, State, Province, and Endorsements

IDate 5/Z 7/"3

I --



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XM

RType: L152

Job Number

G24 - W003002495 Sheet I of 2
F *

L Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Unit

FNP I

Date

April 20, 2003

3. Work performed by Type Code Symbol Stamp
NIA

Name: Southern Nuclear Operating Company Maintenance Departnent
Authorizaton Number

N/A

Address: Joseuh M. Farley Nuclear Plant Expiration Date
NIA

4. Identification of System
Steam Generator Blowdown System

5.
(a) Applicable Construction Code: ASME Section M 19 71 Edition Vinter 1972 Addenda, N/A Code Case
(b) Applicable Section Xl Utilized For Repairs Or Replacements, 19 89 Edition NIA Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of
Component

Name of
Manufacturer

Manufacturer
Serial Number

National
Board
No.

Other
Identification

Year
Built

Repaired,
Replaced, or
Replacement

ASME
Code

Stamped
(Yes / No)

Stud (2) Texas Bolt Company RR43 N/A Daniel Construction Co. 1973 Replaced No
P. O. 7047-0-62015

Nut (4) Texas Bolt Company RR66 N/A Daniel Construction Co. 1973 Replaced No
P. 0.7047-0-62015

Stud (2) Texas Bolt Company 6096034 N/A P. 0. QP000766 1997 Replacement No

Nut(4) Texas BoltCompany 1258911 N/A P. 0. QP00014 1992 Replacement No

7. Description of Work
During removal of the Steam Generator Blowdown piping upper spoolpiece on the IC Steam Generator, two (2) studs and four (4) nuts galled and
were replaced with new parts. Ref: MIF 03037385.

8. Test Conductedj [ Hydrostatic M Pneumatic 1 NormalOperatingPressure 0 None Q Other

Pressure _ PSI Temperature _ F

7



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XM

Job Number

,I G24 - M

RType: L152

I1003002495 Sheet 2 of 2
.

9. Remarks (Applicable Manufacturer's Data Reports to be attached)

F-

Certificat

We certify that the statements made in the report are correct and this
ASME Code, Section Xl.

e of Compliance

replacement
repair or replacement

conforms to the rules of the

k Type Code Symbol Stamp

Certificate of Authorizatior

Signed

N/A

I Number _

Go
N/A Expiration Date NIA

Maintenance Manager Date
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of 0 ,4q and employed by ow sw - Cr of

o.5 rce_18 e eChuf -1 have inspected the components described
in this Owner's Report during the period _____-____le, __ to /, zAP T , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XM.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

, _) S~i

eIspector's Signature
Commissions " 3 Zip AT LGA

National Board, State, Province, and Endorsements

-Date 5 //z A>.



Form NIS-2 Owner's Report For Repairs Or Replacements
As Required By The Provisions Of lhe ASME Code Section Xl

RType: L1.52
_~~~~~~~

Job Number

B21 - W002007407 Sheet I of 2
1. Owner 2. Plant Unit

Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South N 1
Birmingham, Alabama 35242 Columbia, AL 36319 Date
(as agent for Alabama Power Company)

.__ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ A pril 18,2003

3. Work Performed By Type Code Symbol Stamp
NMA

Name: Southern Nuclear Oneratlne Comnanv Masntenance Denartmen Authorization Number

NMA

Address: Josenb M. Farlev Nuclear Plant Expiration Date
N/A

4. Identification Of System
Steam Gleneror System

(a) Applicable Construction Code: See sheet 2, 19 Edition Addenda, Code Case
(b) ApplicableSection X Utized ForRepairsOrReplac=ents, 19 89 Edition NWA Addenda. WA Code Case

6. Identification Of Components Repaired Or Replaced and Replacement Components:

Name Of Name Of Manufacturer National Other Year Repaired ASME
Component Manufacturer Serial Number Board Identilication Built Replaced Or Code

No. Replacement Stamped
.- {~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~yes lNo)

dech. Snubber Pacifieieutific 37971 NIA P.O. QP1470 19s7 Repaced No

Hyd. Snubber Lisega 0261551./062 N/A P.O. QP02065S 2002 Replacemeat No

7. Description Of Work
Snubber FT-436A was removed from its support by Williams Power Corporation, tested by Wyle LIaboratories and was replaced with a Lisega
hydraulic snubber by Williams Power Corporation as part of a scheduled upgrade progam. Ref: MIF 03034219

8. Test ConductedI I[ Hydrostatic El Pneumatic El Normal Operating Pressure 0 None El Other
Pressure _ _ PSI Temperature *F



Form NIS-2 Owner's Report For Repairs Or Replacements
As Requird By Ibe Provisions Of lhe ASME Code Secdon XI

RTPe t L152

Job Number

B21 - W002007407 I Sheet 2 of 2
9. Remarks (Applcable Manufacturer's Data Reports To Be Attached)

| Pipe hange wa designed to AISC requirements and weded to AWS reqkirements using mateial f t requircments of ASME Setion, M.

Certificate of Compliance

We certif that &he statements made in ts report ae correct and thisr a em ent conforms to the rules of the
ASME Code, Section XL repair cr replacement

Type Code Symbol Stamp S /A

Certificate ofAuthorization Number a/A Expiration Date W /A

Signed Wr Date _ _ _ _ __3

Owner or Owner'sDesignee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressu Vessel Inspectors
and theState or Province of 4 j..o and Employed by //CS - cr of

V4A4 - e~.e CeJ have ins d the components described
in this Owner's Report during the period _________ to r , and state that
to the best of my knowledge and belie, the Ownei has-performed ans and mn corrective measures descrbed in this
Owner's Report in accordance iith the requirements of the ASME Code, Section XL

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning
the xacminations and corrective measures described in this Owner's Report Furthemore, neither the Inspector nor his employer
shall be liable in any maner for any personal injury or property damage or loss of any kdnd arising from or connected with this
inspection.

X,� Commissions
,.JusWetor 's Signaturi National Board, State, Province, and Endrsm~ents

IDate
I



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

P - - .~~~~

Job Number

I E21 - W001008886 Sheet I of 2

1. Owner 2. Plant Unit
Southern Nuclear Operating Company Farley Nuclear Plant
40 Inverness Center Parkway Highway 95 South FNP I
Birmingham, Alabama 35242 Columbia, Alabama 36319 Date
(as agent for Alabama Power Compan Apil 29,2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratine Company Maintenance Department _ _
Authorization Number

N/A

Address Joseub M. Farlev Nuclear Plant Expration Date
N/A

4. Identification of System
Chemical & Volume Control System

5.
(a) Applicable Construction Code: ASME Section M, 19 68 Edition Winter 1970 Addenda, N/A Code Case
(b) Applicable Section X1 Utilized For Repairs Or Replacements, 19 89 Edition NIA Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes / No)

Plug Copes-Vulcan 815892 N/A P. O. FNP-2 1972 Replaced No

Plug Copes-Vulcan 7621-96166-8 N/A P. O. FNP-l 893 1977 Replacement Yes

7. Description of Work
During an attempt to replace the diaphragm for another valve, the system could not be isolated due to Letdown High Temperature Divert Valve
QIE21V0353 leaking past the seat. The valve was disassembled and the upper seat o-ring was found to be in several pieces. The decision was
nmdq tn remlac the Anau aneibmh1v tnlue sttpm eae nwvr Ar &nwer seats) R ef MIF 0303681 .I V O va X

8 Test Conducted
]Hydrostatic [ Pneumatic I3 Normal Operating Pressure n None El Other

I Pressure PSI Temperature OF



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

Job Number

E21 - W001008886 I Sheet 2 of 2

9. Remarks (Applicable Manufacturers Data Reports to be attached)

U

Certificate of Compliance

We certify that the statements made in the report are correct and this
ASME Code, Section Xl.

replacement conforms to the rules of the
repair or replacement

A-- Type Code Symbol Stamp

Certificate of Authorizatiot

Signed _ _

N/A

e Number
P

N/A Expiration Date N/A

Maintenance Manager Date
Owner or Owner's Designee, Title

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of te'f o and employed by WS/, - CT of

AA iet ,. ECUS-Ccl;Ct have inspected the components described
in this Owner's Report during the period _ ________ to _ __3_an ,ad state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

z::�OZe� z-'O/' Commissions
,...lrpector's Signature National Board, State, Province, and Endorsements

I Date 7_ _ _ _ _ _ _ _



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

Job Number

I E21 - W001008264 Sheet I of 2
U

1. Owner
Southern Nuclear Operating Company
40 Inverness Center Parkway
Birmingham, Alabama 35242
(as agent for Alabama Power Company)

2. Plant
Farley Nuclear Plant
Highway 95 South
Columbia, Alabama 36319

Unit

FNP I
Date

April 29, 2003

3. Work performed by Type Code Symbol Stamp
N/A

Name: Southern Nuclear Oneratine ComDany Maintenance Department Authorization Number

N/A

Address: Josevh M. Farlev Nuclear Plant Expiration Date
N/A

4. Identification of System
Chemical & Volume Control System

5.
(a) Applicable Construction Code: ASME Section M 19 74 Edition Summer 1975 Addenda, N/A Code Case
(b) Applicable Section XM Utilized For Repairs Or Replacements, 19 89 Edition N/A Addenda, N/A Code Case

6. Identification of Components Repaired or Replaced and Replacement Components:

Name of Name of Manufacturer National Other Year Repaired, ASME
Component Manufacturer Serial Number Board Identification Built Replaced, or Code

No. Replacement Stamped
(Yes I No)

Bonnet Velan IAS N/A P. O. QP.6542 1992 Replaced No

Disc Velan 35L N/A P. O. QP-6542 1992 Replaced No

Bonnet Velan 931 N/A P. O. QP020446 2003 Replacement Yes

Disc Velan 930 N/A P. O. QP020446 2003 Replacement Yes

I 4 4 I. 4-4 I.

-. - * - i - h _______________ h
7. Description of Work
Charging Flow Regulating Valve (FCV0122) Bypass Valve Q1E21V0135 was reported to be leaking by the seat. The valve was disassembled
and inspected and the disc was found to be cut and pitted beyond repair. A new bonnet and disc was installed in the valve as part of a new bellows
ssembly. Ref: MIF 03036167.

Cl Hydrostatic ] Pneumatic Z Normal Operating Pressure C] None [] Other
Pressure PSI Temperature OF

I



Form NIS-2 Owner's Report for Repairs or Replacements
As required by the provisions of the ASME Code Section XI

RType: L1.52

. _

Job Number

E21 - WO01008264 I Sheet 2 of 2

9. Remarks (Applicable Manufacturer's Data Reports to be attached)
The new bonnet was seal welded to the body after installation

Certificate of Compliance

We certify that the statements made in the report are correct and this replacement conforms to the rules of the
ASME Code, Section XI. repair or replacement

Type Code Symbol Stamp N/A

Certificate of Authorization Number N/A Expiration Date N/A

Signed 9 a7 ug- Maintenance Manager Date -5 3
Owner or Owner's Designee, Title

U- U

Certificate of Inservice Inspection

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of aco.'A and employed by ,' C3 - Cer of

W,4GA1r, ea ce- r have inspected the components described
in this Owner's Report'during the period _ /__3_ _ __ to ___ ________ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken'corrective measures described in this
Owner's Report in accordance with the requirements of the ASME Code, Section XI.
By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall
be liable in any manner for any personal injury or property damage or loss of any kind arising from or connected with this
inspection.

Commissions AO T SZ
eliipector's Signature National Board, State, Province, and Endorsements

--Date _ _ _ _ _ _



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTCAL
NUCLEAR PARTS AND APPURTENANCES.

As Required by he Provisions of the ASME Coth. Sction U
Not to Exceod One Days Producton

S03 1002

Pg. of 2

~~. ri .... ._.~~~~~~~~awwa

1. Manufactured and ce ffied by VELAN INC.. 2125 WARD AVE., MONTREAL. QUEBEC, CANADA H4M 1T6
tUn andr ada ttf Cwu huee

2. Manufactured for ALABAMA POWER COMPANY. SOUTHERN NUCLEAR OPER. CO. BIRMINGHAM, AL

3. Location of Installatlon FARLEY NUCLEAR PLANT - HWY 9
*~~~~~~~~~~~~r &,. WM -

4. Type: P1-77099s-N1- REV. D UN:
lorng noj

5. ASME Code, Section IlIl. Division 1: 1974

S N99644. ALLOY 40 N/A N/A 2003
_ n . | I d . *sshe,.E - - -

Vt Ift )

SUMMER 1975 * 2

V- wn1

N/A
-U"M) waGW 4W) -o)

6. Fabricated in accordance with Const Spec. (Div. 2 only) N/A Revision NA
'no.,

h5od n r.,

Date N/A

7. Remarks: DISC FOR BELLOWS ASSEMBLY 2"- W084096S-13AM

BONNET FOR BELLOWSASSEMBLY 2W08-4096S-13AA FORP

FOR P01 1-229770N ITEM # 1A QY I

01 1-229770-N ITEM 1E OTY I (ONE)

DISC TRACE CODE: 36F ASME SECTION II PART A EDION 1986 ADDENDA NONE FOR BONNET TRACE: 2CZE

8. Nom. thickness (in.) NA Wi Mn. design thickness (in.) NWA Dia. ID (Rt & In.) NA

9. When applicable. Certificate Holders' Data Reports are attached for each item of this report:

Lenrth overall (ft & I.) N/A

Part or appurtenance National Board No. In

Serial Number Numerical Order

(1) 930 DISC
(2) 931 - BONNET
(3)'4 ) _ __

(5)
(6)
(7)

(1 0 ) ___ _ _ _ _ _ _ _

(12)
(13) _

( 1 4 ) _ _ _ _ _ _ _ _ _ _

(15)
(1 6 ) _ _ _ _ _ _ _ _ _ _

(1 7 ) _ _ _ _ _ _ _ _ _ _

(1 8 ) _ _ _ _ _ _ _ _ _

(19) _
(20) _ _ _ _ _ _

( 2 1 ) _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

(22) _ _
( 2 3 ) _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

(24)
(2 5 ) _ _ . _ . . _ ; . _ . _ _ _ _ _ _ . . _ _ .

Part or appurtenance National Board No. in

Serial Number Numerical Order

(26) _
(27)
(28)
(29)
(30)
(31)
(32)
(33)
(34)
(35)
(36)
(37) _

(38)
(39) _

(40)
(41) _ __

(42)
(43)
(44)
(45)
(4 6 ) _ _ _ _ _ _ _ _ _ _

(47)
(48)
( 4 9 ) _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

(50) _ _ _ _ _ _

10. Design pressureN.IA psi. Temp._NlA *F. Hydro test pressure N/A at temp.'F

*Suppuma hwtu m nefom o(lists, sketches.orddrmingsfaybe used provided (1)size Sxlt. (2) form h fes2ad 3 n is 0Data Rep Wisidudd
on each sheet. (3) each sheet is numbered and the nmber f sheets Is recorded at the lop of his fom.

% (121) This bom (E00M) may be obtaho4 fn ft Order tpt., ASME. 22 Odwe NJ 070072300.
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FORM N4 (Back -Pa. I0F2 )

Certficate Holder' Serl Nos. - Qt0 ftvh -- J

CERTIFICATION OF DESIGN

Design specficaions certified by N/A RE.State WA Reg.no NWA

Design report certified by WIA P.E.State WA Regno WA

CERTIFICATE OF COMPLIANCE

We certif tat the statements made In Us report are conted and hat tis Mese)DtSC & BONNET
corforms lo the rues of construction of te ASME Code. Section IlIl. Division 1.

NPT Certificate of Authorization No. N-27W1 Expres APR L20, 2004

Date oM ,ICL3 Name VELAN NC. Signed (r y 4, n4
RIPT C*tffiata tcDWt) oaeiund PArgW-Wtb-vs

CERTIFICATE OF INSPECTION

1, the undersigned, holding a valid comidission Issued by ti National Board and Pressure V Inspectors and the State or PrAvnce of
Quebec and emploe by - fft Province./
of Qut= ha espected fese llems desb his Data Report onk l10 * and state t to te best my
knowledge and belief. the Certificate Holder has fabricated these parts or ap insaccordance with the ASME Code, Section Ill.
Division 1. Each part listed has been authorked for stamping on the date shown abbfa.
By signing is certificate. neftler the Inspector nor his employer makes ary warranty, expressed or ihpled. concerning te equipment
described In this Data Repor Furhemor, nefere Inspector nor his employer shall be liable In any manner for any personal injury or
prperty damage or loss of any Ind p~Q frrnfpne d with this inspection. J. MARCHAID QC 871

Date Signed Convilssios gS RlGluvEWTDOUQUftC.1 ~ l~aruS. f omr &Wlb) am mm or . uu a naj

. , -W
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